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Abstract 
Dynamic Demand Technology (DDT) developed by Open Energi Ltd. adjusts the power 
consumption of demand to react rapidly to changes in grid frequency without 
undermining the inherent control of loads. In this thesis, DDT is used to regulate the 
power consumption of domestic refrigerators and industrial bitumen tanks for grid 
frequency control. The feasibility of the loads to participate in frequency response 
services is studied. 
Refrigerators are connected throughout the power system and thus have great potential 
to be used for frequency control. A frequency controller based on the DDT is applied to 
refrigerators so that their power consumption varies with frequency deviations 
autonomously and proportionally. The technique maintains the temperature control of 
refrigerators and causes little adverse impact on their cold storage of food. A 
thermodynamic model of refrigerators is developed and validated through field tests on 
a number of refrigerators at the premises of the Indesit Company. The refrigerator 
models equipped with frequency control are then integrated into a simplified Great 
Britain (GB) power system model to investigate their capability for grid frequency 
control. Results show that the refrigerators change their power consumption in order to 
reduce deviations of grid frequency. Approximately 500 MW of frequency response is 
provided by 40 million refrigerators when frequency dropped to below 49.5 Hz. The 
frequency control is faster than that provided by frequency-sensitive generation.  
DDT is also applied to bitumen tanks. Frequency control is developed which is similar 
to refrigerators. A thermodynamic model of bitumen tanks equipped with the frequency 
control is developed and validated through field tests. The tank models are then 
connected to the GB power system model to study the capability of industrial heating 
loads for grid frequency control. Results show that tanks provide frequency control in a 
manner similar to and faster than that of frequency-sensitive generation. Approximately 
72 MW of frequency response is provided by 5,000 bitumen tanks. 
A participant in the Firm Frequency Response (FFR) service is required to deliver a 
minimum response of 10 MW. Loads with low power consumption need to be 
aggregated in order to participate. The availability of refrigerators and of tanks for 
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frequency response varies over a day and is measured through field tests at different 
times of the day. Based on the measurements of availability, the number of refrigerators 
and tanks to be aggregated for delivering more than 10 MW of response over a day is 
calculated. Simulations are carried out with an aggregation of 591 bitumen tank and 
622,980 refrigerator models. Results show that more than 10 MW of response is able to 
be delivered.  
For the future GB power system, fast control of frequency is required because of the 
reduction in system inertia caused by the large-scale use of converter connected 
generation. A case study is carried out to test the impact of the fast control of loads on 
the frequency of the future power system. Refrigerator models representing 40 million 
refrigerators and 500 tank models are connected to the GB power system model with 
reduced system inertia of 3.1 s. Results show that with the use of DDT, the frequency 
drop after a sudden loss of 1.8 GW generation is halted quickly and the magnitude of 
the drop reduced significantly (from 1 Hz to 0.4 Hz). 
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Chapter 1 Introduction 
 
 
 
Introduction 
 
 
 
In this chapter, anticipated changes in the power system are discussed. These changes 
will give rise to challenges for the operation of the future power system. The role of 
demand in dealing with these challenges is outlined. The research objectives of using 
dynamic demand for grid frequency control are specified. Finally, the thesis structure is 
provided. 
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1.1 Anticipated changes in the power system 
Climate change caused by rising Green House Gas (GHG) emissions threatens the 
global population. As discussed in [1], more than two thirds of GHG emissions are 
caused by the ways in which energy is produced and used. For example, the use of 
fossil fuel is recognised as one of the main reasons for GHG emissions.  
The European Union (EU) and the Government of the United Kingdom (UK) are 
aiming to reduce the use of fossil fuels for energy production [2]-[3]. As the fossil fuel 
is mainly imported, reliance on their imports is expensive [2] and causes concern for the 
security of energy supply [3].  
As a measure to address climate change and reduce dependency on imported fossil fuels, 
the EU has set the following ‘20/20/20’ energy and climate targets for the year 2020 [4]:  
 A 20% reduction in GHG emissions from 1990 levels  
 Raising the share of energy consumption produced from renewable resources to 
20% 
 A 20% improvement in energy efficiency 
Furthermore, the UK government has established a legally binding target [5] to reduce 
UK GHG emissions by at least 80% in 2050 from the 1990 baseline as depicted in Fig. 
1.1. 
1990 2011 2020 2025 2030 2035 2040 2045 2050
20
0
40
60
80
100
74 66
50
20
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Fig. 1.1. UK government GHG emission target (1990 base) [6] 
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In order to meet energy and climate targets, the Great Britain (GB) power system 
operator, National Grid, has proposed significant changes to the generation mix for the 
future power system. Conventionally, electricity has largely been produced by 
generators that burn fossil fuels and emit GHG. It is anticipated that in the decarbonised 
power system of the future, more electricity will be generated from renewable, low-
carbon resources such as wind and solar. These will replace the generation capacity of 
fossil fuels and thus GHG emissions will be reduced. 
National Grid considers the Gone Green Scenario [7] as one plausible means to meet 
the UK energy and climate targets. The generation capacity of different resources was 
estimated for the year 2020/21 and was compared with the year 2010/11 [8] as shown in 
Table 1.1. A significant increase in wind generation is expected by 2020/21: it is 
forecast to reach approximately 27% of the total generation capacity. Generation from 
coal and oil is expected to decrease. 
TABLE 1.1. Capacity of Different Generation Types Connected to the GB Transmission System in the 
‘Gone Green scenario’ [8] 
Generation Type 
Capacity (GW) 
Year 2010/11 Year 2020/21 
Coal 28.2 14.5 
Coal(CCS) 0 0.6 
Nuclear 10.8 11.2 
Gas 31.9 34.7 
Oil 3.4 0 
Pumped Storage 2.7 2.7 
Wind 3.8 26.8 
Interconnectors 3.3 5.8 
Hydro 1.1 1.1 
Biomass 0 1.6 
Marine 0 1.4 
Total 85.2 100.4 
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In addition to the changes in electricity generation, anticipated changes in electricity 
demand that include the electrification of heating (for example the use of heat pumps) 
and transport (for example the use of electric vehicles) [9] will also contribute to the 
reduction of GHG emissions. Fig. 1.2 shows the expected domestic demand of different 
loads over a day in 2025 [6]. An increase in demand of heat pumps and electric vehicles 
is forecast (their demand is negligible at present). These changes reduce the GHG 
emissions from the heating and transport sectors.  
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Fig. 1.2. Anticipated domestic demand of different loads over a day in 2025 including the increasing 
connections of heat pumps and electric vehicles [6] 
In summary, changes in the generation mix and electrification of demand are expected 
to be two of the key characteristics of measures taken to meet energy and climate targets. 
However, changes in these two areas will create challenges for the operation of the 
future power system. 
1.2 Potential challenges for the power system 
1.2.1 Changes in the generation mix 
Changes in the generation mix will give rise to three significant challenges in balancing 
generation and demand. 
The first challenge is that some renewable resources provide a variable supply of energy. 
For instance, wind power generation relies on the wind blowing. The increasing use of 
intermittent renewable energy causes uncertainties to electricity generation dispatch.  
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The second challenge is that the largest generating unit considered in the GB power 
system in 2014 is 1,800 MW compared to 1,320 MW in previous years [10]. As a result, 
the maximum generation in-feed loss increased from 1,320 MW to 1,800 MW. 
The above two challenges demand more generation reserve from the part loaded, fossil 
fuel generators to meet demand when generation is insufficient and to deliver extra 
power after a sudden loss of generation. 
The third challenge presented by changes in the generation mix is that renewable energy 
resources are mainly connected through power electronic converters. The replacement 
of conventional generation by generation from renewable energy will lead to the 
reduction of power system inertia [11]. As a result, when there are imbalances between 
generation and demand, changes in grid frequency will be more rapid. Therefore, faster 
frequency control will be expected. 
1.2.2 Electrification of demand 
The power system will need to meet an increasing demand for electricity due to the 
increase numbers of heat pumps and electrical vehicles. The increasing demand may 
lead to higher peak demand and to network congestion during the period of peak 
demand. Therefore, the present electricity network needs to be reinforced. It is 
estimated that for the North West network of the UK alone [12], network expansion will 
cost £9 billion by 2025. Furthermore, network reinforcements can be intrusive for local 
communities and involve extensive excavations and disruptions [12].  
1.3 Role of demand 
In order to confront the challenges that are anticipated in the future power system, 
demand needs to be flexible and play an active role. As depicted in Fig. 1.3, the 
flexibility of demand can be categorised into two aspects. One is to change power 
consumption of demand following the generation and hence to reduce the imbalances 
between supply and demand. The other is to reduce peak demand by load shifting and 
hence to defer network reinforcements. 
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Fig. 1.3. Effects of demand-side response on typical UK demand profiles [13] 
It is expected that the flexibility of demand will be enhanced by rolling out smart meters 
across the UK. All homes and small businesses will have them installed by 2020 [14].  
Smart meters display real-time information on energy use and cost for the user. Time 
varying price schemes such as Time-of-Use (ToU) pricing [15] will be offered to 
customers. It is therefore expected that customers will change their patterns of 
electricity use as a direct result of the data made available to them by smart meters and 
of the financial savings offered by the time varying price schemes. This will contribute 
to reduction of peak demand and of network congestion allowing the system operator to 
defer making substantial investments in network reinforcements.  
The possibility of using smart meters for the reduction of imbalances between 
generation and demand was investigated in [16]. A direct load control scheme used a 
smart meter and a smart load controller to switch OFF domestic appliances if there was 
a drop of grid frequency. The control scheme made demand flexible for grid frequency 
control. However, the communication delay of the control scheme reduced the 
capability of frequency control from flexible demand. Frequency control can be 
obtained if the delay is less than 200 ms [16]. As frequency measurement was removed 
from the functional specifications of the UK smart meters in 2010 [17], the time taken 
by smart meter to read frequency through a Home Area Network (HAN) may be as high 
as 3.3 s [16]. Hence, it is currently not feasible to use a smart meter for frequency 
control under the UK smart meter specifications.  
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To avoid the use of communication infrastructure, demand is able to reduce imbalances 
between generation and demand in response to local measurements of grid frequency. 
Some non-critical loads are able to be switched ON/OFF rapidly so as to arrest 
deviations in grid frequency. Furthermore, such immediate frequency response from 
flexible demand gives a partial solution to the reduction of system inertia. This thesis 
will investigate the use of flexible demand in response to locally measured frequency 
deviations. 
1.4 Research objectives 
This thesis focuses on the investigation of using demand for frequency control in the 
power system. The research objectives are: 
 To investigate the use of domestic refrigerators for grid frequency control:  
Decentralised frequency control for refrigerators is developed, enabling their 
total power consumption to be controlled by deviations of grid frequency. 
Frequency control does not undermine the temperature control ability of a 
refrigerator and hence will have little adverse impact on its performance. The 
capability of refrigerators to provide grid frequency control is studied by 
connecting refrigerator models to a GB power system model.  
 To investigate the use of industrial bitumen tanks for grid frequency control:  
Decentralised frequency control for bitumen tanks is developed, allowing their 
total power consumption to be controlled by deviations of grid frequency. The 
temperature control ability of a bitumen tank heater is not undermined. Bitumen 
tanks with grid frequency control capability are modelled and connected to the 
GB power system model. Their capability to respond to grid frequency 
deviations is then studied. 
 To investigate the technical feasibility of the participation of loads in the Firm 
Frequency Response service:  
The GB system operator requires a participant in the Firm Frequency Response 
service to deliver a minimum of 10 MW of frequency response. Refrigerator and 
bitumen tank loads available for grid frequency control vary over a day. To 
deliver at least 10 MW of frequency response, the number of loads to be 
frequency-responsive and aggregated is calculated taking into account their 
availability for grid frequency control at different times of day. 
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1.5 Thesis structure 
The structure of the thesis is as follows: 
In chapter 2, grid frequency control requirements and the present frequency response 
services in the GB power system are reviewed. Frequency control provided by 
generators is discussed. A study of demand-side integration leads to a review of grid 
frequency control provided by demand.  
Chapter 3 presents the use of refrigerators for grid frequency control. It describes the 
development of a thermodynamic model of refrigerators. It also illustrates a simplified 
GB power system model that was developed for the study of grid frequency control. 
Case studies undertaken to verify the capability of refrigerators to provide grid 
frequency control are presented. 
Chapter 4 focuses on the use of bitumen tanks for grid frequency control. It describes 
the development of a thermodynamic model of bitumen tanks and the development of a 
simplified model of bitumen tanks based on field measurements. The accuracy and 
computational time of the two models are compared. The chapter then describes field 
tests on a number of tanks which were undertaken to verify their frequency control 
capability. Case studies carried out to show the capability of bitumen tanks to provide 
grid frequency control are given. 
In chapter 5, the number of refrigerator and bitumen tank loads to be aggregated to 
deliver the 10 MW of frequency response required by the system operator is determined. 
The availability of loads for frequency control at different time over a day is considered. 
Availability was measured through field investigations and modelled. Case studies 
undertaken to verify the technical feasibility of the participation of loads in the Firm 
Frequency Response service are presented. 
Chapter 6 concludes and summarises the thesis. Contributions of the thesis, suggestions 
for future work and publications are listed.  
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Chapter 2 State of the Art of Frequency Control and Demand-Side Integration 
 
 
State of the Art of Frequency 
Control and Demand-Side 
Integration 
 
 
 
This chapter reviews frequency control in the power system. Frequency control 
requirements and frequency response services of the present GB power system are 
illustrated. Frequency control provided by generating units is discussed. Following a 
study of demand-side integration, an alternative means of using demand to provide grid 
frequency control is investigated. 
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2.1 Frequency control requirements of the GB power system 
Frequency in the power system is a continuously changing variable which indicates the 
balance of total generation and system demand on a second-by-second basis [18]. In the 
GB power system, nominal grid frequency is 50 Hz as shown in Fig. 2.1. The steady-
state limit of grid frequency is required to be 50 ± 1% (Hz) [18]. If generation is greater 
than demand, frequency rises. If generation is less than demand, frequency drops.  
 
Fig. 2.1. Grid frequency in the GB power system [19] 
The operational policy to meet the frequency control requirement is listed below [20]. 
 Grid frequency under normal conditions is maintained within operational limits 
of ±0.2 Hz. 
 For sudden loss of generation or demand up to 300 MW, the maximum 
frequency change is limited to ±0.2 Hz. 
 For sudden loss of generation or demand greater than 300 MW but less than or 
equal to 1,320 MW, the maximum frequency change is limited to ±0.5 Hz. 
 For sudden loss of generation greater than 1,320 MW and less than or equal to 
1,800 MW, the frequency change is limited to −0.8 Hz with frequency restored 
to 49.5 Hz within 1 minute. 
Fig. 2.2 illustrates the frequency control and stability of the GB power system [21]. 
Under normal operating conditions, frequency control is continuously provided by 
frequency-sensitive generators which maintain the frequency at 50 Hz. For occasional 
sudden loss of generation which causes a severe drop in frequency, for instance a drop 
to below 48.8 Hz, frequency control is provided both by generation and by load 
reduction from public distribution networks [22] in stages to avoid shutdown of the 
entire power system [23].  
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1800MW loss
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Fig. 2.2. Frequency control and stability of the GB power system (Modified figure based on [21]) 
2.2 Frequency response services and reserve services in the 
present GB power system 
The GB system operator maintains the balance between demand and generation through 
a variety of balancing services including frequency response services and reserve 
services. These two balancing services aim to maintain grid frequency within its steady-
state limits and to restore frequency after any sudden changes in demand or generation.  
Both generation and demand are able to participate in these services. 
2.2.1 Frequency response services 
Frequency response services can be categorised into two types [18]: dynamic frequency 
response and non-dynamic frequency response (i.e. static response).  
 Dynamic response: a service provided continuously in order to manage the 
normal second-by-second power imbalances in the power system.  
 Non-dynamic response: a discrete service only triggered at a pre-defined 
deviation of grid frequency. 
Frequency response services [18] include Mandatory Frequency Response (MFR), Firm 
Frequency Response (FFR) and Frequency Control by Demand Management (FCDM): 
 Mandatory Frequency Response (MFR) [24] 
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MFR is an automatic change in active power output of generating units in response 
to frequency changes. All large generators (over 100 MW) connected to the GB 
transmission system are mandated to have the capability to provide this service. 
MFR is achieved through one of three response services: 
Primary Response – provision of additional active power within 10 s after an 
event and that can be sustained for another 20 s 
Secondary Response – provision of additional active power within 30 s after an 
event and that can be sustained for another 30 min 
High Frequency Response – reduction of active power within 10 s after an event 
and that can be sustained indefinitely 
 Firm Frequency Response (FFR) [25] 
FFR is the firm provision of dynamic or non-dynamic response to changes in 
frequency.  
National Grid procures FFR service through a competitive tender process. Tenders 
can be for low frequency events, for high frequency events or for both. 
 Frequency Control by Demand Management (FCDM) [26] 
FCDM provides frequency response by the interruption of demand. Electricity 
demand is automatically interrupted when the frequency crosses the low frequency 
relay setting (typically at 49.7 Hz). Such interruptions are likely to occur between 
approximately 10 to 30 times per annum [26].  
FCDM is required to manage large deviations in frequency which may be caused by, 
for instance, a sudden and significant loss of generation. 
 
Table 2.1 gives a summary of the characteristics of the three frequency response 
services currently available in the GB power system that are listed above.  
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TABLE 2.1. A Summary of Different Frequency Response Services [27] 
Services MFR FFR FCDM 
Dynamic? Yes Yes/No No 
Participants Generation Generation/Demand Demand 
Minimum 
threshold 
for 
participation 
Have a 3-5% 
governor droop 
characteristics 
Deliver a minimum 
of 10 MW of 
response 
 
-Provide the service within 
2 seconds of instruction 
-Deliver for minimum 30 
minutes 
-Deliver minimum 3 MW, 
which may be achieved 
through aggregation 
How to 
participate 
Mandatory for 
large generators 
connecting to the 
GB Transmission 
System 
Monthly tender Bilateral negotiation 
 . 
At present, frequency response services are provided mainly by frequency-sensitive 
generators. These generators are inefficient and expensive to operate as they are part 
loaded and consume significant amounts of fuel. The GB system operator therefore 
incurs significant costs in maintaining frequency response services as they are required 
to be available continuously and provided within seconds. As an example, the cost of 
each frequency response service in January 2014 and July 2014 are given in Table 2.2.  
The data came from the Monthly Balancing Services Summary provided by National 
Grid [28]-[29].  
TABLE 2.2. Cost of Different Frequency Response Services in January and July 2014 [28]-[29] 
Services January 2014 July 2014 
MFR 
(mandatory response) 
£3.46 million £4.06 million 
FFR & FCDM 
(commercial response) 
£9.64 million £10.21 million 
Total cost £13.1 million £14.27 million 
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2.2.2 Reserve services 
Reserve services are despatched after the frequency response services are called upon in 
order to reduce frequency deviations and to complement the frequency response 
services. 
At certain times of day, the system operator needs to have access to sources of extra 
power.  This is referred to as reserve. Reserve can be in the form of either increase in 
generation or reduction in demand and serves to manage uncertainties in demand or 
generation [30].  
Different reserve services are ready to deliver services on different time scales as listed 
below:  
 Fast Reserve (FR) [31] 
FR provides rapid and reliable delivery of active power by increasing generation or 
reducing demand. It is activated within 2 minutes following receipt of instructions 
from the system operator. The service is delivered at a rate in excess of 25 
MW/minute. The minimum delivery is 50 MW. The reserve energy is sustainable for 
a minimum of 15 minutes. 
An FR service provider has to be available over a pre-agreed period so that it can 
offer the required volume of reserve on the instruction of the system operator. 
FR contributes to reducing frequency changes by taking over from the frequency 
response services. Once despatched, it restores the capability of primary and 
secondary response.  
 Short Term Operating Reserve (STOR) [32] 
STOR is provided by means of standby generation or demand reduction. It is fully 
delivered within 240 minutes on the instruction of the system operator. The 
minimum delivery is 3 MW. The fully delivered capacity is sustained for at least 2 
hours. 
 Balancing Mechanism (BM) start-up [33] 
This service gives the system operator access to additional unscheduled generation. It 
contains two elements: BM start-up and hot standby. Upon request, BM start-up 
brings generating units to a state that it can synchronise in the power system within 
89 minutes. Hot standby maintains the BM unit in a state of readiness to synchronise 
to the power system for an agreed period of time. 
CHAPTER 2 
 
15 
 
 
Reserve Services are summarised in Fig. 2.3. The timescale of a reserve service is 
depicted starting from instructions by the system operator to the time that the service is 
fully delivered. For example, at peak demand period of a day, National Grid instructs 
certain amount of providers to deliver the STOR service. Once the instruction is 
despatched for the peak demand period, the STOR provider should fully deliver the 
service within 240 min. 
Fully delivered
Time
2 min Fast reserve
STOR
BM start-upReadiness (hot standby)
Instruction by SO
Instruction by SO
240 min
89 min
Instruction by SO
SO – System Operator
 
Fig. 2.3. Timescale of reserve services [30] 
The cost of each reserve service for January 2014 and July 2014 is listed in Table 2.3. 
The data comes from the Monthly Balancing Services Summary provided by National 
Grid [28]-[29]. It is observed that the system operator incurred significant costs on 
reserve services. 
TABLE 2.3. Cost of Different Reserve Services in January and July 2014 [28]-[29] 
Services January 2014 July 2014 
Fast reserve £5.83 million £5.02 million 
STOR £8.42 million £4.69 million 
BM Start-Up £0 £0 
Total cost £14.25 million £9.71 million 
 
2.3 Frequency control from generation units 
Conventionally, frequency control in the power system mainly relies on synchronous 
power plants. They are operated part loaded in order to provide additional power output 
in the event of drops in grid frequency. Frequency response services from generators are 
performed by their frequency control capabilities. 
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2.3.1 Frequency control of conventional generators 
Grid frequency is related to the speed of rotation of generators all over the grid which is 
defined as shown in (2.1). In a large interconnected system, synchronous generators are 
directly connected and hence all have the same frequency [23] (50 Hz in the GB power 
system). A change in active power demand at one location is reflected in the system by 
a change in frequency [34]. Therefore, frequency control of a power system can be 
illustrated as the frequency control of one lumped generator.  
𝜔 =
𝑑𝜃
𝑑𝑡
                                                              (2.1) 
where ω  (rad/s) is the angular velocity and θ  (rad) is the angular displacement. A 
simplified schematic of a generator is shown in Fig. 2.4. A generator consists of a 
control valve, a rotating mass and a governor unit. 
Turbine
Governor
Generator
Pe
Pm
Tm Te
Control 
Valve/Gate
Steam/Water 
input
Rotating mass
 
Fig. 2.4. Schematic diagram of a generator [34] 
Tm (Nm) is the mechanical torque which is applied by the turbine to the shaft. Te (Nm) 
is the electrical torque which is applied by the generator to the shaft. When there is an 
unbalance between the mechanical torque Tm (Nm) and the electrical torque Te (Nm), a 
net torque causes acceleration or deceleration. The moment of inertia of generator and 
turbine J (kg m
2
) is then accelerated or decelerated. The equation of motion is described 
by (2.1) [35]: 
𝐽
𝑑𝜔r
𝑑𝑡
= 𝑇𝑚 − 𝑇𝑒                                                         (2.1) 
where 𝜔r(rad/s) is angular velocity of the rotating mass and t (s) is time. In order to 
normalise equation (2.1), a per unit inertia constant H was used. H is defined as the 
CHAPTER 2 
 
17 
 
kinetic energy at synchronous speed 𝜔𝑠 (rad/s) divided by generator rating SB (VA) as 
shown in (2.2): 
𝐻 =
1
2 𝐽
(𝜔𝑠)
2
𝑆𝐵
                                                            (2.2) 
Therefore, J is represented by 2𝐻𝑆𝐵 𝜔𝑠
2⁄  according to (2.2) and substituted into (2.1): 
2𝐻
𝑑
𝜔r
𝜔𝑠
𝑑𝑡
=
𝑇𝑚 − 𝑇𝑒
𝑆𝐵
𝜔𝑠
                                                       (2.3) 
As the base torque is 𝑇𝐵 = 𝑆𝐵 𝜔𝑠⁄ , equation (2.3) can be represented in terms of per unit 
quantities as: 
2𝐻
𝑑𝜔r
𝑑𝑡
= 𝑇𝑚 − 𝑇𝑒                                                         (2.4) 
For the active power-frequency control, according to [34], equation (2.4) is expressed in 
terms of power rather than torque by using the relationship 𝑃 = 𝑇𝜔r. Applying a small 
deviation (∆) of each term of the relationship from their initial value: 
{
𝑃 = 𝑃0 + ∆𝑃
𝑇 = 𝑇0 + ∆𝑇
𝜔𝑟 = 𝜔0 + ∆𝜔𝑟
                                                          (2.5) 
By substituting (2.5) into the relationship between power and torque, and then 
neglecting the higher order terms [34], equation (2.6) is obtained. 
∆𝑃𝑚 − ∆𝑃𝑒 = ∆𝑇𝑚 − ∆𝑇𝑒                                                     (2.6) 
where Pm is the mechanical power transferred from the turbine to the shaft and Pe is the 
electrical power output of the generator. 
Based on (2.4) and (2.6), the rotating speed of the generator and the power is written as: 
2𝐻
𝑑(∆𝜔𝑟)
𝑑𝑡
= ∆𝑃𝑚 − ∆𝑃𝑒                                                  (2.7) 
For balanced conditions, 𝑃𝑚 = 𝑃𝑒  and 𝜔𝑟 = 𝜔𝑠 . For imbalanced conditions, the 
difference in power 𝑃𝑚 − 𝑃𝑒 is supplied by the energy stored in the rotating mass. 
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In the power system, loads such as pumps or fans are sensitive to frequency. The overall 
frequency-sensitive loads are lumped into the damping constant D (pu) and expressed 
by (2.8) [34]: 
∆𝑃𝑒 = ∆𝑃𝐿 + 𝐷∆𝜔𝑟                                                         (2.8) 
where ∆𝑃𝐿  represents frequency-insensitive loads and 𝐷∆𝜔𝑟  represents frequency-
sensitive loads. 
Therefore, equation (2.7) is re-written as (2.9).  
∆𝑃𝑚 − ∆𝑃𝐿 = 2𝐻
𝑑(∆𝜔𝑟)
𝑑𝑡
+ 𝐷∆𝜔𝑟                                          (2.9) 
Equation (2.9) gives the response of rotating mass and frequency-sensitive loads in the 
power system to any power imbalances. 
Hence, changes in ∆𝑃𝑚 and ∆𝑃𝐿  will lead to changes in the rotating speed of turbine. 
For any deviations of the rotating speed from the synchronous speed (in relation to grid 
frequency), the governor unit is used to return the rotating speed to the synchronous 
speed by regulating the valve/gate position of the turbine as shown in Fig. 2.4. The 
valve/gate position determines the power output. A droop control is set in the governor. 
The droop is characterised by parameter R, which is defined as the ratio of frequency 
change to change of generator power output as shown in (2.10). This is illustrated by 
Fig. 2.5. 
𝑅 =
∆𝑓
∆𝑃
× 100% =
𝜔𝑁𝐿 − 𝜔𝐹𝐿
𝜔𝑠
× 100% (𝑝𝑢)                         (2.10) 
where 𝜔𝑁𝐿 is the steady-state speed at no load, 𝜔𝐹𝐿 is the steady-state speed at full load 
and 𝜔𝑠 is the rated speed. 
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Fig. 2.5. Droop characteristics of governor [34] 
Therefore, for any deviations of grid frequency, generators change their power output 
according to the droop control. This is referred to as primary frequency control. For any 
increase in demand or loss in generation (causing a drop in frequency), primary 
response service is provided automatically by governors. For any loss in demand or 
increase in generation (causing a rise in frequency), high frequency response service is 
provided automatically by governors.  
A model of primary frequency control was developed in [36], as shown in Fig. 2.6. The 
model consists of the diagrams that are shown in Fig. 2.4. 



Load set-point 

1
1+sTT
1
1+sTG 1+sT2
1+sT1 1
2Heqs+D
∑ 
Δf
1/droop
R
1 Governor Turbine
Transient 
droop 
compensation
ΔPm
ΔPL
Demand change
Inertia and 
frequency 
sensitive loads
 
Fig. 2.6. GB power system primary frequency control model [36] 
As illustrated in Fig. 2.6, when system demand (PL) and power output of generators (Pm) 
are imbalanced, frequency (f) will deviate from its nominal value. The initial rate of 
frequency change is determined by the equivalent inertia of generators (Heq) in the 
power system.  
Different types of generating units have different values of inertia constant. Typical 
inertia constants are listed in Table 2.4 [36]. The equivalent system inertia is calculated 
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as the weighted sum of inertia constants of different types of generation in relation to 
system base [37]. The weight of one type of generation is calculated using (2.11). The 
equivalent system inertia is determined by (2.12). 
TABLE 2.4. Inertia Constant of Different Types of Generators [37] 
Hinterconnector Hcoal plant HCCGT Hnuclear plant Hwind 
0 s 4-5 s 9 s 3 s 0-4 s 
 
𝐻𝑠𝑦𝑠𝑡𝑒𝑚 = 𝐻𝑚𝑎𝑐ℎ𝑖𝑛𝑒 ×
𝑆𝐵,𝑚𝑎𝑐ℎ𝑖𝑛𝑒
𝑆𝐵,𝑠𝑦𝑠𝑡𝑒𝑚
                                         (2.11) 
𝐻𝑒𝑞 = 𝐻1
𝑆𝐵,1
𝑆𝐵,𝑒𝑞
+ 𝐻2
𝑆𝐵,2
𝑆𝐵,𝑒𝑞
+⋯+𝐻𝑛
𝑆𝐵,𝑛
𝑆𝐵,𝑒𝑞
                            (2.12) 
As illustrated by Fig. 2.6, governors use droop control to regulate power output of 
generators in response to frequency deviations. However, taking into account the level 
of system demand, the system operator will schedule generators to operate in one of two 
modes [38] as shown in Fig. 2.7: Frequency Sensitive Mode (FSM) and Limited 
Frequency Sensitive Mode (LFSM). 
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5
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A
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(a) Frequency sensitive mode 
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(b) Limited frequency sensitive mode 
Fig. 2.7. Modes of frequency control operation [38] 
In FSM, generators provide active power change to maintain frequency within the range 
49.5 – 50.5 Hz using droop control as shown in Fig. 2.7(a).  
In LFSM, as shown in Fig. 2.7(b), only high frequency response capability is required 
when frequency rises higher than 50.4 Hz. A 2% reduction in generator power output is 
required for a frequency rise of 0.1 Hz. This is equivalent to a droop of 10% (𝑅 =
(∆𝑓 ∆𝑃⁄ ) × 100% = (
0.1𝐻𝑧
50𝐻𝑧
2%⁄ ) × 100% = 10%). If frequency is within 49.5 – 50.4 
Hz, generators maintain their output unchanged [38]. 
As shown in Fig. 2.8, the original operating point of a generator is O. Following a 
sudden load change (ΔPL), generators provide primary frequency control by changing 
their output to 𝑃𝑜
′. Grid frequency will reach a steady state (𝑓0
′
) which deviates from the 
nominal value (𝑓0). Some generators will then be scheduled to change their power 
output further (to 𝑃𝑜
′′ ) in order to return frequency to its nominal value [39]. This 
process, which changes the load set-point of a generator, is defined as secondary 
frequency control and delivers secondary response service. 
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Fig. 2.8. Change of load set-point after primary and secondary frequency control (modified figure based 
on [39]) 
The Grid Code specifies the minimum frequency response that a generating unit should 
provide as shown in Fig. 2.9 [40]. The percentage of frequency response levels and 
loading levels are defined based on the Registered Capacity (RC) of a generating unit. 
For frequency deviations of up to 0.5 Hz from 50 Hz, generating units at different 
loading levels are required to provide frequency response of at least the levels indicated 
by the lines ‘Minimum Primary/Secondary Response’ and ‘Minimum High Frequency 
Response’ (Fig. 2.9). Generating units operating at 95% - 100% of their registered 
capacity should provide some response in accordance with the dotted lines ‘Plant 
Dependent Primary/Secondary Response’ and ‘Plant Dependent High Frequency 
Response’ (Fig. 2.9).   
CHAPTER 2 
 
23 
 
50
12
10
8
6
4
2
0
-2
-4
-6
-12
-8
-10
Loading(% on RC)
DMOL
MG
P
ri
m
a
ry
/S
ec
o
n
d
a
ry
/H
ig
h
 F
re
q
u
en
cy
 R
es
p
o
n
se
 L
ev
el
s 
(%
 o
n
 R
C
)
70 80 9075 85 95 100
Dynamic 
Operating 
Zone
6055 65
DMOL: Designed Minimum Operating Level
MG: Minimum Generation
RC: Registered Capacity
Minimum Primary/Secondary Response
Minimum High Frequency Response
Plant Dependent Primary/Secondary Response
Plant Dependent High Frequency Response
 
Fig. 2.9. Minimum frequency response requirement profile for a 0.5 Hz frequency deviation from 50 Hz 
required by the Grid Code [40] 
In summary, even though it is costly and inefficient to operate part loaded, fossil fuel 
generators, frequency control in the present power system still relies on these generators 
to maintain grid frequency within its steady-state limits. 
2.3.2 Frequency control of wind turbines 
Integration of renewable energy resources through power electronics will lead to a 
reduction of system inertia and may cause unacceptable excursions of grid frequency. 
To address this issue, research has been carried out to obtain synthetic inertia response 
from both fixed speed and variable speed wind turbines. 
Fixed speed wind turbine (FSWT) operates with a squirrel cage induction generator. 
The stator of the generator is directly connected to the grid. Therefore, the stator field 
rotates at the grid frequency (𝜔𝑠). The difference of the rotor speed (𝜔𝑟) and 𝜔𝑠  is 
referred to as the slip s which is given in (2.12) [41]. When frequency falls, s increases. 
Electromagnetic torque of the generator increases proportionally with s [42]. Hence, the 
output power of the wind turbine increases.  
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𝑠 =
𝜔𝑠−𝜔𝑟
𝜔𝑠
     (2.12) 
Variable speed wind turbines (VSWTs) are more widely used than FSWTs because they 
offer efficient power generation over a wide range of wind speeds and are able to 
regulate power factor [42].  
A VSWT can be a Full Rated Converter-based (FRC) using a synchronous or induction 
generator or a Doubly Fed Induction Generator (DFIG) [41]. For example, the stator of 
an FRC synchronous generator is connected to the grid through converters which 
decouples the stator rotating speed from the grid frequency. Therefore, unlike 
conventional synchronous generators, no inertial response is provided automatically 
when grid frequency changes. As a result, if a VSWT replaces conventional power 
generation, the system inertia will be reduced. 
Frequency support from VSWT was discussed in [37], [41]-[45]. Supplementary 
controllers were added to extract the kinetic energy from the turbine and even the 
energy stored in the DC link capacitor as shown in Fig. 2.10 [42]. The use of such 
supplementary controllers enables a VSWT to provide synthetic inertia of 
approximately 4 s. 
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Fig. 2.10. Supplementary controller for inertial response from VSWT [42] 
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2.4 Demand-side integration 
As described in Section 2.3, generation can be regulated in order to meet demand and 
hence maintain grid frequency at 50 Hz.  However, demand is also able to play an active 
role.  
2.4.1 What is demand-side integration? 
According to [46], Demand-Side Integration (DSI) is a set of measures that uses loads, 
local generation and storage in order to support network operations and also to enhance 
the quality of power supply. It includes activities that encourage customers to change 
the patterns of their electricity consumption. It also includes mechanisms that manage 
demand in response to supply conditions. 
Firstly, to change patterns of electricity consumption, DSI is able to provide services 
such as peak clipping, valley filling and load shifting. Peak clipping reduces power 
consumption of loads during periods of peak demand. Valley filling increases demand 
during off-peak periods through the use of energy storage. Load shifting moves loads 
from peak demand periods to off-peak periods using appliances that operate with duty 
cycles such as washing machines [47]. Total energy consumption of loads is not 
affected. 
DSI may be implemented through price-based schemes which change patterns of 
electricity use. These schemes include time of use tariff (ToU), real-time pricing (RTP) 
and critical peak pricing (CPP). A ToU tariff indicates that for different time blocks, a 
different unit price is used. For example in the UK, with the ‘Economy 7’ tariff, 
electricity is cheaper at night than during the day [48]. RTP means that the price of 
electricity fluctuates with time to reflect changes of the wholesale electricity price [46]. 
CPP is a combination of ToU and RTP with its basic structure similar to that of ToU. 
The normal peak price is replaced by a much higher CPP price if the supply price is 
high or if the system frequency or voltage is outside the operational limits [46]. Hence, 
if use patterns of customers are changed as a result of these price-based schemes, it is 
expected that the difference in demand between the peak demand period and off-peak 
demand period will be reduced. In addition, due to the shift of demand from peak to off-
peak period, customers may benefit from reduced electricity bills. For example, ref [49] 
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developed a control algorithm on domestic appliances in response to the RTP tariff so 
that the cost of running smart appliances was minimised. 
DSI also helps to manage demand in response to drop of frequency when system 
emergencies occur. An example of this is load shedding. As discussed in Section 2.2, if 
frequency drops to below 49.7 Hz, some contracted large loads, such as steelworks, will 
be switched OFF. If frequency continues to drop to 48.8 Hz, loads on public distribution 
networks will be shed in stages so as to avoid shutdown of the entire power system. 
2.4.2 Benefits of demand-side integration 
Previous research has investigated the benefits of demand-side integration. These 
benefits can be summarised into technical benefits, economic benefits and 
environmental benefits. 
A. Technical benefits for network operation 
A1: DSI reduces demand during peak demand periods by peak clipping and load 
shifting. This reduces the required generation at peak demand periods. 
A2: flexibility in power consumption of demand is able to react to variances in 
power generation from renewable energy sources. For example, flexible demand 
can be controlled to use the excess wind generation [50]. Hence, wind 
curtailment is reduced. 
A3: DSI helps reduce the impact of congestion in the power system. With the 
increasing connection of new demand, such as electric vehicles, present network 
capacity becomes insufficient. This may cause congestion in the power system 
especially during peak demand periods. As a result, network reinforcement or 
expansion is required.  
As discussed in the project Customer Led Network Revolution (CLNR) [51], 
reinforcement of the transmission network can be deferred if DSI contributes to 
decreasing national or regional network congestion. Reinforcement of the 
distribution network is also deferred as demand can be shifted to off-peak time 
or to times when distributed generation such as PV is generating power. 
The project ‘Capacity to Customers (C2C)’ [52] is trying to find a method to 
defer network reinforcement through DSI. The present network, as shown in Fig. 
2.11(a), uses only half of the circuit capacity. The spare capacity of the circuits 
is used to improve the reliability of supply to loads. As proposed by the C2C 
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project, Electricity North West Limited (ENWL) offers contracts to customers 
who are willing to participate in a DSI scheme in which their supply will not be 
restored for a fixed period (e.g. 8 hours) after a fault, as pre-agreed in the 
contract [53]. Then the Normal Open Point (NOP) of the network is closed as 
shown in Fig. 2.11(b) in order to take up the spare capacity and connect more 
loads [54]. When a fault occurs on one of lines, supply to all customers on the 
faulted circuit will be interrupted. Supply to the majority of customers will be 
restored within minutes. The manageable demand may not be restored before the 
end of the pre-agreed period. Therefore, DSI can reduce the network congestion 
that results from the connection of new demand. 
NOP
NCP NCP
NCP
NCP NCP
3 MVA4 MVA 3 MVA4 MVA
(C2C manageable load)
3 MVA 4 MVA
(a) Present network (b) C2C network
4 MVA 3 MVA 7 MVA 7 MVA
Circuit capacity: 7 MVA Circuit capacity: 7 MVA
 
Fig. 2.11. Present network and C2C network [54] 
Furthermore, response from DSI is geographically distributed across the country. 
This also contributes to the reduction of congestion on transmission and 
distribution networks [55].  
A4: demand is able to provide frequency response or reserve services in the 
power system. When grid frequency drops, demand can be interrupted within 2 s 
as required by the Frequency Control by Demand Management (FCDM) service. 
The spinning reserve capacity of part loaded generators for frequency control is 
therefore reduced. Demand also provides reserve such as the Short-Term 
Operating Reserve (STOR) service [56].  
 
B. Economic benefits for network investment 
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The technical benefits that are listed above will offer economic benefits as 
follows. 
B1: peak demand is usually supplied by expensive power plants such as the 
Open Cycle Gas Turbine units [55]. The reduction in peak demand by DSI helps 
reduce the overall cost of generating electricity during that period. 
B2: successful integration of renewable energy sources requires both spinning 
and standing reserve to be available so as to allow the system to cope with their 
intermittent power generation. This leads to increased operating costs. If DSI is 
able to replace some reserve capacity, operating costs of the power system will 
be reduced [57]. 
B3: DSI defers network reinforcement, which reduces the significant cost of 
investment in new capacity and also reduces customer bills. An Ofgem 
consultation document presented in 2009 estimates that investment in the entire 
UK network between 2009 and 2025 will amount to £53.4 billion [12].  
B4: balancing services provided by DSI can reduce the spinning reserve capacity 
of frequency-sensitive generation. These generators are part-loaded, which is 
inefficient and gives rise to high fuel costs [55]. It is estimated by National Grid 
that, by the year 2020, the additional cost of retaining more reserve without 
contributions from DSI is expected to increase by £55 million from the level of 
the year 2009 [22].  
 
C. Environmental benefits  
C1: GHG emissions will be reduced as DSI facilitates penetration of renewable 
energy resources. The capacity of conventional generation which burns coal or 
oil will be reduced.  
C2: DSI is able to replace the spinning reserve capacity of frequency-sensitive 
generators which emits GHG.  
C3: DSI is able to reduce peak demand and network congestions. This facilitates 
the increasing connection of electric vehicles and therefore reduces GHG 
emissions from the transport sector. 
2.4.3 Potential provision of response from demand 
The domestic sector represents the single largest consumer of electricity in the GB 
power system, as shown in Fig. 2.12. The potential demand response from the domestic 
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sector is therefore significant. Table 2.5 lists the domestic loads that may have demand 
response functions. 
 
Fig. 2.12. Electricity demand of GB power system by sectors in 2012 [58] 
TABLE 2.5. Demand Response Functions of Domestic Loads [39] 
Appliances Demand response functions 
Refrigerators -Delay defrost process 
-Modify running time at power system peak 
-Energy saving via change of temperature set-points 
Wet appliances  
(i.e. dish washers and washing 
machine) 
-Delay wash and dry 
-Modify cycling time 
-Energy saving washing cycles 
Cooker -Cook with reduced power 
Water heater -Reduce power at power system peak 
 
The use of industrial demand for demand response is well established in the GB power 
system. Industrial loads such as steelworks and cement works [59] are able to provide 
frequency response service through FCDM as discussed in Section 2.2.1. 
According to [60], demand response during peak periods from other non-domestic 
sectors, including commercial and public, can also be expected as shown in Table 2.6. 
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TABLE 2.6. Potential Demand Response from Other Non-domestic Sectors [60] 
Commercial or public 
sector 
Estimated load flexibility during peak hour of winter 
week day (GW) 
Retail 0.4 
Education 0.2 
Commercial offices 0.1 
Others 0.6 
Total 1.2 
 
According to an estimate by National Grid, a total of 2 GW of demand response could 
be feasible during peak hours by 2020 [8]. The contribution from different load types is 
given in Table 2.7. It is mentioned in [8] that the National Grid estimate was a little 
lower than other similar estimates as efficiency savings of future appliances was taken 
into consideration. 
TABLE 2.7. Potential Provision of Response from Demand Estimated in 2011 [8] 
Load type Potential amount of services (MW) 
Commercial loads (e.g. Air conditioning) 840 
Industrial refrigeration 260 
Domestic wet and refrigeration appliances 200 
Heat pumps 570 
Electric vehicles 100 
Total 1970 
 
2.5 Use of demand for frequency control 
Demand is an efficient means to provide frequency control in a power system. At 
present, large industrial loads [59] that are under contract with National Grid are able to 
offer frequency response services through FCDM as discussed in Section 2.2.1. 
However, such load shedding is activated only for severe drops in frequency and the 
loads require manual reconnection after the recovery of frequency. 
Different control strategies using demand, in particular small-size domestic demand for 
frequency control, have been studied which will be discussed in the following sections. 
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A Smart Grid integrated with a two-way communication network encourages the 
control of power consumption of loads in response to grid frequency in a centralised 
mode. 
In the research reported in this thesis, the control of power consumption of loads in 
response to local measurements of grid frequency was investigated. Use of ICT 
infrastructure is avoided.  
As background to the research that has been carried out, both centralised frequency 
control and local frequency control of demand are summarised below. 
2.5.1 Centralised control of demand 
Centralised control of demand relies on an Information and Communications 
Technology (ICT) infrastructure enabling communications between manipulated 
demand and its upper layer such as an aggregator, DNO or TSO. Four centralised 
control methods are now described. 
The first method is a direct load control scheme for frequency regulation as discussed in 
[61]. Within each control period, appliances predicted their power level and energy 
consumption for the next sample time while sending their present power level and 
energy consumption to the DNO. The DNO created histograms of the capacity of 
available load change using the received information and then sent them to the TSO. 
The TSO summarised the histograms and determined the switching thresholds for each 
appliance based on frequency deviations. These thresholds are then sent to appliances 
via the DNO. An appliance compared its predicted power level and energy consumption 
with the received threshold and then switched ON/OFF accordingly. However, the 
control required a considerable amount of communications between appliances, the 
DNO and the TSO. The communication is required to be relatively fast so as to ensure 
that control actions are triggered promptly once a frequency deviation is detected.  
The second method in ref. [62] and the third method in ref. [63] proposed load control 
algorithms used for non-critical loads in a Micro Grid (MG) in order to regulate 
frequency.  
The load control algorithm proposed by [62] measured grid frequency at the point of 
common coupling of a MG. When frequency deviated out of its steady-state limits, the 
percentage of loads to be switched in order to reduce the frequency deviation was 
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calculated. When frequency recovered, interrupted loads started to be reconnected by 5% 
for each time-step. The latency of communication between the control centre and non-
critical loads was simulated. The control remained stable with latency up to 300 ms.  
In [63], a Micro Grid Central Controller (MGCC) communicated with the Intelligent 
Load Management Controller (ILMC) of each non-critical load in order to use the loads 
for frequency control. The ILMC sent a record of lost energy (E) caused by previous 
shedding of a load and power consumption (P) of a load to the MGCC. The MGCC then 
determined the highest P and E and the lowest P and E amongst loads, and sent the 
values back to each ILMC.  
The loads to be shed first were selected by identifying those with the lowest E and, from 
that group, those with the highest P.  
 Identification of the lowest E ensures equity of switching amongst loads because, 
if a load has been shed for a long period, it is therefore less likely to be shed 
again.  
 Identification of the highest P ensures that load shedding starts with the load 
with the largest power consumption. This reduces the number of loads to be 
interrupted.  
 
The ILMC then worked out at which frequency a load was shed or reconnected. By 
taking into account previous lost energy and power consumption of loads, the load 
control minimised the impact of frequency control on the performance of loads.  
The fourth method is another form of centralised control of demand. It was the use of 
time-flexible loads to assist or even replace spinning reserves. This was first published 
by [64] in 1980. For such demand, it is not critical when electrical energy is consumed 
[65]. Hence, its power consumption is able to be time-shifted without noticeable 
impacts on load owners. Therefore, time-flexible demand is considered to be an 
appropriate choice for grid frequency control. 
Thermal loads are considered time-flexible and appropriate for frequency control. Their 
power consumption can be shifted in time as long as their temperature constraints are 
satisfied. Water heaters and Heating Ventilation and Air Conditioning (HVAC) loads 
were investigated to provide regulating services using a direct load control as discussed 
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in [66]-[67]. Power consumption of these thermal loads was controlled to follow the 
regulation signals sent by the system operator. 
Another form of centralised control of thermal household appliances was described in 
[68]-[69]. The control enabled a large group of loads to act as distributed energy storage. 
By defining a droop characteristic according to frequency deviations, the central 
controller specified the amount of active power reserve required from demand. Ref [68] 
coordinated a large group of loads in order to track the active power reserve by their 
aggregated power consumption. The individual temperature limitations of loads were 
not breached. Ref [69] constructed a portfolio of loads for a load aggregator. Before 
each delivery period, loads sent their state information (such as the temperature status) 
to the aggregator. An optimisation problem to minimise the cost of an aggregator 
delivering a certain volume of primary frequency reserve was also formulated. After 
solving the optimisation problem, the aggregator sent activation commands to loads. 
2.5.2 Local control of demand 
The centralised frequency control from demand requires communications between large 
numbers of units. Communication latency makes it difficult to achieve a second-by-
second management of grid frequency. Furthermore, the complexity and cost of ICT 
infrastructures are significant hurdles. Therefore, local control was developed in order 
for demand to respond to locally measured frequency deviations.  
One method of local load control to regulate grid frequency was presented in [16], [70]-
[72]. When frequency dropped to lower than a pre-defined set-point, a load was 
switched OFF and the time stamp was recorded. A random time lag was given to each 
load before they were reconnected. This avoided the simultaneous reconnections of 
loads. It was shown that the aggregated behaviour of these loads was able to provide 
frequency control. However in [16], smart meters were used to read grid frequency and 
to execute the load control. In [70]-[72], a frequency sensor was connected to the wall 
outlet of a load for measurement of grid frequency [70]. The load control algorithm was 
integrated to the load. 
Another method of local frequency control of demand was Dynamic Demand 
Technology (DDT), which is mainly used for thermal loads at present. For these loads, 
their inherent control is to compare their present temperature with temperature set-
points and then determine their ON/OFF state and power consumption. DDT controlled  
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Fig. 2.13. Normal temperature control and frequency control of a refrigerator [73] 
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the temperature set-points of a load to vary in line with frequency deviations [73]-[78]. 
This is illustrated by Fig. 2.13, in which a refrigerator is controlled in order to respond 
to frequency deviations [73].  
Normal temperature control of a refrigerator is depicted in Fig. 2.13(a). The refrigerator 
has a low temperature set-point of 4 ºC, below which it will be switched OFF. The 
refrigerator has a high temperature set-point of 5 ºC, above which it will be switched 
ON.  
Frequency control of a refrigerator is shown in Fig. 2.13(b). Temperature set-points of a 
refrigerator are controlled to vary with frequency. When the frequency is 50 Hz, 
temperature set-points are the same as those shown in Fig. 2.13(a). When the frequency 
drops to 49.9 Hz, low and high temperature set-points change to 4.5 ºC and 5.5 ºC 
respectively. The refrigerator will be switched OFF when the temperature drops to 4.5 
ºC rather than to 4 ºC. Alternatively, when frequency rises to 50.1 Hz, low and high 
temperature set-points change to 3.5 ºC and 4.5 ºC respectively. The refrigerator is 
switched ON when the temperature rises to 4.5 ºC rather than to 5 ºC.  
The collective behaviour of a number of refrigerators with such frequency control is 
illustrated in Fig. 2.14 [75], where 10 units were assumed to be in an ON state, 6 units 
were assumed to be in an OFF state and the frequency was at 50 Hz in Fig. 2.14(a). If 
the frequency drops as shown in Fig. 2.14(b), temperature set-points increase. Hence, 
the number of refrigerators in an ON state was reduced to 7.  
ON unit OFF unit
Total demand: 10 On-state units Total demand’: 7 On-state units
Grid frequency = 50 Hz Grid frequency’ < 50 Hz
High temperature set-point: Thigh
Low temperature set-point: Tlow
Thigh
Tlow
T’high
T’low
T
em
p
er
at
u
re
(a) Frequency at 50 Hz (b) Frequency lower than 50 Hz
Fig. 2.14. Collective behaviour of refrigerators with control of temperature set-points by frequency 
(Modified figure based on [75]) 
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An aggregated model of 1,000 refrigerators was developed and connected to a power 
system model in [73]. Simulation results showed that the control offered by refrigerators 
reduced the drop of frequency. However, it is proposed in [73] that the control may 
cause refrigerators to be synchronised in temperature states following a severe 
frequency incident. This will lead to another frequency drop as refrigerators are 
reconnected to the grid simultaneously.  
DDT was also applied to dishwashers in [79]. The switching frequency of a dishwasher 
was set to be inversely proportional to its internal temperature. The length of time 
before a dishwasher was reconnected was also inversely proportional to its internal 
temperature. Simulation results showed that an aggregated number of dishwashers was 
able to change load in response to deviations of frequency. 
Therefore, localised control is feasible for frequency regulations by demand. It avoids 
the need for ICT infrastructure and provides fast response to frequency deviations by 
switching ON/OFF loads within seconds. Furthermore, DDT considers temperature 
status of a load to determine when a load is switched ON/OFF in response to frequency. 
As a result, the impact of frequency control on the performance of loads is minimised. 
The potential and benefits of DDT are now examined more closely in the following 
Section 2.5.3.  
2.5.3 Potential value of dynamic demand technology 
DECC published a document [80] which estimated the potential of Dynamic Demand 
Technology (DDT) in the provision of frequency response services. It was assumed that 
40 million refrigerators were connected in the GB power system. With DDT applied to 
these refrigerators, their maximum frequency response was estimated to be between 728 
to 1,174 MW. Furthermore, the report suggested that these refrigerators will be able 
partially to replace the spinning reserve capacity of part loaded, fossil-fuel generation, 
resulting in a reduction of fuel costs of £28.8m - £222m per annual and a total CO2 
saving of 0.68 – 1.74 Mton per annum.  
Benefits of the use of demand to participate in Firm Frequency Response (FFR) service 
through DDT were compared with the use of demand to participate in the Frequency 
Control by Demand Management (FCDM) service as shown in Table 2.8 [81]. DDT 
allows demand to provide response to bi-directional frequency deviations without 
CHAPTER 2 
 
37 
 
undermining operational parameters of loads. An FFR service provider has greater 
revenue than an FCDM service provider. Hence, for a service provider, it is more 
beneficial to use demand for the FFR service than to use it for the FCDM service. 
TABLE 2.8. Comparison of the Use of Demand to Participate in FFR Service through DDT with the Use 
of Demand for FCDM Service [81] 
Key factors 
Demand use DDT for 
dynamic frequency 
response (FFR
1
) 
Demand for FCDM
2
 
Revenue for frequency 
drop (£/MW/Year) 
45,000 15,000 – 25,000 
Revenue for frequency 
rise (£/MW/Year) 
55,000 No 
Keep assets within 
operational parameters 
Yes No 
FFR
1
: Firm Frequency Response  
FCDM
2
: Frequency Control by Demand Management  
 
Therefore, DDT is an effective means of frequency control in the power system. It 
contributes to system operations and meanwhile provides significant benefits to service 
participants. 
2.6 Conclusion 
The review of literature indicates that the present GB power system mainly relies on the 
frequency control capabilities of frequency-sensitive generators to provide frequency 
response services. However, these part loaded, fossil fuel generators make the power 
system less efficient and cause GHG emissions. Demand-side integration allows 
demand to play an active role in the future power system. Frequency control from 
demand reduces the reliance on frequency-sensitive generators. Centralised frequency 
control from demand is able to regulate grid frequency but it requires a well-established 
ICT infrastructure. Therefore, local frequency control from demand is potentially more 
attractive. In the following chapters, DDT is used for domestic refrigerators and 
industrial bitumen tanks to provide grid frequency control locally. This frequency 
control does not undermine the inherent temperature control of loads. It is fully 
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automatic and invisible to users. The feasibility of the participation of these loads in 
frequency response services is presented. 
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Chapter 3 Domestic Refrigerators for Frequency Control 
 
 
 
Domestic Refrigerators for 
Frequency Control 
 
 
This chapter investigates the use of domestic refrigerators for grid frequency control. A 
thermodynamic model of a refrigerator is developed and calibrated using data from tests 
on a number of refrigerators. An aggregated model of a population of refrigerators with 
diversified individual thermal behaviour is also developed. An autonomous and 
decentralised frequency controller is developed enabling refrigerators to change their 
power consumption in proportion to deviations of grid frequency. The frequency control 
will not interfere with refrigerators’ primary function of cold storage. The aggregated 
model of refrigerators equipped with frequency control is then connected to a simplified 
GB power system model. Simulation results show that refrigerators help reduce 
frequency deviations in a way similar to that of frequency-sensitive generators. 
Refrigerators provide a faster response to frequency deviations than frequency-sensitive 
generators. 
 
 
  
CHAPTER 3 
 
40 
 
3.1 Introduction 
The domestic sector accounts for a significant proportion of the total electrical energy 
consumption in the UK. In year 2012, domestic electrical energy consumption was 
114,698 GWh, which was 36.1% of the total consumption in that year [82]. Hence, 
there is significant potential for the domestic sector to be utilised for demand response 
in the power system. 
Domestic refrigerators were studied for the provision of frequency control in the power 
system. A domestic refrigerator is able to be connected to the grid at all times and 
consumes electricity with an ON/OFF cycle. It is available for frequency control 
because its power consumption is time-flexible. Power consumption of a refrigerator is 
able to be shifted in response to frequency deviations with little disruption to its cold 
storage performance.  
In the GB power system, there are approximately 40 million domestic refrigerators [83] 
connected to the grid. Their average load as estimated in [84] for the year 2030 will be 
approximately 1,300 MW in summer and 1,000 MW in winter. 
A diagram of a refrigerator is shown in Fig. 3.1. The cavity is the place for cold storage 
of food. It has thermal contact with the room. Heat is therefore transferred from the 
room to the cavity through the thermal contact. This leads to a temperature rise inside 
the cavity. The temperature of the cavity controls the ON/OFF state of the compressor. 
If the temperature rises higher than its high set-point Thigh, the compressor is switched 
ON and starts cooling the cavity. If the temperature is lower than its low set-point Tlow, 
the compressor is switched OFF.  
When the compressor is switched ON, the refrigeration cycle starts and causes the 
refrigerant material inside the pipe to flow. During the flow of refrigerant, the 
evaporator absorbs heat from the cavity through the thermal contact between the 
evaporator and the cavity. Heat is then dissipated to the outside through the condenser. 
The temperature inside the refrigerator drops. 
The operating principle of the cooler and freezer of a refrigerator is similar. In this study, 
it was assumed that the cooler and the freezer work independently. They were modelled 
using the same mechanism but were different in their temperature set-points. 
Refrigerator is the term used in this thesis to mean either a cooler or a freezer. 
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Fig. 3.1. Diagram of a refrigerator and its refrigeration cycle (modified figure based on [85]) 
3.2 Model of refrigerators 
3.2.1 Thermodynamic model of refrigerators 
To reflect the temperature variation of a refrigerator, a thermodynamic model was 
developed.  
As depicted in Fig. 3.1, the evaporator absorbs heat from the cavity. The rate of heat 
absorbed [86] 𝑃𝑎𝑏𝑠𝑜𝑟𝑏
𝐸𝑣  (W) is: 
𝑃𝑎𝑏𝑠𝑜𝑟𝑏
𝐸𝑣 (𝑡) = 𝑈𝐶𝑎𝐸𝑣𝐴𝐶𝑎𝐸𝑣(𝑇𝐶𝑎(𝑡) − 𝑇𝐸𝑣(𝑡))                           (3.1) 
where Ca represents the cavity, Ev represents the evaporator and 
CaEv
 represents the 
thermal contact between cavity and evaporator. U
CaEv
 (Wm
2
K
1
) is the heat transfer 
coefficient of the thermal contact, A
CaEv
 (m
2
) is the area of the thermal contact, TCa (K) 
is the cavity temperature and TEv (K) is the evaporator temperature. 
Heat in the evaporator is released by the work done by the compressor. The rate of heat 
released 𝑃𝑟𝑒𝑙𝑒𝑎𝑠𝑒
𝐸𝑣  (W) is: 
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𝑃𝑟𝑒𝑙𝑒𝑎𝑠𝑒
𝐸𝑣 (𝑡) = 𝑃𝑟𝑠𝑐(𝑡)                                                       (3.2) 
where Pr (W) is power consumption of the compressor and sc is the compressor state. sc 
is 1 if it is ON and sc is 0 if it is OFF. sc is determined by the comparison of TCa with its 
temperature set-points Thigh and Tlow: 
𝑠𝑐(𝑡) = {
1, 𝑖𝑓 𝑇𝐶𝑎(𝑡) > 𝑇ℎ𝑖𝑔ℎ
0, 𝑖𝑓 𝑇𝐶𝑎(𝑡) < 𝑇𝑙𝑜𝑤
                                                (3.3) 
Therefore, the net rate of heat transfer in the evaporator 𝑃𝑛𝑒𝑡
𝐸𝑣  (W) is:  
𝑃𝑛𝑒𝑡
𝐸𝑣 (𝑡) = 𝑃𝑎𝑏𝑠𝑜𝑟𝑏
𝐸𝑣 (𝑡) − 𝑃𝑟𝑒𝑙𝑒𝑎𝑠𝑒
𝐸𝑣 (𝑡)                                           (3.4) 
The net rate of heat transfer causes variation of TEv. The relationship between the net 
rate of heat transfer and variation of TEv [87] is:  
𝑃𝑛𝑒𝑡
𝐸𝑣 (𝑡) = 𝑐𝑣
𝐸𝑣𝑚𝐸𝑣
𝑑𝑇𝐸𝑣(𝑡)
𝑑𝑡
                                           (3.5) 
where cv (Jkg
1
K
1
) is the specific heat capacity and m (kg) is the mass of the evaporator. 
By combining (3.1)-(3.5), a first order differential equation of TEv was obtained: 
𝑑𝑇𝐸𝑣(𝑡)
𝑑𝑡
=
𝑈𝐶𝑎𝐸𝑣𝐴𝐶𝑎𝐸𝑣
𝑐𝑣
𝐸𝑣𝑚𝐸𝑣
(𝑇𝐶𝑎(𝑡) − 𝑇𝐸𝑣(𝑡)) −
𝑃𝑟𝑠𝑐(𝑡)
𝑐𝑣
𝐸𝑣𝑚𝐸𝑣
              (3.6) 
For the cavity, a similar analysis was carried out. The cavity has heat absorbed from the 
ambient room. The rate of heat absorbed 𝑃𝑎𝑏𝑠𝑜𝑟𝑏
𝐶𝑎  (W) is: 
𝑃𝑎𝑏𝑠𝑜𝑟𝑏
𝐶𝑎 (𝑡) = 𝑈𝐶𝑎𝐴𝑚𝑏𝐴𝐶𝑎𝐴𝑚𝑏(𝑇𝐴𝑚𝑏 − 𝑇𝐶𝑎(𝑡))                      (3.7) 
where Amb represents the ambient room and 
CaAmb
 represents thermal contact between the 
cavity and the ambient room. U
CaAmb
 (Wm
2
K
1
) is the heat transfer coefficient of the 
thermal contact, A
CaAmb
 (m
2
) is the area of the thermal contact and TAmb (K) is the 
ambient room temperature. 
Heat in the cavity is released to the evaporator. The rate of heat released 𝑃𝑟𝑒𝑙𝑒𝑎𝑠𝑒
𝐶𝑎  (W) is: 
𝑃𝑟𝑒𝑙𝑒𝑎𝑠𝑒
𝐶𝑎 (𝑡) = 𝑈𝐶𝑎𝐸𝑣𝐴𝐶𝑎𝐸𝑣(𝑇𝐶𝑎(𝑡) − 𝑇𝐸𝑣(𝑡))                    (3.8) 
Therefore, the net rate of heat transfer in the cavity 𝑃𝑛𝑒𝑡
𝐶𝑎  (W) is: 
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𝑃𝑛𝑒𝑡
𝐶𝑎 (𝑡) = 𝑃𝑎𝑏𝑠𝑜𝑟𝑏
𝐶𝑎 (𝑡) − 𝑃𝑟𝑒𝑙𝑒𝑎𝑠𝑒
𝐶𝑎 (𝑡)                                       (3.9) 
The net rate of heat transfer causes the variation of TCa. The relationship is given by: 
𝑃𝑛𝑒𝑡
𝐶𝑎 (𝑡) = 𝑐𝑣
𝐶𝑎𝑚𝐶𝑎
𝑑𝑇𝐶𝑎(𝑇)
𝑑𝑡
                                     (3.10) 
By combining (3.7)-(3.10), a first order differential equation of TCa was obtained: 
𝑑𝑇𝐶𝑎(𝑡)
𝑑𝑡
=
𝑈𝐶𝑎𝐴𝑚𝑏𝐴𝐶𝑎𝐴𝑚𝑏
𝑐𝑣
𝐶𝑎𝑚𝐶𝑎
(𝑇𝐴𝑚𝑏 − 𝑇𝐶𝑎(𝑡)) −
𝑈𝐶𝑎𝐸𝑣𝐴𝐶𝑎𝐸𝑣
𝑐𝑣
𝐶𝑎𝑚𝐶𝑎
(𝑇𝐶𝑎(𝑡) − 𝑇𝐸𝑣(𝑡))     (3.11) 
A thermodynamic model of a refrigerator is developed in DIgSILENT PowerFactory by 
solving the differential equations (3.6) and (3.11). 
3.2.2 Calibration of the model using test data 
For a refrigerator, physical parameters such as U, A, cv and m are known. The 
parameters used in the model were provided by Open Energi. The company obtained the 
parameters through tests on refrigerators at the premises of Indesit
1
 at an ambient 
temperature of around 22 ºC. Table 3.1 shows the parameters of a cooler. The 
temperature and compressor state of the model were compared with real measurements 
as shown in Fig. 3.2. 
TABLE 3.1. Parameters of the Cooler Model Calibrated at an Ambient Temperature 22 ºC. 
m
Ev
 
(kg) 
m
Ca
 
(kg) 
A
CaEv
 
(m2) 
A
CaAmb
 
(m2) 
U
CaEv
 
(Wm2K1) 
𝑐𝑣
𝐸𝑣 
(Jkg1K1) 
U
CaAmb
 
(Wm2K1) 
𝑐𝑣
𝐶𝑎 
(Jkg1K1) 
Pr 
(W) 
Thigh 
(ºC) 
Tlow 
(ºC) 
0.5 1.0 0.81 3.24 1.2 3436 0.2 12196 50 8.5 7.5 
 
                                                 
1
 Indesit is a company in Italy whose legal name is ‘Indesit Company SpA’ 
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The difference between the model and the real measurements in Fig. 3.2 was caused by 
the varying ambient temperature. The model assumed a constant ambient temperature of 
22 ºC while, during the real measurements over approximately 8 hours, the ambient 
temperature varied constantly. The influence of ambient temperature on the 
thermodynamics of refrigerators is further discussed in Appendix I. Simulation results 
show that ambient temperature has significant impact on the temperature variations and 
ON/OFF cycle of a refrigerator. 
Similarly, the parameters of a freezer provided by Open Energi are shown in Table 3.2.  
TABLE 3.2. Parameters of the Freezer Model Calibrated at an Ambient Temperature 22 ºC. 
m
Ev
 
(kg) 
m
Ca
 
(kg) 
A
CaEv
 
(m2) 
A
CaAmb
 
(m2) 
U
CaEv
 
(Wm2K1) 
𝑐𝑣
𝐸𝑣 
(Jkg1K1)  
U
CaAmb
 
(Wm2K1) 
𝑐𝑣
𝐶𝑎 
(Jkg1K1)  
Pr 
(W) 
Thigh 
(ºC) 
Tlow 
(ºC) 
0.5 1 0.81 3.24 0.9 3779 0.2 9147 50 -15 -16 
 
3.2.3 Aggregated model of a population of refrigerators 
An aggregated model of a population of refrigerators was also developed. Diversity 
amongst refrigerators was considered. This diversity refers to the differences in the 
physical parameters such as the size of refrigerators and mass of food stored. 
The four physical parameter terms,  
𝑈𝐶𝑎𝐸𝑣𝐴𝐶𝑎𝐸𝑣
𝑐𝑣
𝐸𝑣𝑚𝐸𝑣
, 
𝑃𝑟
𝑐𝑣
𝐸𝑣𝑚𝐸𝑣
, 
𝑈𝐶𝑎𝐸𝑣𝐴𝐶𝑎𝐸𝑣
𝑐𝑣
𝐶𝑎𝑚𝐶𝑎
, 
𝑈𝐶𝑎𝐴𝑚𝑏𝐴𝐶𝑎𝐴𝑚𝑏
𝑐𝑣
𝐶𝑎𝑚𝐶𝑎
 , 
shown in equations (3.6) and (3.11), indicates the refrigerator size and mass of food 
stored and were obtained from Table 3.1 and Table 3.2 for one refrigerator. For a 
population of refrigerators, each of the four physical parameter terms of a refrigerator 
was multiplied by a random number r. For each individual refrigerator, r was selected 
uniformly in the range calculated in (3.12).  
𝑟~ Uniform([1 − 𝑑𝑖𝑣], [1 + 𝑑𝑖𝑣]), 𝑑𝑖𝑣 ∈ [0,1]                                (3.12) 
where div is defined as a diversity factor which indicates the difference amongst 
refrigerators. div is in the range between 0 and 1. Table 3.3 gives the range of r values 
corresponding to each div value. 
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TABLE 3.3. Diversity in the Refrigerators 
div r 
0 
0.1 
0.2 
0.3 
0.4 
0.5 
0.6 
0.7 
0.8 
0.9 
1 
Uniform(1,1) 
Uniform(0.9,1.1) 
Uniform(0.8,1.2) 
Uniform(0.7,1.3) 
Uniform(0.6,1.4) 
Uniform(0.5,1.5) 
Uniform(0.4,1.6) 
Uniform(0.3,1.7) 
Uniform(0.2,1.8) 
Uniform(0.1,1.9) 
Uniform(0,2) 
 If div is 0, r is 1 and each of the four physical terms (
𝑈𝐶𝑎𝐸𝑣𝐴𝐶𝑎𝐸𝑣
𝑐𝑣
𝐸𝑣𝑚𝐸𝑣
, 
𝑃𝑟
𝑐𝑣
𝐸𝑣𝑚𝐸𝑣
, 
𝑈𝐶𝑎𝐸𝑣𝐴𝐶𝑎𝐸𝑣
𝑐𝑣
𝐶𝑎𝑚𝐶𝑎
, 
𝑈𝐶𝑎𝐴𝑚𝑏𝐴𝐶𝑎𝐴𝑚𝑏
𝑐𝑣
𝐶𝑎𝑚𝐶𝑎
) of refrigerators amongst the population is multiplied 
by 1. Therefore, there will be no differences amongst the refrigerators.  
 If div is 0.5, r is distributed uniformly in the range of 0.5 to 1.5. By multiplying 
each of the four terms of a refrigerator by r, the parameters will be ±50% 
different from the parameters shown in Table 3.1 and Table 3.2 over the 
refrigerator population.  
 The refrigerator models are more diversified with a div closer to 1. 
Tests carried out by Open Energi on 100 empty refrigerators determined a div of 0.2. 
This was used for initial simulation studies. However, as described in Section 3.5, 
sensitivity analysis by varying the value of div was carried out. It was determined that a 
higher div value would be more realistic for the modelling of refrigerators in UK homes 
in order to reflect the level of diversity of refrigerator size and amount of food stored. 
3.3 Dynamic control of refrigerators 
The inherent controller of a refrigerator is a temperature controller which controls the 
cavity temperature TCa to be within its set-points (Thigh and Tlow). A decentralised and 
autonomous frequency control for refrigerators was developed enabling refrigerators to 
vary their power consumption with frequency deviations dynamically. Although in real 
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life, a significant proportion of refrigerators have only one compressor that controls 
both the cooler and freezer, in this thesis, the model was simplified and assumed that the 
cooler and freezer work independently as a result of their similarities in 
thermodynamics and operating principles. In addition [88], combined refrigerators with 
two compressors provide separate operation of the fridge and freezer compartment 
while enabling precise temperature settings for refrigeration and freezing. Food is stored 
in optimum conditions while a considerable amount of power is saved. Therefore, each 
fridge and freezer has an independent frequency controller. The frequency controller 
changes the ON/OFF state of refrigerators in response to frequency deviations without 
undermining the cold storage of a refrigerator.  
3.3.1 Temperature control of a refrigerator 
The ON/OFF state of a refrigerator is controlled by comparing TCa with Thigh and Tlow as 
shown in Fig. 3.3.  
If TCa reaches Thigh at A, the refrigerator is switched ON. Then TEv starts dropping 
immediately. However, due to the process of heat transfer through the thermal contact 
between the evaporator and cavity, there is a delay before TCa starts to drop.  
When TCa reaches Tlow at C, the refrigerator is switched OFF. Then TEv starts increasing 
almost immediately. There is a delay before TCa starts to rise. Refrigerator remains OFF 
until TCa again reaches Thigh. 
Time (s)
Cavity temperature TCa (ºC) Thigh
Tlow
Evaporator temperature TEv (ºC)
ON/OFF state
A B
C D
E
F
X Y
 
Fig. 3.3. Temperature control of a refrigerator 
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3.3.2 Grid frequency control of a refrigerator 
A diagram of the frequency control of a refrigerator is shown in Fig. 3.4. The grid 
frequency f is measured and compared with two trigger frequencies FON and FOFF. FON 
is in the range of 50-50.5 Hz and FOFF is in the range of 49.5-50 Hz. The output of the 
frequency control is then determined by continuously comparing f with FON and FOFF.  
 If f is higher than FON, then the output SHF is 1, indicating that the refrigerator 
will be switched ON as a result of a frequency rise.  
 If f is lower than FOFF, then the output SLF is 1, indicating that the refrigerator 
will be switched OFF in response to a frequency drop. 
FON
f
FOFF
err1
0
1
0
1
Frequency Control
err1
err2
err2
SHF
SLF
FON (Hz)
Tlow Thigh
NF
HF
FOFF (Hz)
Tlow Thigh
LF
NF
SHF
SLF
TCa
TCa (°C)
TCa (°C)
Tlow Thigh
-16 ºC -15 ºC
NFHF LF Tlow Thigh
50.5 Hz 50 Hz 49.5 Hz 7.5 ºC 8.5 ºC
for the coolers for the freezers
 
Fig. 3.4. Diagram of the frequency control of a refrigerator 
FON and FOFF are defined to vary with TCa linearly within the band between Tlow and 
Thigh as shown in Fig. 3.4. Therefore, TCa is also an input to the frequency controller. If 
TCa is outside the band between Tlow and Thigh, frequency control will not be triggered 
because it will cause the temperature in the cavity to be too high/low and hence 
undermines the cold storage of a refrigerator. For example, as illustrated in Fig. 3.3, TCa 
is higher than Thigh within the period AB. The refrigerator has switched ON at A. If this 
refrigerator is switched OFF at E in response to a frequency drop, its TCa will rise 
further and may cause the food stored to be spoiled. Similarly, within section CD, the 
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refrigerator will not be switched ON in response to a frequency rise as this will cause 
TCa to drop even further below Tlow. 
In Fig. 3.4, the values of temperature set-points of refrigerators are determined by the 
user. The impact of the differences between temperature set-points are further discussed 
in Appendix II. In this study, quite a small difference between Thigh and Tlow, i.e. 1 ºC 
difference, was used to represent a minimum capability for refrigerators to provide 
frequency response.   
As shown in Fig. 3.4, the linear relationship between FON and TCa and the linear 
relationship between FOFF and TCa are given by (3.13) and (3.14). 
𝐹𝑂𝑁(𝑡) =
𝑁𝐹 − 𝐻𝐹
𝑇ℎ𝑖𝑔ℎ − 𝑇𝑙𝑜𝑤
(𝑇𝐶𝑎(𝑡) − 𝑇𝑙𝑜𝑤) + 𝐻𝐹, 𝑇𝐶𝑎(𝑡) ∈ [𝑇𝑙𝑜𝑤, 𝑇ℎ𝑖𝑔ℎ]        (3.13) 
𝐹𝑂𝐹𝐹(𝑡) =
𝐿𝐹 − 𝑁𝐹
𝑇ℎ𝑖𝑔ℎ − 𝑇𝑙𝑜𝑤
(𝑇𝐶𝑎(𝑡) − 𝑇ℎ𝑖𝑔ℎ) + 𝐿𝐹, 𝑇𝐶𝑎(𝑡) ∈ [𝑇𝑙𝑜𝑤, 𝑇ℎ𝑖𝑔ℎ]      (3.14) 
where HF is the high limit of FON, LF is the low limit of FOFF. HF and LF were set to be 
50.5 Hz and 49.5 Hz which are consistent with the required steady-state limits of grid 
frequency in the GB power system. NF represents the nominal frequency which is 50 
Hz. 
In summary, for one refrigerator, if it is in ON-state with a temperature slightly lower 
than Thigh (Point X in Fig. 3.3), it is less likely to be switched OFF. As the linear 
relationship between FOFF and TCa shown in Fig. 3.4, the refrigerator will be given an 
FOFF close to LF (at 49.5 Hz). Therefore, this refrigerator which is less likely to be 
switched OFF, i.e. at high temperature, will not be switched OFF unless frequency has 
severely dropped to 49.5 Hz. 
If one refrigerator is in OFF-state with a temperature slightly lower than Thigh (point Y 
in Fig. 3.3), according to the linear relationship between FON and TCa, this refrigerator 
will be switched ON if f rises slightly higher than NF (50 Hz shown in Fig. 3.4). 
3.3.3 Coordinated local frequency control of refrigerators 
For a population of refrigerators, at a given time, their TCa are different according to 
their inherent diversity. Therefore, they are given different FON and FOFF as calculated 
by (3.13) and (3.14). As a result, following a deviation in frequency, refrigerators will 
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be triggered in sequence instead of switching ON/OFF simultaneously. The greater the 
deviation of frequency, the higher the number of refrigerators responds to the frequency 
deviation.  
A refrigerator with the highest TCa is given an FON closest to 50 Hz while a refrigerator 
with the lowest TCa is given an FON farthest from 50 Hz as indicated by Fig. 3.4. 
Therefore, following a rise in frequency, refrigerators are switched ON starting from the 
one with the highest TCa.  
Similarly, a refrigerator with the lowest TCa is given an FOFF closest to 50 Hz while a 
refrigerator with the highest TCa is given an FOFF farthest from 50 Hz as shown in Fig. 
3.4. Therefore, following a drop in frequency, refrigerators are switched OFF starting 
from the one with the lowest TCa. 
However, if there is a sudden and severe drop in frequency, a large number of 
refrigerators will be switched OFF almost simultaneously.  
 It is necessary to switch OFF refrigerators with a similar temperature at different 
times and at different frequencies. This will ensure that temperature of 
refrigerators amongst a number of refrigerators maintains to be different. 
 It is also necessary to try to minimise the number of refrigerators that will be re-
connected to the grid at the same time after the refrigerators were switched OFF 
in response to the frequency drop.  
Methods to address the above two concerns are now explained. 
3.3.3.1 To minimise the number of refrigerators with the same TCa to be switched 
simultaneously for frequency response 
In addition to Tlow and Thigh of each refrigerator, a mid-temperature, Tmid, defined by 
(3.15) is also pre-set. As shown in Fig. 3.5(a), the linear relationship between FON and 
TCa are sectioned at Tmid. This is achieved by incorporating a random number, HD, at 
Tmid to calculate FON of a refrigerator at Tmid as shown in (3.16). HD is uniformly 
distributed between 0 and 1 and is randomly assigned to each refrigerator.  
𝑇𝑚𝑖𝑑 = 𝑇𝑙𝑜𝑤 + 0.5 × (𝑇ℎ𝑖𝑔ℎ − 𝑇𝑙𝑜𝑤)                                      (3.15) 
𝐹𝑂𝑁_𝑚𝑖𝑑_𝑛 = 𝑁𝐹 + 𝐻𝐷 × (𝐻𝐹 − 𝑁𝐹), 𝑛 = 1,2, …                       (3.16) 
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where n is the refrigerator ID number (Refrigerator 1, Refrigerator 2 shown in Fig. 
3.5(a)).  
The calculation of FON at Tmid generates the different curves of FON against TCa for 
different refrigerators as depicted by the two-sectional linear relationship shown in Fig. 
3.5(a). The relationship between FON and TCa is written by (3.17).  
𝐹𝑂𝑁(𝑡) =
{
 
 
 
 
𝐹𝑂𝑁𝑚𝑖𝑑 − 𝐻𝐹
𝑇𝑚𝑖𝑑 − 𝑇𝑙𝑜𝑤
(𝑇𝐶𝑎(𝑡) − 𝑇𝑙𝑜𝑤) + 𝐻𝐹,                 𝑇𝐶𝑎(𝑡) < 𝑇𝑚𝑖𝑑
𝑁𝐹 − 𝐹𝑂𝑁𝑚𝑖𝑑
𝑇ℎ𝑖𝑔ℎ − 𝑇𝑚𝑖𝑑
(𝑇𝐶𝑎(𝑡) − 𝑇𝑚𝑖𝑑) + 𝐹𝑂𝑁𝑚𝑖𝑑 , 𝑇𝐶𝑎(𝑡) ≥ 𝑇𝑚𝑖𝑑
          (3.17) 
As HD follows a uniform distribution, it ensures that the linear relationship between 
FON and TCa in Fig. 3.4 is still maintained over the population. For the three refrigerators 
shown in Fig. 3.4(a), if they are with the same TCa, for instance Ti at a given time, their 
FON is different and hence they will be triggered ON for different levels of frequency 
rise. As a result, temperature and the ON/OFF state of refrigerators are more different 
amongst the refrigerator population. 
FON (Hz)
Tlow Thigh
NF
HF
TCa (°C)Tmid
FON_mid_1
FON_mid_2
FON_mid_3
Refrigerator 1
Refrigerator 2
Refrigerator 3
FOFF (Hz)
Tlow Thigh
LF
NF
TCa (°C)Tmid
FOFF_mid_1
FOFF_mid_2
FOFF_mid_3
Refrigerator 1
Refrigerator 2
Refrigerator 3
(a) FON of a population of refrigerators (b) FOFF of a population of refrigerators
NFHF Tlow Thigh
50.5 Hz 50 Hz 7.5 ºC 8.5 ºC
Tlow Thigh
-16 ºC -15 ºC
LF
49.5 Hz
for the coolers for the freezers
Ti
 
Fig. 3.5. Assignment of trigger frequencies for a population of refrigerators 
Similarly as shown in Fig. 3.5(b), FOFF at Tmid is written by: 
𝐹𝑂𝐹𝐹_𝑚𝑖𝑑_𝑛 = 𝐿𝐹 + 𝐿𝐷 × (𝑁𝐹 − 𝐿𝐹), 𝑛 = 1,2, …                        (3.18) 
where n is the refrigerator ID number. LD is also the incorporated random number 
following the uniform distribution between 0 and 1 for the calculation of FOFF of each 
refrigerator at Tmid (FOFF_mid_n). The calculation of FOFF_mid_n gives different curves of 
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FOFF against TCa for different refrigerators as the two-sectional linear relationship shown 
in Fig. 3.5(b). The relationship between FOFF and TCa is depicted by (3.19). 
𝐹𝑂𝐹𝐹(𝑡) =
{
 
 
 
 
𝐹𝑂𝐹𝐹𝑚𝑖𝑑 − 𝑁𝐹
𝑇𝑚𝑖𝑑 − 𝑇𝑙𝑜𝑤
(𝑇𝐶𝑎(𝑡) − 𝑇𝑙𝑜𝑤) + 𝑁𝐹,        𝑇𝐶𝑎(𝑡) < 𝑇𝑚𝑖𝑑
𝐿𝐹 − 𝐹𝑂𝐹𝐹𝑚𝑖𝑑
𝑇ℎ𝑖𝑔ℎ − 𝑇𝑚𝑖𝑑
(𝑇𝐶𝑎(𝑡) − 𝑇𝑚𝑖𝑑) + 𝐹𝑂𝐹𝐹𝑚𝑖𝑑 , 𝑇𝐶𝑎(𝑡) ≥ 𝑇𝑚𝑖𝑑
          (3.19) 
 
3.3.3.2 To minimise the number of refrigerators to revert back simultaneously after the 
provision of frequency response 
To avoid simultaneous connection of refrigerators after a sudden and severe frequency 
drop, when frequency starts to recover, some of the OFF-state refrigerators are 
controlled to be switched ON before their TCa reach Thigh. This is referred to as early 
switching action in this thesis.  
When frequency is below 50 Hz, FON is autonomously re-calculated using (3.17) by 
assigning NF the value of f(t−Δt) rather than the 50 Hz that was used in Fig. 3.5(a). Δt 
is the sampling time of the grid frequency measurements which was 200 ms. The re-
calculation and update of FON is shown in (3.20). As a result, FON of some refrigerators 
is shifted to be lower than 50 Hz as shown in Fig. 3.6(a).  
𝐹𝑂𝑁(𝑡) =
{
 
 
 
 
𝐹𝑂𝑁𝑚𝑖𝑑 − 𝐻𝐹
𝑇𝑚𝑖𝑑 − 𝑇𝑙𝑜𝑤
(𝑇𝐶𝑎(𝑡) − 𝑇𝑙𝑜𝑤) + 𝐻𝐹,                    𝑇𝐶𝑎(𝑡) < 𝑇𝑚𝑖𝑑
𝑓(𝑡 − ∆𝑡) − 𝐹𝑂𝑁𝑚𝑖𝑑
𝑇ℎ𝑖𝑔ℎ − 𝑇𝑚𝑖𝑑
(𝑇𝐶𝑎(𝑡) − 𝑇𝑚𝑖𝑑) + 𝐹𝑂𝑁𝑚𝑖𝑑 , 𝑇𝐶𝑎(𝑡) ≥ 𝑇𝑚𝑖𝑑
   (3.20) 
Fig. 3.6(a) shows an example of one refrigerator with a temperature T1 and a trigger 
frequency FON1 which is updated to be lower than 50 Hz. Before f recovers to reach 50 
Hz, the refrigerator will be switched ON if f becomes higher than FON1. Therefore, when 
frequency starts to recover, some of the OFF-state refrigerators are switched ON early 
before their TCa reach Thigh. As the relationship shown in Fig. 3.6(a), f will recover to be 
higher than FON of a refrigerator with a temperature closest to Thigh first. Hence, 
following the frequency recovery, power consumption of refrigerators will start to 
recover gradually. This reduces the number of refrigerators that will be connected to the 
grid at the same time.  
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Fig. 3.6. Update of FON and FOFF during the recovery from frequency events 
Similar rules apply to the ON-state refrigerators after a frequency rise event. Some of 
them are controlled to be switched OFF earlier than they otherwise would be following 
the frequency recovery from the frequency rise. As shown in Fig. 3.6(b), when 
frequency is above 50 Hz, FOFF is re-calculated using (3.19) by assigning NF the value 
of f(t−Δt) instead of 50 Hz. This is written by (3.21). Therefore, the ON-state 
refrigerators start to be switched OFF earlier before their TCa reach Tlow such as the 
refrigerator shown in Fig. 3.6(b) which will be switched OFF at T2 rather than at Tlow 
when f recovers to be lower than FOFF2. The refrigerator with the lowest TCa will be 
switched OFF first because f will recover to fall below FOFF of this refrigerator first. 
𝐹𝑂𝐹𝐹(𝑡) =
{
 
 
 
 𝐹𝑂𝐹𝐹𝑚𝑖𝑑 − 𝑓(𝑡 − ∆𝑡)
𝑇𝑚𝑖𝑑 − 𝑇𝑙𝑜𝑤
(𝑇𝐶𝑎(𝑡) − 𝑇𝑙𝑜𝑤) + 𝑓(𝑡 − ∆𝑡), 𝑇𝐶𝑎(𝑡) < 𝑇𝑚𝑖𝑑
𝐿𝐹 − 𝐹𝑂𝐹𝐹𝑚𝑖𝑑
𝑇ℎ𝑖𝑔ℎ − 𝑇𝑚𝑖𝑑
(𝑇𝐶𝑎(𝑡) − 𝑇𝑚𝑖𝑑) + 𝐹𝑂𝐹𝐹𝑚𝑖𝑑 ,                   𝑇𝐶𝑎(𝑡) ≥ 𝑇𝑚𝑖𝑑
 (3.21) 
In the frequency control of a refrigerator, when calculating FON and FOFF, the value of 
NF in Fig. 3.5 and Fig. 3.6 are combined to cover both the frequency response 
behaviour and the frequency recovery behaviour. Hence, equation (3.22) and (3.23) are 
obtained. 
NF for calculating FON: 
𝑁𝐹 = min(50, 𝑓(𝑡 − ∆𝑡))                                                  (3.22) 
NF for calculating FOFF: 
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𝑁𝐹 = max(50, 𝑓(𝑡 − ∆𝑡))                                                 (3.23) 
The calculation and update of FON and FOFF are summarised in Table 3.4. 
TABLE 3.4. Dynamic Update of Trigger Frequencies FON and FOFF 
f measurement: f(t) NF of calculating FON(t) in (3.17) NF of calculating FOFF(t) in (3.19) 
𝑓(𝑡) ≥ 50 𝐻𝑧 NF=50 Hz for frequency rise 
NF= f(t−Δt) for frequency 
recovery 
𝑓(𝑡) < 50 𝐻𝑧 
NF=f(t−Δt) for frequency 
recovery 
NF=50 Hz for frequency drop 
 
3.3.4 Integrated control of a refrigerator 
Based on the principles described in Section 3.3.1-3.3.3, an integrated control scheme 
for both frequency and temperature control of a refrigerator was developed.  It is shown 
in Fig. 3.7.  
The frequency control measures the grid frequency f and generates the state signals SHF 
and SLF. As discussed in Section 3.3.2, if f is higher than FON, the output SHF is 1. If f is 
lower than FOFF, the output SLF is 1. 
The temperature control measures the cavity temperature TCa and generates the state 
signals ST, SLT and SHT. ST is the ON/OFF state determined by the inherent hysteresis 
temperature control discussed in Section 3.3.1. SLT  is 1 if TCa is lower than Tlow. This 
assures that the refrigerator will stay in OFF state even though there is a rise in 
frequency. Therefore, the frequency control will not undermine the cold storage 
performance of a refrigerator. Similarly, SHT is set to 1 if TCa is higher than Thigh. This 
assures that the refrigerator will stay in ON state even though there is a drop in 
frequency.  
The final switching signal Sfinal is then determined by the state signals SHF, SLF, ST, SLT 
and SHT according to Table 3.4. ‘0’ represents OFF state and ‘1’ represents ON state. 
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TABLE 3.5. Truth Table of Logic Gates in Fig. 3.7. 
Row 
Number 
ST SLT SHT SLF SHF Sfinal Conditions 
1 0 0 0 0 0 0 Sfinal = ST, 
*
NFE 
2 1 0 0 0 0 1 Sfinal = ST, 
*
NFE 
3 0 0 0 0 1 1 Sfinal =1, 
*
HFE 
4 1 0 0 0 1 1 Sfinal =1, 
*
HFE 
5 0 0 0 1 0 0 Sfinal =0, 
*
LFE 
6 1 0 0 1 0 0 Sfinal =0, 
*
LFE 
7 0 0 0 1 1 1 Error: f cannot be higher than FON and lower 
than FOFF simultaneously 8 1 0 0 1 1 0 
9 0 0 1 0 0 1 Error: ST must be 1 because TCa>Thigh 
10 1 0 1 0 0 1 Sfinal =1, 
*
HT regardless of 
*
HFE or 
*
LFE 
11 0 0 1 0 1 1 Error: ST must be 1 because TCa>Thigh 
12 1 0 1 0 1 1 Sfinal =1, 
*
HT regardless of 
*
HFE or 
*
LFE 
13 0 0 1 1 0 1 Error: ST must be 1 because TCa>Thigh 
14 1 0 1 1 0 1 Sfinal =1, 
*
HT regardless of 
*
HFE or 
*
LFE 
15 0 0 1 1 1 1 Error: ST must be 1 because TCa>Thigh 
16 1 0 1 1 1 1 Sfinal =1, 
*
HT regardless of 
*
HFE or 
*
LFE 
17 0 1 0 0 0 0 Sfinal =0, 
*
LT regardless of 
*
HFE or 
*
LFE 
18 1 1 0 0 0 0 Error: ST must be 0 because TCa<Tlow 
19 0 1 0 0 1 0 Sfinal =0, 
*
LT regardless of 
*
HFE or 
*
LFE 
20 1 1 0 0 1 0 Error: ST must be 0 because TCa<Tlow 
21 0 1 0 1 0 0 Sfinal =0, 
*
LT regardless of 
*
HFE or 
*
LFE 
22 1 1 0 1 0 0 Error: ST must be 0 because TCa<Tlow 
23 0 1 0 1 1 0 Sfinal =0, 
*
LT regardless of 
*
HFE or 
*
LFE 
24 1 1 0 1 1 0 Error: ST must be 0 because TCa<Tlow 
25 0 1 1 0 0 1 
Error: TCa cannot be higher than Thigh and lower 
than Tlow simultaneously 
26 1 1 1 0 0 1 
27 0 1 1 0 1 1 
28 1 1 1 0 1 1 
29 0 1 1 1 0 1 
30 1 1 1 1 0 1 
31 0 1 1 1 1 1 
32 1 1 1 1 1 1 
*
NFE: No Frequency Event  
*
HFE: High Frequency Event 
*
LFE: Low Frequency Event 
*
HT: High Temperature, i.e. the refrigerator is at a high temperature above its Thigh. 
*
LT: Low Temperature, i.e. the refrigerator is at a low temperature below its Tlow. 
 
Table 3.5 is illustrated as follows: 
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 In Rows 1-8, SLT and SHT are 0 indicating that TCa is between Tlow and Thigh. 
Frequency control is able to be provided by these refrigerators.  
 Rows 1-2 are cases of ‘No Frequency Event’ because SLF and SHF are 0. The 
final state (Sfinal) of the compressor follows the temperature control (Sfinal = 
ST). 
 Rows 3-4 are cases of ‘High Frequency Event’ because SHF is 1. An OFF-
state refrigerator (ST = 0) will be switched ON (Sfinal = 1) to provide high 
frequency response.  
 Rows 5-6 are cases of ‘Low Frequency Event’ because SLF is 1. An ON-state 
refrigerator (ST = 1) will be switched OFF (Sfinal = 0) to provide low 
frequency response.  
 Rows 7-8 are not feasible cases because f cannot be lower than FOFF and 
higher than FON simultaneously, i.e. SHF = 1 and SLF = 1. 
 Rows 9-16 are cases of TCa being higher than Thigh because SHT is 1. The 
refrigerator must be in ON state regardless of any frequency events. 
 Rows 17-24 are the cases of TCa being lower than Tlow because SLT is 1. The 
refrigerator must be in OFF state regardless of any frequency events. 
 Rows 25-32 are not feasible cases because the TCa cannot be lower than Tlow and 
higher than Thigh simultaneously, i.e. SHT = 1 and SLT = 1. 
3.4 Modelling of GB power system for frequency control 
A simplified GB power system model for the study of grid frequency control was 
developed based on [36] and [89]. The model is shown in Fig. 3.8. 
The inertia constant Heq of the GB power system is 6.5 s. This was estimated based on a 
frequency incident of September 30
th
 2012 [90] in the GB power system. It was caused 
by the failure of an interconnector which led to a loss of generation of approximately 
1,000 MW. The average rate of change of frequency measured by the Phase 
Measurement Units was 0.113 Hz/s. System demand at the time of the incident was 
33,702 MW [91]. Heq was then estimated using (3.21). The effect of frequency 
dependent loads in the power system is lumped into a damping constant D which was 
set to be 1 pu [89]. 
𝑑𝑓
𝑑𝑡
=
𝑃𝑙𝑜𝑠𝑠
2𝐻𝑒𝑞
 (𝑝. 𝑢. )                                                   (3.21) 
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Fig. 3.8. A simplified GB power system model for the study of frequency control 
The GB Grid Code [40] requires that all large generators should have a governor droop 
characteristic of 3-5% for the provision of primary frequency control. Considering 
different demand levels, some generators may be required also to provide secondary 
frequency control. Therefore, the generation system was represented by two lumped 
generators as shown in Fig. 3.8. G1 represents the generators that provide only primary 
response. G2 represents the generators that provide both primary and secondary 
frequency control. K was set at 0.8 assuming that 80% of generators were scheduled for 
secondary frequency control. 
The model of G1 includes the governor dead band of ±15 mHz [40]. The governor 
droop characteristic is represented by the gain 1/Req. The governor time constant is TG. 
A transient droop compensator is used to ensure the stable performance of the frequency 
control [89]. Its time constants are T1 and T2. The mechanical power is then generated 
from the turbine with a time constant of TT.  
The model of G2 is similar to that of G1. To model its provision of secondary frequency 
control, an integral control loop with the parameter Ki was added in order to restore the 
grid frequency to 50 Hz. Parameters for G1 and G2 are shown in Table 3.6. 
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TABLE 3.6. Parameters Used for G1 and G2 (System Base of 33,702 MW). 
Dead Band 
(pu) 
Req 
(pu) 
TG 
(s) 
T1 
(s) 
T2 
(s) 
TT 
(s) 
Ki 
(pu) 
±0.0003 0.05 0.2 s 2 s 20 s 0.3 s 0.05 
3.5 Case study 
To investigate the capability of refrigerators for grid frequency control and their impacts 
on the power system, three case studies were carried out. 
3.5.1 Identification of suitable number of individual refrigerator 
models 
It is infeasible and unnecessary to have 40 million independent refrigerator models 
presented in Section 3.2 to represent all refrigerators connecting to the GB power 
system. Instead, an aggregated model with a smaller number of individual refrigerator 
models was developed and then scaled up by multiplying the number of individual 
refrigerators by a number in order to represent the 40 million. The number of individual 
refrigerator models to be aggregated and scaled to represent the total 40 million is 
shown in Table 3.7.  
TABLE 3.7. Aggregated Model of Different Number of Individual Refrigerator Models 
Aggregated 
Model 
Number of individual 
refrigerator models 
Multiplied number 
1 100 400,000 
2 500 80,000 
3 1,000 40,000 
4 5,000 8,000 
5 10,000 4,000 
6 50,000 800 
7 100,000 400 
 
When Aggregated Model 1 is used, it is an aggregation of 100 individual refrigerator 
models with different states in their temperature, ON/OFF state, size and amount of 
food stored. By multiplying 400,000 to represent the entire refrigerator population in the 
UK, this assumes that 400,000 refrigerators were in similar states. When Aggregated 
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Model 7 is used, it is an aggregation of 100,000 individual refrigerator models with 
different states. By multiplying 400 to represent the entire refrigerator population in the 
UK, this assumes that 400 refrigerators were in similar states. 
According to Ref [92], the coincidence factor of loads becomes constant if the number 
of customers is greater than 10,000, as depicted in Fig. 3.9. This means that even if 
there will be more loads, the loads that are in similar states remains at the level of 
10,000 loads. It is therefore unnecessary to increase the number of individual 
refrigerator models used for an aggregated model to be beyond 10,000.  
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Fig. 3.9. Relationship of load coincidence factor and the number of customers [92] 
The frequency profile shown in Fig. 3.10(a) was injected to each of the five aggregated 
models that are listed in Table 3.6. Each individual refrigerator model was equipped 
with the dynamic controller presented in Section 3.3. It was assumed that each 
refrigerator has a power rating of 0.1 kW. Fig. 3.10(b) shows the simulation results. 
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(b) Power consumption of refrigerators 
Fig. 3.10. Effect of number of refrigerator models 
It can be seen that the total power consumption of the refrigerators in all seven 
aggregated models decreased following the frequency drop. The aggregated models 
with 10,000, 50,000 and 100,000 individual refrigerator models showed a gradual and 
similar power change. The simulation time for each aggregated model is compared in 
Table 3.8. Considering the accuracy and efficiency of the model, the Aggregated Model 
5 with 10,000 individual refrigerator models was used for the following studies. 
TABLE 3.8. Simulation Time of each Aggregated Model  
Aggregated 
Model 
Number of individual 
refrigerator models 
Multiplied number Simulation time 
1 100 400,000 3.56 s 
2 500 80,000 4.76 s 
3 1,000 40,000 5.48 s 
4 5,000 8,000 11.23 s 
5 10,000 4,000 19.15 s 
6 50,000 800 80.89 s 
7 100,000 400 160.25 s 
 
However, for the aggregated models with 100 and 500 individual refrigerator models 
(Aggregated Model 1 and 2 in Table 3.7), the power change of the refrigerators was less 
gradual than the other aggregated models. This indicates that the number of individual 
refrigerators in Aggregated Model 1 and 2 were too small to represent the load diversity 
of 40 million refrigerators. 
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3.5.2 Sustained low frequency and high frequency events  
A case study was undertaken using four thousand aggregated models each with 10,000 
individual refrigerator models to represent 40 million refrigerators. The individual 
refrigerator model is described in Section 3.2. Each refrigerator model was equipped 
with the dynamic controller illustrated in Section 3.3. Power consumption of each 
refrigerator (a combined cooler and freezer) was 100 W. 
A step change in frequency from 50 to 49.5 Hz was injected to the aggregated 
refrigerator models at 90 s to investigate the capability of the dynamic controller during 
a sustained depression of frequency. Similarly, a step change in frequency from 50 to 
50.5 Hz was also injected at 90 s so as to represent a sustained period of high frequency. 
The power consumption of refrigerators during the sustained low frequency and high 
frequency events are shown in Fig. 3.11.  
 
Fig. 3.11. Power of refrigerators during the sustained periods of low frequency and high frequency 
The power consumption of refrigerators is reduced when frequency drops to 49.5 Hz 
and remains low for nearly 10 minutes. After 10 minutes, the response from 
refrigerators is exhausted and they start to be reconnected because their TCa reach Thigh. 
As a result, the power consumption of refrigerators increases gradually. 
The power consumption of refrigerators increases when frequency rises to 50.5 Hz and 
remains high for nearly 10 minutes. After 10 minutes, the high frequency response from 
refrigerators is exhausted and they switch OFF as their TCa reach Tlow. The power 
consumption of refrigerators reduces gradually. 
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As indicated in Fig. 3.11, the sustained high frequency response from refrigerators 
(curve ‘frequency increase to 50.5 Hz’) exhausts faster than the sustained low frequency 
response (curve ‘frequency drop to 49.5 Hz’) after 10 minute. This is because the OFF-
state period of a refrigerator is usually longer than the ON-state period. Fig. 3.12(a) and 
Fig. 3.12(b) illustrate the reason that the depletion of high frequency response is faster 
than that of the low frequency response.  
Fig. 3.12(a) represents the case that a frequency drop occurred at A when the 
refrigerator was in ON-state and was at a temperature of TCa1. Fig. 3.12(b) represents 
the occurrence of a frequency rise at B when the same refrigerator was in OFF-state but 
was also at the same temperature of TCa1. 
A
Time (min)
TCa (ºC) 
Thigh
Tlow
B
Time (min)
TCa (ºC) 
Thigh
Tlow
TCa1  
sustain OFF
sustain ON
off-state warming
on-state cooling
off-state warming
on-state cooling
(a) TCa during a sustained period of low frequency 
(b) TCa during a sustained period of high frequency 
TCa1  
 
Fig. 3.12. Variations of TCa of refrigerators in the frequency events 
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The refrigerator in Fig. 3.12(a) is in ON-state until point A. The temperature of the 
refrigerator reaches TCa1. It is switched OFF at A as a result of the frequency drop. The 
refrigerator is OFF until its TCa reaches Thigh. 
The refrigerator in Fig. 3.12(b) is in OFF-state until point B and the temperature of the 
refrigerator is TCa1. It is switched ON at B as a result of the frequency rise. The 
refrigerator remains ON until its TCa reaches Tlow.  
It can be seen that, the sustained ON-period in Fig. 3.12(b) is much shorter than the 
sustained OFF-period in Fig. 3.12(a). Hence, the capability of a refrigerator to provide a 
sustained low frequency response is higher than to provide a sustained high frequency 
response. 
3.5.3 Case study on the GB power system 
This case study shows an investigation of the impacts of the refrigerators with dynamic 
controller on the GB power system. The simulation model is shown in Fig. 3.13. The 
GB power system model presented in Section 3.4 with inertia Heq of 6.5 s was used for 
this study. Four thousand aggregated models each with 10,000 individual refrigerator 
models were connected to the GB power system model in order to represent the 40 
million refrigerators that are connected in the GB power system. Power consumption of 
each refrigerator was 0.1 kW.  
 
Fig. 3.13. Simulation model of refrigerators connected to the GB power system model 
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Case 1: Simulation of sudden loss in generation 
Simulations were carried out to investigate the capability of refrigerators to provide 
response to a frequency drop. The case was set assuming a low system demand of 20 
GW on a summer night. A loss of generation of 1,320 MW (∆𝑃𝑙𝑜𝑠𝑠 = 1,320 20,000⁄ =
0.066 𝑝. 𝑢.) was used to create a frequency event.  
Two sets of simulation results, one with the refrigerators’ response and one without the 
refrigerators’ response, are compared in Fig. 3.14-3.17. In these figures, f represents the 
grid frequency, Pr represents the power consumption of refrigerators, ΔPr represents 
the change of power consumption of refrigerators, ΔPg is the total power change of 
generators with ΔPg1 representing the power change of G1 and ΔPg2 representing the 
power change of G2.  
 
Fig. 3.14. Variations of grid frequency 
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Fig. 3.15. Power change of generators and power consumption of refrigerators 
 
Fig. 3.16. Power consumption of refrigerators 30 minutes after the frequency drop 
 
Fig. 3.17. Power change of G1 and G2 30 minutes after the frequency drop 
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Fig. 3.14 shows the drop of frequency after the sudden loss of generation. Fig. 3.15 
shows the changes of power output of generators (see the left axis) and of the power 
consumption of refrigerators (see the right axis). The power consumption of 
refrigerators reduced almost immediately following the frequency drop. With this load 
reduction of approximately 400 MW, the drop of frequency was halted at 49.58 Hz. 
Without the load reduction of refrigerators, the frequency dropped to 49.42 Hz. The 
increase of power output of frequency-sensitive generators was also reduced with the 
power reduction of refrigerators. 
Fig. 3.16 shows that, following the recovery of frequency (see the right axis), power 
consumption of refrigerators (see the left axis) increased according to the early 
switching actions illustrated in Section 3.3.3. Fig. 3.17 shows the change of power 
output of generators during the recovery of frequency. G1 provided only primary 
response for at least 30 s and then its power output started to decline. G2 provided both 
primary and secondary response for at least 30 minutes after the frequency drop. It 
restored the grid frequency and also the lost thermal energy of refrigerators which 
switched OFF early in response to the frequency drop.  
Without applying the loss of generation, the original ON/OFF state and TCa of a cooler 
are shown in Figs. 3.18-3.19 (‘without f drop’). This original ON/OFF state and TCa 
were compared with that of the same cooler to which simulation of the loss of 
generation was applied (‘with f drop’). Fig. 3.18 compares ON/OFF cycle of the cooler 
and Fig. 3.19 compares TCa of the cooler.  
 
Fig. 3.18. ON/OFF state of the cooler 
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Fig. 3.19. Cavity temperature of the cooler 
As shown in Fig. 3.18, the cooler was switched OFF earlier at 1.5 min (or 90 s) for the 
frequency drop compared to the case ‘without f drop’ in which the refrigerator was 
switched OFF at 8 min. Fig. 3.19 shows that the TCa of the cooler stayed within its 
original range even though it was switched OFF earlier. This confirms that the shift of 
duty cycle does not have an adverse impact on the cold storage performance of a 
refrigerator.  Similar behaviours occurred in the freezer. 
Case 2: Simulation of sudden loss in demand  
Simulations were carried out to investigate the capability of refrigerators to provide 
response to a frequency rise. System demand of 20 GW on a summer night was 
assumed. A loss in demand of 1,000 MW (∆𝑃𝑙𝑜𝑠𝑠 = −0.05 𝑝𝑢) was applied to the 
simulation model, as shown in Fig. 3.13. The simulation results without and with the 
frequency response from refrigerators are compared in Fig. 3.20-3.22.  
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Fig. 3.20. Variations of grid frequency 
 
 
Fig. 3.21. Power change of generators and power consumption of refrigerators 
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Fig. 3.22. Power consumption of refrigerators 30 minutes after the frequency increase 
Fig. 3.20 shows the frequency increase after the sudden loss of demand. Fig. 3.21 shows 
the changes of power output of generators (see the left axis) and of the power 
consumption of refrigerators (see the right axis). Power consumption of refrigerators 
increased almost immediately following the frequency increase. With the 400 MW 
increase in load, frequency increased to a maximum of 50.29 Hz, compared to the 50.42 
Hz that it reached without any frequency response from refrigerators. Reduction in 
power output of frequency-sensitive generators was also reduced with the frequency 
response from refrigerators.   
Fig. 3.22 shows that following the recovery of frequency (see the right axis), the power 
consumption of refrigerators reduced (see the left axis) indicating that refrigerators 
started to recover from the frequency rise event.  
The ON/OFF state and TCa of a cooler during and after the frequency increase is given 
in Figs. 3.23-3.24 (‘with f increase’). The ON/OFF state and TCa of the same cooler 
without applying the loss of demand is also shown (‘without f increase’). The ON/OFF 
state and TCa are compared to show the influence of the frequency increase on the 
behaviour of a cooler.  
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Fig. 3.23. ON/OFF state of the cooler 
 
Fig. 3.24. Cavity temperature of the cooler 
 
As shown in Fig. 3.23, the cooler was switched ON earlier at 1.5 min (90 s) in response 
to the frequency increase compared to the case ‘without f increase’ in which the 
refrigerator was switched ON at 10 min. Fig. 3.24 shows that TCa of the cooler stayed 
within its original range even though it was switched ON earlier because of the 
frequency increase. Similar behaviours occurred for the freezer. 
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A case study was undertaken considering a multiple loss of generators. The case was 
designed based on the severe frequency incident that occurred on 28 May 2008 in the 
GB power system [22]. It was mainly caused by an unrelated consecutive loss of two 
generators (345 MW and 1,237 MW). System demand was 41 GW.  
To obtain a frequency profile similar to the loss of the two generators in the incident, 
the parameters of the GB power system model in Fig. 3.13 were set as shown in Table 
3.9.  
TABLE 3.9. Parameters of the GB Power System Model (System Base of 41 GW). 
Dead Band 
(pu) 
Req 
(pu) 
TG 
(s) 
T1 
(s) 
T2 
(s) 
TT 
(s) 
K 
(pu) 
Ki 
(pu) 
Heq 
(s) 
D 
(pu) 
±0.0003 0.5 0.2 s 8 s 20 s 0.3 s 0.8 0.006 6.5 1 
 
The loss of the first generator of 345 MW at 90 s and the loss of the second generator of 
1,237 MW at 185 s were applied to the model. Two sets of simulation results during the 
frequency incident, one with the refrigerators’ response and one without the 
refrigerators’ response, are compared in Figs. 3.25 and 3.26. Figs. 3.27 and 3.28 show 
the grid frequency, power consumption of refrigerators and power change of generators 
after the recovery of frequency. 
 
 
Fig. 3.25. Variation of grid frequency 
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Fig. 3.26. Power change of generators and power consumption of refrigerators 
 
Fig. 3.27. Power consumption of refrigerators and the grid frequency after the frequency incident 
 
Fig. 3.28. Power change of Generators and power consumption of refrigerators after the frequency 
incident 
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Fig. 3.25 shows the variations of grid frequency and Fig. 3.26 shows the change of 
power output of generators (see the left axis) and the power consumption of 
refrigerators (see the right axis). After the loss of 345 MW generator, with the load 
change of refrigerators of approximately 100 MW, the frequency dropped to 49.9 Hz. 
Without the load change from refrigerators, the frequency dropped to 49.82 Hz. 
Following the loss of 1,237 MW generator, refrigerators provided further 430 MW of 
load reduction. The frequency only dropped to 49.5 Hz. This is a significant 
improvement on the frequency drop when compared to 49.24 Hz which occurred 
without the load change of refrigerators. The power consumption of the refrigerators 
varied in proportion to the drops of frequency. Approximately 530 MW of load change 
from 40 million refrigerators helped to reduce the frequency drop significantly during 
large frequency disturbances. The change of power output of frequency-sensitive 
generators was also decreased substantially with the load change. 
Fig. 3.27 shows the power consumption of refrigerators (see the left axis) and the grid 
frequency (see the right axis) after the frequency incident. The lost thermal energy of 
refrigerators, caused by the sustained period of low frequency, was restored gradually. 
This restored energy was obtained from the change of power output of back-up 
generation in the power system as depicted by Fig. 3.28.  
An increase in the power consumption of refrigerators occurred after the frequency 
incident (30-90 min) as shown in Fig. 3.27. This resulted from the simultaneous 
switching OFF of refrigerators following the severe frequency drop which led to the 
reduction of load diversity. As presented in Section 3.2, in the aggregated model of 
refrigerators, the diversity amongst the refrigerators (div) was indicated by the 
incorporation of the parameter div. In the previous simulations, a div of 0.2 determined 
by tests on 100 empty refrigerators was used. However, for the modelling of 
refrigerators in UK homes, a higher div was expected to be more realistic because of the 
greater level of diversity of refrigerator size and amount of food stored.  
A sensitivity analysis was then carried out to show the effect of div. The values div of 
0.2, 0.5 and 0.8 were used. Simulations were carried out using a similar GB power 
system model to that depicted in Case 3.3.  Results of the sensitivity analysis are shown 
in Figs. 3.29-3.31. 
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Fig. 3.29. Effect of the diversity in the refrigerator models (div) on the power consumption of 
refrigerators 
 
Fig. 3.30. Effect of the diversity in the refrigerator models (div) on the variation of grid frequency 
 
Fig. 3.31. Effect of the diversity in the refrigerator models (div) on the power change of generators 
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With an increasing div, increase in the power consumption of refrigerators after the 
severe frequency incident reduced significantly, as shown in Fig. 3.29. The fluctuations 
in grid frequency as a result of the re-connection of refrigerators also reduced, as shown 
in Fig. 3.30. The power change of generators became less frequent as given by Fig. 3.31.  
A div of 0.8 was used for the modelling of UK homes. However, as shown in Fig. 3.29, 
the amount of load change at the second drop of frequency (185 s) reduced briefly with 
a div of 0.8 compared to a div of 0.2. The amount of load change from refrigerators was 
quantified through field investigations and will be presented in Chapter 5.  
3.6 Conclusions 
An autonomous and decentralised frequency controller allows refrigerators to change 
their power consumption dynamically in proportion to frequency deviations. The 
frequency control does not undermine the inherent temperature control of a refrigerator 
and therefore has little adverse impact on its cold storage performance. 
A thermodynamic model of a refrigerator was developed. The model was calibrated 
with data from tests undertaken by Open Energi on a number of refrigerators at the 
premises of Indesit. An aggregated model of a population of refrigerators was 
developed by incorporating a diversity factor to represent the inherent diversity amongst 
the population.  
Sensitivity analysis was firstly carried out to find the suitable number of refrigerator 
models to be aggregated and scaled up in order to represent the power level of 40 
million refrigerators in the GB power system. 
Case studies on the injection of a sustained low grid frequency signal and a sustained 
high grid frequency signal were undertaken. During the period of sustained high grid 
frequency, refrigerators were able to be ON for at least 10 minutes. During the period of 
sustained low grid frequency, refrigerators were able to be OFF for at least 10 minutes. 
After 10 minutes, the response of refrigerators exhausted and the power consumption of 
refrigerators started to recover gradually. 
A simplified GB power system model was developed for the study of frequency control. 
Case studies were also undertaken by connecting the aggregated model of refrigerators 
to the GB power system model. Results showed that refrigerators were able to change 
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their power consumption almost immediately following the frequency deviations. A 
power reduction of 530 MW was provided by refrigerators when frequency dropped to 
approximately 49.5 Hz. With the power change of refrigerators, deviations of grid 
frequency were reduced. The amount of power change of frequency-sensitive generators 
was also decreased. 
Refrigerators with the dynamic controller are able to help reduce the frequency 
deviations proportionally and dynamically in a way similar to that of frequency-
sensitive generators. If deployed at scale, they have the potential to replace the spinning 
reserve capacity of frequency-sensitive generators. 
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Chapter 4 Industrial Bitumen Tanks for Frequency Control 
 
 
 
Industrial Bitumen Tanks for 
Frequency Control 
 
 
An autonomous and decentralised frequency control was developed enabling bitumen 
tanks to change their power consumption in proportion to deviations of grid frequency. 
The frequency control of a tank will not interfere with its primary function of storing 
hot bitumen. A thermodynamic model of bitumen tanks was developed and validated 
with data from field tests on a number of bitumen tanks. An aggregated model of 
bitumen tanks, each equipped with the frequency control, was then developed. Field 
tests on 76 tanks equipped with the frequency control were undertaken. The variations 
of power consumption of tanks in simulations and in field tests were compared during 
large deviations of frequency. The aggregated model was then connected to the GB 
power system model. Simulation results showed that the load change of tanks 
contributed to the reduction of frequency deviations in a way similar to frequency-
sensitive generators. Tanks provided a faster response to frequency deviations than that 
provided by frequency-sensitive generators. 
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4.1 Introduction 
Bitumen is mainly used for road construction and needs to be stored in the liquid form 
[93]. Large, well-insulated bitumen tanks are used for the storage of hot bitumen. A 
heater is installed in each tank to heat bitumen prior to use. 
The heater of a bitumen tank is connected to the grid at all times. It consumes power 
with an ON/OFF cycle. Therefore, its power consumption is time-flexible and can be 
shifted in order to provide frequency response. The typical power consumption of a tank 
is 40 kW when its heater is ON. According to investigations by Open Energi, there are 
approximately 500 bitumen tanks in the GB power system. 
4.2 Dynamic control of bitumen tanks 
4.2.1 Temperature control of bitumen tanks 
The heater in a bitumen tank follows a hysteresis temperature control as shown in Fig. 
4.1. The tank temperature controls the ON/OFF state of a heater. When tank 
temperature reaches its high set-point Thigh, the heater will be switched OFF. When tank 
temperature reaches its low set-point Tlow, the heater will be switched ON. The typical 
ON/OFF cycle of a well-insulated tank is 2 hours ON and 4.5 hours OFF.  
Internal temperature (°C)
Time (h)0 1 2 3 4 5 6 7 8 9 10 11 12
150
180 Thigh
ON
OFF
Tlow
13
 
Fig. 4.1. Hysteresis temperature control of one tank 
4.2.2 Use of bitumen tanks for grid frequency control 
A frequency control was developed for bitumen tanks as shown in Fig. 4.2 (‘Frequency 
control’). The input of the frequency controller is the grid frequency f and it is 
constantly compared with two trigger frequencies FON and FOFF. The outputs of the 
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frequency controller are the state signals SLF and SHF, which are determined by the 
comparison.  
 If f is greater than FON, SHF is 1, indicating the tank will be triggered ON as a 
result of a rise in frequency.  
 If f is lower than FOFF, SLF is 0, indicating the tank will be triggered OFF as a 
result of a drop in frequency. 
NOT AND NOT
AND
OR
f
FON
f
FOFF
err1
1
0
T/°CTlow
ST
T
Heater
0
1
0
1 SFinal
Frequency 
Measurement
Logic Gates
Temperature Control
Frequency Control
err2
ST
SHF
SLF
SHF
SLF
Generate 
trigger 
frequency
f
AC
Thigh
err2
err1
 
Fig. 4.2. Local control scheme of one tank 
Initially, FON and FOFF are generated randomly using a uniform distribution within their 
ranges. FON is in the range of 50-50.5 Hz and FOFF is in the range of 49.5-50 Hz. 
Trigger frequencies determine the sequence of tanks to be switched. Following a rise in 
frequency, tanks are switched ON starting from the one with the lowest FON in its range. 
Following a drop in frequency, tanks are switched OFF starting from the one with the 
highest FOFF in its range. Therefore, the larger the frequency deviates from 50 Hz, the 
higher the number of tanks that will be switched. 
4.2.3 Integrated control  
The integrated control of a tank including both temperature and grid frequency control 
is also shown in Fig. 4.2. The temperature control measures the temperature (T) in the 
tank and generates the state signal (ST). The frequency control measures the grid 
frequency (f) and generates the state signals (SLF and SHF). The final switching signal 
(SFinal) to the heater is then determined by the state signals ST, SLF and SHF as shown in 
Table 4.1. ‘1’ indicates ‘ON-state’ and ‘0’ indicates ‘OFF-state’. 
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In the event of a rise in frequency, if f becomes higher than FON, then SHF is 1 and SLF is 
1 as shown in rows 1-2. The tank is switched ON (SFinal = 1). 
In the event of a drop in frequency, if f becomes lower than FOFF, then SLF is 0 as shown 
in rows 3-4. The tank is switched OFF (SFinal = 0). 
If f varies between FON and FOFF of a tank, the tank follows its temperature control as 
shown in rows 5-6 (SFinal = ST). 
Rows 7-8 are not feasible states because f cannot be lower than FOFF but higher than 
FON simultaneously. 
TABLE 4.1. Truth Table of Logic Gates of Fig. 4.2. 
Row ST SHF SLF SFinal 
1 0 1 1 1 
2 1 1 1 1 
3 0 0 0 0 
4 1 0 0 0 
5 0 0 1 0 
6 1 0 1 1 
7 0 1 0 0 
8 1 1 0 0 
The control also has the following considerations: 
 To avoid frequent switching actions which may damage the heater, a minimum 
ON/OFF time of at least 25 s is applied to each tank. 
 A maximum number of switches per hour was set to be 8. This is also to avoid 
too many switching actions. 
4.2.4 Update of trigger frequencies FOFF and FON 
In the frequency control of a bitumen tank, its trigger frequencies FOFF and FON are 
updated autonomously based on measurements of the present sample of the frequency 
f(t) and the previous frequency sample f(tΔt). The sampling time, Δt, of the grid 
frequency measurements was selected as 200 ms. This is to be consistent with the 
frequency meter that Open Energi used to measure the grid frequency. The frequency 
meter uses a fixed window of 200 ms over which it takes an average reading of 
frequency. 
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Three tanks were selected as examples to illustrate the reasons for which it is beneficial 
to update FOFF. Fig. 4.3(a) shows the case for FOFF unchanged and Fig. 4.3(b) shows the 
case in which FOFF was updated with f. 
Conventional direct control of a load in response to drops in frequency is shown in Fig. 
4.3(a). Tanks 1, 2 and 3 have FOFF of 49.9 Hz (FOFF1), 49.8 Hz (FOFF2) and 49.6 Hz 
(FOFF3). Following a drop of frequency, Tank 1 is switched OFF followed by Tank 2. 
When f starts to recover and rises towards 50 Hz, Tank 2 reverts back ON at t2 followed 
by Tank 1 at t1. This implies that Tank 1, which was switched OFF first, is reconnected 
last. Moreover, Tank 3 is not switched OFF at all since FOFF3 remains lower than f. 
Tank 1 is without energy for a long time while Tank 3 provides no response to the 
frequency drop. In this case the frequency response from the three tanks is uneven and 
tanks with a lower FOFF provide reduced frequency response. 
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A dynamic load control, which updates FOFF and FON dynamically, is shown in Fig. 
4.3(b). It was implemented in order to maintain an even distribution of switching 
requests amongst tanks. FOFF is updated following the rules that are listed in Table 4.2. 
TABLE 4.2. Update of Trigger Frequency FOFF. 
Variation of frequency f Update of FOFF 
 𝑓 ≥ 50 𝐻𝑧 𝐹𝑂𝐹𝐹(𝑡) = 𝐹𝑂𝐹𝐹(𝑡 − ∆𝑡)                                                                 (4.1)                                                           
𝑓 < 50 𝐻𝑧 
If f is dropping or 
remains constant: 
𝑓(𝑡) ≤ 𝑓(𝑡 − ∆𝑡) 
𝐹𝑂𝐹𝐹(𝑡) = 𝐹𝑂𝐹𝐹(𝑡 − ∆𝑡)                                                                 (4.2)                                                           
If f is rising:  
𝑓(𝑡) > 𝑓(𝑡 − ∆𝑡) 
𝐹𝑂𝐹𝐹(𝑡) = 𝐹𝑂𝐹𝐹(𝑡 − ∆𝑡) + 𝑓(𝑡) − 𝑓(𝑡 − ∆𝑡)                           (4.3)                          
If 𝐹𝑂𝐹𝐹(𝑡) reaches 50 Hz: 
𝐹𝑂𝐹𝐹(𝑡) = 𝐹𝑂𝐹𝐹(𝑡) − 0.5 𝐻𝑧                                                     (4.4)                                                    
 When f is above 50 Hz, FOFF remains unchanged (4.1). 
 When f is below 50 Hz: 
o if f is dropping or remains constant below 50 Hz, then FOFF remains 
unchanged (4.2). 
o if f is rising but is below 50 Hz, then FOFF is updated by adding the 
variations of f as illustrated in (4.3). If FOFF reaches 50 Hz, FOFF is then 
re-set to 49.5 Hz by subtracting 0.5 Hz (4.4). This makes FOFF to be the 
lowest trigger frequency. f is then greater than FOFF which triggers the 
tank to revert back ON. 
 
The effect of updating FOFF is shown in Fig. 4.3(b). Tank 1 is switched ON first 
following the recovery of f because FOFF1 reaches 50 Hz first and is re-set to 49.5 Hz at 
t1. Tank 1 is switched ON at 𝑡1
′  instead of t1 because of the minimum OFF-time tm of 25 
s. Comparing the OFF-time of Tank 1 to that in Fig. 4.3(a), the loss of energy to Tank 1 
is reduced significantly. 
Tank 2 is switched ON at t2 following the recovery of f. Its OFF-time is also shorter 
than that in Fig. 4.3(a). 
Tank 3 has a low initial FOFF (FOFF3) and it was not switched OFF at the first drop of f. 
However, when the second drop of f occurs, Tank 3 is switched OFF as FOFF3 has been 
updated to be greater than f. Tank 3 is then reconnected at t3. Compared to Fig. 4.3(a), 
Tank 3 provides additional frequency response. 
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By dynamically updating FOFF, the response of tanks is made more sensitive and 
proportional to variations of grid frequency. This can be seen by comparing the total 
power consumption in Fig. 4.3(b) to that in Fig. 4.3(a). Tanks are controlled to recover 
starting from the one that was the first to be disconnected. All tanks have an equal 
opportunity to provide frequency response and the shift of their heating cycle is 
minimised.  
The trigger frequency FON is also updated using a similar method which follows the 
rules listed in Table 4.3. 
TABLE 4.3. Update of Trigger Frequency FON. 
Variation of frequency f Update of FON 
 𝑓 ≤ 50 𝐻𝑧 𝐹𝑂𝑁(𝑡) = 𝐹𝑂𝑁(𝑡 − ∆𝑡)                                                                    (4.5)                                                           
𝑓 > 50 𝐻𝑧 
If f is rising or 
remains constant: 
𝑓(𝑡) ≥ 𝑓(𝑡 − ∆𝑡) 
𝐹𝑂𝑁(𝑡) = 𝐹𝑂𝑁(𝑡 − ∆𝑡)                                                                    (4.6)                                                          
If f is dropping:  
𝑓(𝑡) < 𝑓(𝑡 − ∆𝑡) 
𝐹𝑂𝑁(𝑡) = 𝐹𝑂𝑁(𝑡 − ∆𝑡) + 𝑓(𝑡) − 𝑓(𝑡 − ∆𝑡)                               (4.7)                            
If 𝐹𝑂𝑁(𝑡) reaches 50 Hz: 
𝐹𝑂𝑁(𝑡) = 𝐹𝑂𝑁(𝑡) + 0.5 𝐻𝑧                                                        (4.8)                                                      
 
4.3 Modelling of bitumen tanks 
4.3.1 Thermodynamic model of bitumen tanks 
The heat transfer process of a bitumen tank is shown in Fig. 4.4. The rate of its heat 
supply Psupply (W) is: 
𝑃𝑠𝑢𝑝𝑝𝑙𝑦(𝑡) = 𝑃 × 𝑠ℎ(𝑡)                                                  (4.9) 
where P is the power consumption of the heater and 𝑠ℎ is the heater state. 𝑠ℎ is 1 if the 
heater is ON and 𝑠ℎ is 0 if the heater is OFF. 𝑠ℎ is determined by constantly comparing 
the internal temperature of a tank (T) with its temperature set-points Thigh and Tlow as 
shown in (4.10). Thigh is typically 180 ºC and Tlow is typically 150 ºC: 
𝑠ℎ(𝑡) = {
1, 𝑖𝑓 𝑇(𝑡) < 𝑇𝑙𝑜𝑤
0, 𝑖𝑓 𝑇(𝑡) > 𝑇ℎ𝑖𝑔ℎ
                                            (4.10) 
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Fig. 4.4. Heat transfer process of one bitumen tank 
The rate of heat loss Ploss (W) in a bitumen tank is [86]: 
𝑃𝑙𝑜𝑠𝑠(𝑡) = 𝑈𝐴(𝑇(𝑡) − 𝑇𝐴𝑚𝑏)                                        (4.11) 
where U (Wm
2
K
1
) is the overall heat transfer coefficient, A (m
2
) is the area of the tank, 
T (K) is the internal temperature of the tank, TAmb (K) is the ambient temperature. 
The net rate of heat transfer is: 
𝑃𝑛𝑒𝑡(𝑡) = 𝑃𝑠𝑢𝑝𝑝𝑙𝑦(𝑡) − 𝑃𝑙𝑜𝑠𝑠(𝑡)                                    (4.12) 
The net rate of heat transfer results in the variations of internal temperature T (K) of the 
tank [87]: 
𝑃𝑛𝑒𝑡(𝑡) = 𝑐𝑣𝑚
𝑑𝑇(𝑡)
𝑑𝑡
                                              (4.13) 
where cv (Jkg
1
K
1
) is the specific heat capacity, m (kg) is the mass of a bitumen tank. 
By combining (4.9)-(4.13), a first order differential equation for T was obtained:  
𝑑𝑇(𝑡)
𝑑𝑡
=
𝑃𝑠ℎ(𝑡)
𝑐𝑣𝑚
−
𝑈𝐴(𝑇(𝑡) − 𝑇𝐴𝑚𝑏)
𝑐𝑣𝑚
                             (4.14) 
Equation (4.14) has two possible solutions depending on the heater state 𝑠ℎ. Variations 
of T follow the exponential increase and decay [94]-[95]. Therefore, it was assumed the 
solution to (4.14) as: 
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 When heater is ON 𝑠ℎ(𝑡) = 1: 
𝑇(𝑡) = 𝑎1 + 𝑏1𝑒
−𝑡 𝜏𝑂𝑁⁄                                                       (4.15) 
where 𝜏𝑂𝑁 is the time constant of the ON-period of a tank. 
 When heater is OFF 𝑠ℎ(𝑡) = 0: 
𝑇(𝑡) = 𝑎2 + 𝑏2𝑒
−𝑡 𝜏𝑂𝐹𝐹⁄                                                           (4.16) 
where 𝜏𝑂𝐹𝐹 is the time constant of the OFF-period of a tank. 
The typical ON and OFF period (𝑡𝑂𝑁 and 𝑡𝑂𝐹𝐹) and temperature variations of a bitumen 
tank are shown in Fig. 4.5.  
180
150
tON
t (min)
  T (°C)
Heat up
Cool down
0
sh = 1
  Thigh
  Tlow
sh = 0
tOFF
 
Fig. 4.5. Internal temperature of a tank and its ON and OFF period 
It was assumed that when 𝑠ℎ(𝑡) = 1, the exponential increase of T reaches Thigh (180 ºC) 
at 𝑡𝑂𝑁  = 2𝜏𝑂𝑁. It is to be noted that, for an exponential function, the final value will not 
be reached until t → ∞ [95] and therefore the above assumption was made. Using (4.15), 
equations (4.17) and (4.18) are obtained: 
 When 𝑡 = 0 min, 𝑇(𝑡) = 𝑇𝑙𝑜𝑤 (150 ℃ in Fig. 4.5): 
𝑇𝑙𝑜𝑤 = 𝑎1 + 𝑏1                                                                 (4.17) 
 When 𝑡 = 𝑡𝑂𝑁 = 2𝜏𝑂𝑁, 𝑇(𝑡) = 𝑇ℎ𝑖𝑔ℎ (180 ℃ in Fig. 4.5): 
𝑇ℎ𝑖𝑔ℎ = 𝑎1 + 𝑏1𝑒
−2                                                         (4.18) 
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Solving the above two equations, a generic equation of the tank temperature for the ON-
period is obtained: 
𝑇(𝑡) =
𝑇𝑙𝑜𝑤𝑒
−2 − 𝑇ℎ𝑖𝑔ℎ
𝑒−2 − 1
+
𝑇ℎ𝑖𝑔ℎ − 𝑇𝑙𝑜𝑤
𝑒−2 − 1
𝑒−
𝑡
𝜏𝑂𝑁⁄ , 0 ≤ 𝑡 < 𝑡𝑂𝑁                    (4.19) 
Similarly for the OFF period shown in Fig. 4.5, it was also assumed that when 𝑠ℎ(𝑡) =
0, the exponential growth of T reaches Tlow (150 ºC) at 2𝜏𝑂𝐹𝐹. Equation (4.16) is re-
written by (4.20) as the OFF-period starts at 𝑡 = 𝑡𝑂𝑁. 
𝑇(𝑡) = 𝑎2 + 𝑏2𝑒
−
(𝑡−𝑡𝑂𝑁)
𝜏𝑂𝐹𝐹⁄                                                      (4.20) 
Hence, it is obtained that: 
 When 𝑡 − 𝑡𝑂𝑁 = 0 min, 𝑇(𝑡) = 𝑇ℎ𝑖𝑔ℎ (180 ℃ in Fig. 4.5): 
𝑇ℎ𝑖𝑔ℎ = 𝑎2 + 𝑏2                                                              (4.21) 
 When 𝑡 − 𝑡𝑂𝑁 = 𝑡𝑂𝐹𝐹 = 2𝜏𝑂𝐹𝐹, 𝑇(𝑡) = 𝑇𝑙𝑜𝑤 (150 ℃ in Fig. 4.5): 
𝑇𝑙𝑜𝑤 = 𝑎2 + 𝑏2𝑒
−2                                                         (4.22) 
Solving the above two equations, a generic equation of tank temperature for the OFF-
period is obtained: 
𝑇(𝑡) =
𝑇ℎ𝑖𝑔ℎ𝑒
−2 − 𝑇𝑙𝑜𝑤
𝑒−2 − 1
+
𝑇𝑙𝑜𝑤 − 𝑇ℎ𝑖𝑔ℎ
𝑒−2 − 1
𝑒−
(𝑡−𝑡𝑂𝑁)
𝜏𝑂𝐹𝐹⁄ , 𝑡𝑂𝑁 ≤ 𝑡 < 𝑡𝑂𝐹𝐹                (4.23) 
A thermodynamic model of bitumen tanks was therefore developed by deriving 
equations (4.19) and (4.23) for different tanks that have different ON/OFF period and 
time constants. 
A simulation was then carried out on the thermodynamic model of five different 
bitumen tanks over 10 hours in Matlab/Simulink. The power rating of each tank was 40 
kW. The ON/OFF period and time constants of tanks are shown in Table 4.4. In order to 
reflect the diversity amongst tanks, the five tanks were assigned a different initial 
ON/OFF state and different initial temperature by randomising the starting time t in 
(4.19) and (4.23). The temperature curves of each tank are shown in Fig. 4.6. The total 
power consumption of five tanks is shown in Fig. 4.7. 
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TABLE 4.4. Parameters of Each Tank. 
Tanks 1 2 3 4 5 
On period 124 min 165 min 167 min 157 min 47 min 
Off period 351 min 221 min 277 min 336 min 143 min 
𝜏𝑂𝑁 62 min 82 min 83 min 79 min 24 min 
𝜏𝑂𝐹𝐹 176 min 111 min 138 min 168 min 72 min 
 
 
Fig. 4.6. Tank temperature obtained from the thermodynamic model of 5 bitumen tanks 
 
 
Fig. 4.7. Total power consumption of 5 bitumen tanks obtained from the thermodynamic model 
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4.3.2 Validation of the thermodynamic model  
Heating and cooling of a tank is shown in Fig. 4.8(a). The tank is switched ON at Tlow 
(point A) and the tank temperature follows curve AB. Conversely, the tank is switched 
OFF at Thigh (point B) and the tank temperature follows curve BC. However, when a 
tank is used for frequency control, it may be switched ON/OFF at an intermediate 
temperature. In Fig. 4.8(a), the tank is ON at D. If the heater remains ON, temperature 
will follow the curve DB for a time trise until Thigh is reached at B. If the heater is 
switched OFF at D, temperature will follow the curve DE for a time tfall until Tlow is 
reached at E. A similar process occurs as shown in Fig. 4.8 (b) where a tank is initially 
OFF at point M. 
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(a) trise and tfall during the heating of a tank                         (b) trise and tfall during the cooling of a tank 
Fig. 4.8. Illustration of trise and tfall at any temperature of a bitumen tank  
The minimum possible value of trise is zero and occurs when temperature reaches Thigh. 
The maximum possible value of trise is the total ON-period 𝑡𝑂𝑁 when temperature is at 
Tlow. Similarly, the range of tfall is from zero to 𝑡𝑂𝐹𝐹. 
As illustrated in Fig. 4.8, for a tank with known ON and OFF period, a pair of trise and 
tfall are calculated for different temperatures T using the inverse functions of (4.19) and 
(4.23). For each T, the calculated pair of trise and tfall is plotted by a cross in Fig. 4.9(a). 
Using the curve fitting function ‘cftool’ in Matlab, a semi-circle relationship between 
trise and tfall is obtained. The analytical expression is shown by (4.24) and (4.25).  
𝑡rise = 𝑡𝑂𝑁√1 − (
𝑡fall
𝑡𝑂𝐹𝐹
)
2
                                           (4.24) 
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𝑡fall = 𝑡𝑂𝐹𝐹√1 − (
𝑡rise
𝑡𝑂𝑁
)
2
                                          (4.25) 
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Fig. 4.9. Relationship of trise and tfall of a bitumen tank (trise is normalised with 𝑡𝑂𝑁 and tfall is normalised 
with 𝑡𝑂𝐹𝐹) 
trise and tfall were also measured on two 25 kW and two 40 kW real bitumen tanks at 
different times of day. The test results were used to validate the thermodynamic model. 
Fig. 4.9(b) shows the field measurements of trise and tfall at different temperatures of a 40 
kW tank (indicated by the crosses). Other tanks show similar results. It can be seen that 
the relationships in (4.24) and (4.25) which were obtained from the thermodynamic 
model were validated by the field measurements in Fig. 4.9(b).  
4.3.3 Curve-fit Model of bitumen tanks 
A simplified curve-fit model was also developed in Matlab/Simulink. Variations of the 
tank temperature over time were modelled using variations of trise and tfall over time. 
Based on Fig. 4.8, Table 4.5 was used to model the variations of trise and tfall for all the 
possible thermal states. Δt is the time step. Equation (4.27) was based on (4.25) and 
equation (4.28) was based on (4.24). 
 
TABLE 4.5. tON and tOFF of the Curve-fit Model 
Heater State 
Corresponding Curve 
in Fig. 4.8 
Variations of tON and tOFF 
Remain ON at t DB 𝑡rise(𝑡 + ∆𝑡) = 𝑡rise(𝑡) − ∆𝑡                                         (4.26)                                          
𝑡fall(𝑡 + ∆𝑡) = 𝑡𝑂𝐹𝐹 × √1 − [
𝑡rise(𝑡)−∆𝑡
𝑡𝑂𝑁
]
2
                 (4.27)  Switched ON at t MN 
Remain OFF at t MG 
𝑡rise(𝑡 + ∆𝑡) = 𝑡𝑂𝑁 × √1 − [
𝑡fall(𝑡)−∆𝑡
𝑡𝑂𝐹𝐹
]
2
                   (4.28)                  
𝑡fall(𝑡 + ∆𝑡) = 𝑡fall(𝑡) − ∆𝑡                                           (4.29)                                      Switched OFF at t DE 
 
A simulation was carried out using the curve-fit model of five bitumen tanks with a 
power rating of 40 kW over 10 hours. The five tanks were assigned different initial trise 
and tfall in order to reflect the diversity amongst tanks. trise was assigned randomly in the 
range of 0 to 𝑡𝑂𝑁 . tfall was assigned randomly in the range of 0 to 𝑡𝑂𝐹𝐹. The value of 𝑡𝑂𝑁 
was distributed randomly within the range of 42 to 180 min, which was measured on 
different tanks in the field tests. Similarly, 𝑡𝑂𝐹𝐹was distributed randomly within the 
CHAPTER 4 
 
93 
 
range of 60 to 480 min. trise and tfall of the five tanks are shown in Fig. 4.10 and their 
total power consumption is shown in Fig. 4.11. 
 
(a) trise of 5 bitumen tanks. 
 
(b) tfall of 5 bitumen tanks. 
Fig. 4.10. trise and tfall of 5 bitumen tanks 
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Fig. 4.11. Total power consumption of 5 bitumen tanks 
It can be seen that trise in Fig. 4.10(a) decreases linearly according to (4.26) if the heater 
is ON and increases according to (4.28) if the heater is OFF. Tfall in Fig. 4.10(b) 
decreases linearly according to (4.29) if the heater is OFF and increases according to 
(4.27) if the heater is ON. 
4.3.4 Comparison of thermodynamic model and curve-fit model 
Simulations using the thermodynamic model developed by (4.19) and (4.23) and using 
the curve-fit model based on the equations in Table 4.5 were undertaken. Simulation 
results and performance of the two models were compared. 
The first simulation was carried out on both models to simulate the normal operating 
cycle of 500 tanks over 10 h with a simulation time step of 1 s. Table 4.6 shows a 
comparison of the actual time it takes to run the simulation with each model (‘Computer 
Running Time’). The results showed that the curve-fit model has a faster computational 
speed than the thermodynamic model. 
TABLE 4.6. Computational Speed of the Thermodynamic Model and Curve-fit Model for Simulating the 
Normal Operating Cycle of 500 Tanks over 10 Hours. 
Model Number of Tanks Simulation Time Time Step 
Computer Running 
Time 
Thermodynamic Model 
Curve-fit Model 
500 
500 
10 h 
10 h 
1 s 
1 s 
5.5 min 
3.6 min 
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The second simulation was carried out on both models with each tank equipped with the 
frequency controller. 500 tanks were simulated and each tank had a power consumption 
of 40 kW. A frequency profile shown in Fig. 4.12 was injected into the two models. In 
order to compare the two models, the initial states of the two models were set to be 
consistent. Simulation results are shown in Fig. 4.13. 
 
Fig. 4.12. Injected grid frequency profile  
 
 
(a) Power consumption of tanks at the drop of frequency 
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(b) Power consumption of tanks 1 hour after the drop of frequency 
Fig. 4.13. Power consumption of tanks 
It can be seen that the power consumption of tanks in the thermodynamic model was 
similar to that of the tanks in the curve-fit model. Tanks in both models were switched 
OFF when frequency dropped and were reconnected following the frequency recovery. 
The simplified curve-fit model of tanks is able to reflect the thermodynamics of a tank 
accurately. The modelling method avoids the acquisition of physical parameters such as 
the heat coefficient, thermal mass and size of tanks. The only information required is the 
ON/OFF period of the tanks which is easily obtained through field measurements. The 
method can be applied to the modelling of other load types for which thermodynamic 
models are otherwise essential [96]. Therefore, the curve-fit model was used for the 
following studies in this thesis. 
4.4 Field tests on bitumen tanks 
Two groups of field tests were carried out on bitumen tanks by Open Energi. Fig. 4.14 
describes the setting of the field tests. Grid frequency is measured and sent to the device 
(‘Jace630’) of Open Energi Panel. The frequency is then sent to the controller of each 
tank (‘Mitsubishi QX PLC’ in Fig. 4.14). The power consumption of the tank is 
measured and sent back to Open Energi Panel for monitoring.  
For field tests, the Open Energi Panel is able to switch off the sending of grid frequency 
measurement and inject frequency profiles to the controller of each tank instead. 
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Fig. 4.14. Setting of field tests by Open Energi 
4.4.1 Injection of frequency deviations 
A series of field tests were undertaken at different times of day on 22 May 2013. The 
tests were carried out on 42 tanks with power ratings from 17 to 75 kW. Each tank was 
equipped with a frequency controller. The grid frequency input to these frequency 
controllers was replaced by an external frequency signal as described in Table 4.7. 
Power consumption of the 42 tanks was measured during the frequency injections and 
then aggregated to obtain the power consumption of a population of 42 tanks. Results of 
the tests are shown in Figs. 4.15-4.17. 
TABLE 4.7. Description of Injected Frequency Profiles during the Field Tests. 
Frequency Profile Description 
1 Ramp to 50.1 Hz in 10 s and stay at 50.1 Hz for 10 min 
2 Ramp to 50.2 Hz in 10 s and stay at 50.2 Hz for 30 min 
3 Ramp to 50.5 Hz in 10 s and stay at 50.5 Hz for 30 min 
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(a) Power consumption of tanks at the rise of frequency to 50.1 Hz 
 
(b) Power consumption of tanks with frequency at 50.1 Hz for 10 min 
Fig. 4.15. Field tests with the injection of Frequency Profile 1 in Table 4.6 
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(a) Power consumption of tanks at the rise of frequency to 50.2 Hz 
 
(b) Power consumption of tanks with frequency at 50.2 Hz for 30 min 
Fig. 4.16. Field tests with the injection of Frequency Profile 2 in Table 4.6 
 
(a) Power consumption of tanks at the rise of frequency to 50.5 Hz 
 
CHAPTER 4 
 
100 
 
(b) Power consumption of tanks with frequency at 50.5 Hz for 30 min 
Fig. 4.17. Field tests with the injection of Frequency Profile 3 in Table 4.6 
As can be seen, following the ramp up of frequency, the power consumption of tanks 
increased. When frequency was kept at a higher value, the power consumption of tanks 
also stayed at a higher level. Tanks were able to sustain a frequency response for at least 
30 min. 
Comparing the power consumption of tanks in Figs. 4.15-4.17, the greater the frequency 
rises, the higher their power consumption will be. Therefore, tanks were able to provide 
a level of frequency response which was in proportion to the deviations of frequency. 
4.4.2 Field tests on tanks during large frequency disturbances 
A series of field tests were carried out by Open Energi in July 2013 on 76 tanks with 
power ratings from 17 to 75 kW. Two frequency profiles were injected to the frequency 
controller of all the tanks simultaneously. One profile included a frequency rise to 50.5 
Hz and the other included a frequency drop to 49.2 Hz. The profiles were applied 15 
times at different time of day. Power consumption of the 76 tanks was measured during 
the 15 frequency injections. The power consumption of all 76 tanks obtained from the 
15 frequency injections was aggregated to obtain the power consumption of an 
equivalent tank population of 1,140 tanks (76×15). The results are shown in Fig. 4.18 
and Fig. 4.19 for the frequency increase and in Fig. 4.20 and Fig. 4.21 for the frequency 
drop. 
The curve-fit tank model presented in section 4.3 was used to simulate the field tests. 
The two frequency profiles were applied to an aggregation of 1,140 tank models. The 
aggregated power consumption of modelled tanks was compared to that of the field tests 
as shown in Figs. 4.18-4.21. 
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Fig. 4.18. Response of the 1,140 tanks to the frequency rise 
 
Fig. 4.19. Response of the 1,140 tanks 30 minutes after the frequency rise 
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Fig. 4.20. Response of the 1,140 tanks to the frequency drop 
 
Fig. 4.21. Response of the 1,140 tanks 30 minutes after the frequency drop 
As shown in Figs. 4.18-4.21, the results obtained from the field tests and simulation 
show similar power consumption of tanks upon frequency disturbances. The slight 
differences in power consumption were caused by different initial states of the tested 
and modelled tanks and also the randomisation of FON and FOFF in their frequency 
controller. 
Fig. 4.18 shows that, when frequency rose, some tanks in OFF state were switched ON. 
After the frequency rise, the tanks reverted back to their previous OFF state following 
frequency recovery, as shown by Fig. 4.19.  
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Fig. 4.20 shows that, when frequency dropped, some tanks in ON state were switched 
OFF. After the frequency drop, the tanks reverted back to their previous ON state 
following frequency recovery, as shown in Fig. 4.21.  
In both cases, the delay in tanks being switched in response to frequency deviations was 
measured in the field tests as 0.7 s. This is much faster than the governor response of 
generators (fully delivered in 5-10 s). 
When frequency was below 50 Hz, the power consumption of tanks was lower than its 
pre-event level at all times. At around 800 s in Fig. 4.21, power consumption of tanks 
returned to the pre-event level. This was because most low frequency tests were 
undertaken in the early morning (2 am). At this time of day, many tanks were close to 
the minimum temperature limit and were ready to be switched ON to take advantage of 
the lower electricity price overnight (e.g. British Summer Time 1:30 am – 8:30 am). 
Hence, after the drop in frequency, these tanks were switched ON while the price of 
electricity was low. 
4.5 Case studies on the GB power system 
Case studies were carried out in order to assess a number of scenarios where bitumen 
tanks are connected to the GB power system. The tank model used was that presented in 
Section 4.3.3. An aggregated model of 5,000 tanks was connected to the GB power 
system model as illustrated in Section 3.4. The power rating of each tank was 40 kW. 
The integrated model is shown in Fig. 4.22. 
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Fig. 4.22. Simplified GB power system model with the connection of 5,000 bitumen tank models 
4.5.1 Simulation of sudden loss in generation 
A case study was carried out for a low system demand of 20 GW on a summer night. A 
generation loss of 1,320 MW (ΔPloss = 0.066 pu in Fig. 4.22) was applied to the model 
in Fig. 4.22 at 90 s.  
Two sets of simulation results, one with tank response and one without tank response, 
are compared in Figs. 4.23-4.25. In these figures f represents the grid frequency, Pt is 
the power consumption of tanks, ΔPt is the change in power consumption of tanks, i.e. 
the tanks’ response, and ΔPg represents the total power change of generators. 
 
Fig. 4.23. Variations of grid frequency 
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Fig. 4.24. Change of power output of generators and power consumption of tanks 
 
Fig. 4.25. Power consumption of tanks 30 minutes after the frequency drop 
Fig. 4.23 shows the frequency after the loss of generation. Fig. 4.24 shows the change 
of power of generators (see the left axis) and the power consumption of tanks (see the 
right axis). The power consumption of tanks reduced almost immediately following the 
drop of frequency at 90 s. With the 72 MW of load change from 5,000 tanks, the 
maximum drop in frequency reduced by 0.05 Hz (from 49.34 to 49.39 Hz). The change 
of generator output was also reduced. 
When frequency started to recover, tanks that had been disconnected were not 
reconnected immediately. These tanks remained OFF for at least the minimum OFF-
time of 25 s before they were reconnected. Fig. 4.25 shows the increase of the power 
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consumption of tanks (see the left axis) following the recovery of frequency (see the 
right axis). 
Using bitumen tanks to respond to frequency drops causes a shift of their ON/OFF 
cycles because tanks are switched OFF earlier than they otherwise would be. This leads 
to unconventional variations of their heating process. However, if the tank temperature 
T stays within the range set by the tank operator, then the shift of ON/OFF cycle will 
have little adverse impact for the user. 
The original ON/OFF state and T of two tanks (Tank 1 and Tank 2) (without a loss of 
generation applied) are shown in Figs. 4.26-4.29. The original ON/OFF states and T 
were compared with those of the same tanks when a loss of generation was applied in 
simulation. The comparison of ON/OFF cycles is shown in Fig. 4.26 and Fig. 4.28. The 
comparison of T is shown in Fig. 4.27 and Fig. 4.29. 
 
Fig. 4.26. ON/OFF state of Tank 1 
 
Fig. 4.27. Variations of temperature of Tank 1 
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Fig. 4.28. ON/OFF state of Tank 2 
 
Fig. 4.29. Variations of temperature of Tank 2 
Fig. 4.26 and Fig. 4.27 show the ON/OFF state and temperature of Tank 1. With the 
drop of frequency, at 1.51 min, Tank 1 was switched OFF earlier than that it would have 
been in its standard cycle. With the recovery of frequency, Tank 1 reverted quickly back 
to ON state at 2.1 min. The shift of the ON/OFF cycle caused by the simulated 
frequency drop was slight. Therefore, the temperature of Tank 1 stayed within its pre-
set range. 
Fig. 4.28 and Fig. 4.29 show the ON/OFF state and temperature of Tank 2. It can be 
seen Tank 2 was switched OFF at 1.53 min and did not revert back to ON until 10 min. 
The temperature of Tank 2 also stayed within its range. The ON/OFF cycle was shifted 
as it was switched OFF earlier. However, such a shift of ON/OFF cycle may also occur 
during the normal operation of tanks, e.g. when adding bitumen to the tanks.  
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By comparing the normal operation of the two tanks (‘without f drop’) with those in a 
case of frequency drop (‘with f drop’) in Fig. 4.26 and Fig. 4.28, it is also shown that, 
following the recovery of frequency, tanks were reverted back to ON state gradually 
rather than simultaneously.  
4.5.2 Simulation of sudden loss in demand 
A case study was carried out by applying a sudden demand loss of 1,000 MW (ΔPloss = 
0.05 pu) to the model in Fig. 4.22 at 90 s. A low system demand of 20 GW for a 
summer night was used. Simulation results are shown in Figs. 4.30-4.32. 
 
Fig. 4.30. Variations of grid frequency 
 
Fig. 4.31. Change of power output of generators and power consumption of tanks 
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Fig. 4.32. Power consumption of tanks 30 minutes after the frequency drop 
Fig. 4.30 shows the rise of frequency after the sudden loss in demand. Fig. 4.31 shows 
the change of power output of generators (see the left axis) and the power consumption 
of tanks (see the right axis). The power consumption of tanks increased almost 
immediately following the frequency increase. The total increase in the power 
consumption of 5,000 tanks was 138 MW when frequency increased to 50.39 Hz. 
Without the load increase, frequency reached a maximum value of 50.42 Hz. Frequency 
deviations was reduced with the load change of tanks. Variations of the power output of 
frequency-sensitive generators also reduced.  
When frequency started to recover, tanks that had been switched ON did not revert back 
to OFF state immediately. These tanks remained ON for at least the minimum ON-time 
of 25 s. 
As shown in Fig. 4.31, there was an increase in the power consumption of tanks at 110 s. 
When generators provide response to sudden variations of frequency, there may be an 
overshoot of power output before the steady state is reached. Such overshoots lead to 
fluctuations in grid frequency. Therefore, tanks increased their loads at 110 s so as to 
follow the increase in frequency at 110 s.  
Fig. 4.32 shows the power consumption of tanks (see the left axis) during the recovery 
of grid frequency (see the right axis). Power consumption of tanks reduced gradually 
following the frequency recovery.  
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The influence of frequency rise on the primary functions of tanks is shown in Figs. 
4.33-4.34. The original ON/OFF state and T of a tank (Tank 3) (without a loss of 
demand applied) were compared with those of the same tank when a loss of demand 
was applied in simulation. The comparison of ON/OFF cycle is shown in Fig. 4.33 and 
the comparison of T is shown in Fig. 4.34. 
 
Fig. 4.33. ON/OFF state of Tank 3 
 
Fig. 4.34. Variations of temperature of Tank 3 
As can be seen, tank 3 was switched ON at the time of the frequency rise (1.53 min) and 
reverted back OFF at 2 min (120 s). The shift of its ON/OFF cycle was barely 
perceptible, as shown in Fig. 4.33. The tank temperature stayed within its pre-set range. 
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4.5.3 Simulation of consecutive loss of two generators 
A case study was undertaken for a multiple loss of generators. The case was based on 
the severe frequency incident of 28 May 2008 as presented in Case 3.3 of Section 3.5.3.  
The GB power system model was similar to that used in Case 3.3 of Section 3.5. 5,000 
tank models (as illustrated in Section 4.3.3), each with a power rating of 40 kW, were 
connected to the GB power system model. The loss of the first generator of 345 MW at 
90 s and the loss of the second generator of 1,237 MW at 185 s were applied to the 
model. Simulation results, one with tank response and one without tank response are 
compared in Figs. 4.35 and 4.36. Fig. 4.37 gives the power consumption of tanks 
following the frequency recovery. 
 
Fig. 4.35. Variations of grid frequency 
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Fig. 4.36. Change of power output of generators and power consumption of tanks 
 
 
Fig. 4.37. Power consumption of tanks after the drop of frequency 
Fig. 4.35 shows the variations of grid frequency. Fig. 4.36 shows the change of power 
output of generators (see the left axis) and the power consumption of tanks (see the right 
axis). After the loss of the 314 MW generator, power consumption of tanks reduced by 
20 MW. Following the loss of 1,237 MW generator, power consumption of tanks 
reduced by a further 60 MW. The frequency dropped to 49.23 Hz. Without response of 
tanks, the frequency dropped to 49.19 Hz. The change of power output of frequency-
sensitive generators also decreased. 
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As frequency started to recover, tanks were not reconnected until frequency returned to 
above 49.5 Hz at 380 s. This was because the trigger frequency FOFF of tanks, as 
illustrated in Section 4.2, was set in the range of 49.5-50 Hz. Therefore, when frequency 
returned to above 49.5 Hz, tanks started to be reconnected in sequence. 
Fig. 4.37 shows the power consumption of tanks (see the left axis) and the grid 
frequency (see the right axis). The lost thermal energy of tanks caused by the periods of 
sustained low frequency (90 s-30 min) was restored gradually after the incident (30-200 
min). 
4.6 Conclusions 
A decentralised frequency controller allows bitumen tanks to change their power 
consumption in proportion to deviations of grid frequency. Each tank has an equal 
possibility of responding to frequency deviations. The frequency control does not 
interfere with the primary function of a tank for the storage of hot bitumen. 
Field tests were undertaken on a population of bitumen tanks in order to validate the 
frequency control of tanks. Different deviations of grid frequency were injected to the 
frequency controller of tanks and the deviations in frequency were sustained for 30 
minutes. Test results showed that tanks were able to sustain a frequency response for at 
least 30 minutes. The higher the deviations of frequency, the higher number of tanks 
responds.  
A simplified thermodynamic model of a tank was developed and validated through field 
measurements. A simplified curve-fit model of a tank was also developed based on the 
field measurements. The performance of the two models was compared. The curve-fit 
model was then used for simulations because it has faster computational speed than the 
other. An aggregated model of tanks equipped with frequency control was developed 
and verified against the field tests. The tank model behaved similarly to the tanks in the 
field tests. 
The aggregated model of tanks was then integrated into the simplified GB power system 
model. Case studies showed that deviations of grid frequency were reduced with the 
immediate load change of tanks. The power change of frequency-sensitive generators 
also decreased. 
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The load change of 72 MW from 5,000 tanks was small in the context of the GB power 
system. However, if such frequency control is applied to other types of loads, their 
contribution to reducing frequency deviations will be considerable. This type of 
frequency control of loads will provide an effective alternative to the frequency 
response service currently provided mainly by frequency-sensitive generators. 
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Chapter 5 Demand Aggregation for Frequency Response Service 
 
 
 
Demand Aggregation for 
Frequency Response Service 
 
 
The differences in the frequency controller of refrigerators and of bitumen tanks are 
discussed. The availability of the two types of loads to provide frequency control 
without undermining their primary functions was analysed. Field investigations were 
then carried out by Open Energi to measure the availability of refrigerators and of 
bitumen tanks at different time of day. Using the measured availability, the number of 
refrigerators and bitumen tanks to be aggregated in order to provide a certain amount of 
frequency response service to the system operator was calculated.  The availability of 
refrigerators and of bitumen tanks for grid frequency control was then modelled. 
Variations of the availability during and after frequency incidents were simulated. 
Results showed that the aggregated loads were available to provide frequency control 
dynamically and hence to participate in the Firm Frequency Response service of the GB 
power system. 
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5.1 Introduction 
Previous chapters have verified that domestic refrigerators and industrial bitumen tanks 
are able to provide frequency control in the power system. However, the frequency 
response from each load is invisible to the system operator. The power consumption of 
each unit is usually quite small and hence the frequency response from each unit. To 
allow the frequency response from loads to be visible and adopted by the system 
operator, loads need to be aggregated in order to provide certain amount of frequency 
response. 
The number of domestic refrigerators and industrial bitumen tanks to be aggregated for 
the provision of a certain amount of frequency response was evaluated. These 
frequency-responsive loads will then be able to participate in the frequency response 
service of the GB power system.  
5.2 Comparison of frequency controller of refrigerators and 
of bitumen tanks 
In order to clarify the capability of refrigerators and bitumen tanks to provide grid 
frequency control, the frequency controller for refrigerators in Chapter 3 and for 
bitumen tanks in Chapter 4 were compared before aggregation. 
The difference in the following two inherent characteristics of refrigerators and of 
bitumen tanks led to the different design of their frequency controllers.  
Firstly, bitumen tanks have much longer ON/OFF cycles than those of refrigerators. 
This is depicted in Fig. 5.1. Depending on the stored contents, size and insulating 
materials, the typical ON/OFF cycle of a refrigerator is 15 min/ 45 min [73] while the 
ON/OFF cycle of a bitumen tank can be quite long. Based on the measurements of 
ON/OFF cycle carried out by Open Energi, depending on the user, the ON cycle of 
bitumen tanks can be within 30 min to 3 h and the OFF cycle can be 1 h to 9 h.  
Secondly, the temperature difference between set-points (Thigh and Tlow) of a tank 
(typically within 30 ºC) is much higher than that of a refrigerator (typically 1-2 ºC) as 
shown in Fig. 5.1. The variation of internal temperature (T) of a bitumen tank has a 
wider range than the variation of cavity temperature (TCa) of a refrigerator. 
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Fig. 5.1. ON/OFF cycle and temperature of a refrigerator and a bitumen tank 
5.2.1 Response to a frequency incident 
The required timescale of frequency response in the GB power system is within 10 s 
and can be as long as 30 min. Hence, a load will be switched OFF for a drop in 
frequency and may have to remain OFF for 30 min. For refrigerators, the 30-min 
interruption will cause TCa of a number of refrigerators to reach their Thigh. These 
refrigerators have to be reconnected and other refrigerators then have to be switched 
OFF for further frequency response. For bitumen tanks, which have a much longer OFF 
cycle, the 30-min interruption is not expected to cause large variations in tank 
temperature T. A tank is usually capable of sustaining a 30-min interruption. 
Therefore for refrigerators, the cavity temperature TCa is used to determine which 
refrigerator is switched ON/OFF first in response to frequency deviations. As illustrated 
in Section 3.3, following a drop in frequency, refrigerators are switched OFF starting 
from the one that has the lowest TCa. Following a rise in frequency, refrigerators are 
switched ON starting from the one that has the highest TCa. Hence, the number of 
refrigerators to be switched ON/OFF in response to frequency deviations is reduced. 
For bitumen tanks, the internal temperature T is not considered to determine the order of 
switching the tanks. As presented in Section 4.2, following frequency deviations, tanks 
are triggered sequentially from the one having a trigger frequency closest to 50 Hz. 
5.2.2 Recovery from a frequency incident 
After a frequency drop incident, following the recovery of frequency, TCa of some 
refrigerators may have reached their Thigh and reconnected. If frequency recovers fast, 
refrigerators will be triggered ON starting from the one with the highest TCa (early 
switching action illustrated in Section 3.3). This allows refrigerators to complement 
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their lost thermal energy for frequency response. Also, the recovery of power 
consumption of refrigerators following the recovery of frequency ensures the linear 
relationship between the frequency deviations and load change. Similar rules apply to 
the recovery of power consumption of refrigerators from a frequency rise incident.  
As the ON/OFF cycle of tanks is much longer, following the frequency recovery from a 
frequency drop incident, temperature of most tanks is not expected to reach their 
temperature set-point and reconnect. If frequency recovers, tanks need to be switched 
ON to ensure the linear relationship between the frequency deviations and load change. 
Therefore, as presented in Section 4.2, the tank which switched OFF first is controlled 
to revert back ON first. This also maintains equal opportunities for each tank to be 
switched. The interruption of power supply of each tank is minimised. Similar rules 
apply to the recovery of power consumption of tanks from a frequency rise incident. 
Domestic refrigerators are a load type with a short ON/OFF cycle while industrial 
bitumen tanks are a load type with a long ON/OFF cycle. Using type-specific frequency 
controllers, both types of loads provide frequency response similar to that is provided 
by droop control of frequency-sensitive generators. Therefore, the higher the number of 
refrigerators and tanks that are aggregated, the larger the spinning reserve capacity of 
frequency-sensitive generators they can replace. 
5.3 Demand availability at different time of day 
At a given time, only a fraction of loads are in ON-state and consuming power, and 
therefore are available to be switched OFF for drops in frequency and vice versa for 
rises in frequency. The system operator needs to be notified of the availability of 
demand to provide frequency response as it varies with time. Then the system operator 
is able to estimate and despatch the amount of frequency response that demand can 
deliver. 
Ref [16] used domestic appliances to provide frequency response. To maintain 
frequency within its steady-state limits, the amount of frequency response that is 
required from domestic appliances at different time of day was estimated. Ref. [95] used 
Electric Vehicles (EVs) to provide frequency response in the power system. The amount 
of frequency response from EVs showed a temporal distribution over a day. 
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5.3.1 Analysis of demand availability 
Demand availability in this chapter is defined as the percentage of loads that is available 
for frequency response without compromising their primary functions. Demand 
availability was divided into low response availability (LRA) and high response 
availability (HRA). It was assumed that each refrigerator and bitumen tank in the UK is 
equipped with a frequency controller. LRA is the percentage of loads that is available to 
be switched OFF at a given time for drops in frequency. Similarly, HRA is the 
percentage of loads that is available to be switched ON for rises in frequency. 
In order not to undermine the conventional control of loads, at any time, only loads with 
a temperature within their high and low set-points are available for frequency response. 
As discussed in Section 3.2, this avoids the temperature of a load exceeding its pre-
defined limits.  
There are also constraints associated with the ON/OFF state of loads. In the case of 
refrigerators, a minimum ON/OFF time limited by the pressure in the refrigeration cycle 
is required. Bitumen tanks have limits of minimum ON/OFF time and maximum 
number of switches per hour. These are required to avoid frequent switching actions 
which may damage the heater.  
5.3.2 Field investigations on demand availability at different time of 
day 
Availability of refrigerators and of bitumen tanks at different time of day was measured 
through field investigations carried out by Open Energi. 
a) Field investigations on refrigerators 
The major factor that influences the ON/OFF cycle of refrigerators is the ambient 
temperature. In summer, refrigerators consume more electrical energy to cool down the 
stored food than during the winter. The period of an ON cycle in summer is longer than 
it is in winter. More refrigerators are available to be switched OFF in summer. 
Therefore, LRA of refrigerators (LRAr) in summer is higher than it is in winter while 
HRA of refrigerators (HRAr) in summer is lower than it is in winter. 
Field investigations to measure LRAr and HRAr of refrigerators were undertaken from 
October 2011 to March 2012. The investigations were carried out on 1,000 refrigerators 
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in UK homes including different types of fridge-freezers covering almost 80% of the 
UK market. The average LRAr and HRAr at each hour over a day is shown in Fig. 5.2. 
LRAr and HRAr were nearly constant over a day and were estimated to be an average of 
15.8% and 52% on a winter day. Refrigerator doors are opened more frequently at the 
time people cook an evening meal which causes a slightly increased number of 
refrigerators to start cooling. Therefore, LRAr was slightly higher between 17:00 and 
21:00. 
 
Fig. 5.2. HRA and LRA of refrigerators over a winter day 
A seasonal effect on the ON/OFF cycle of refrigerators is noticeable. The seasonal 
effect on the energy consumption of cold appliances for a year was estimated by DECC 
[96]. The average consumption of a year was set to be 1. The average consumption of 
each week of the year was then used to calculate the seasonal factor as shown in Fig. 5.3. 
Seasonal factor for winter Swinter is 0.75 at week 1. Summer has a seasonal factor Ssummer 
of 1.12 at week 29.  
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Fig. 5.3. Seasonal effect on the energy consumption of cold appliances obtained from DECC (modified 
figure based on [96]) 
Using LRAr and HRAr that were obtained from the field measurements in winter as 
shown in Fig. 5.2 (𝐿𝑅𝐴𝑟
𝑤𝑖𝑛𝑡𝑒𝑟and 𝐻𝑅𝐴𝑟
𝑤𝑖𝑛𝑡𝑒𝑟) and the seasonal factors, LRAr and HRAr 
for a summer day (𝐿𝑅𝐴𝑟
𝑠𝑢𝑚𝑚𝑒𝑟 , 𝐻𝑅𝐴𝑟
𝑠𝑢𝑚𝑚𝑒𝑟) were calculated: 
𝐿𝑅𝐴𝑟
𝑠𝑢𝑚𝑚𝑒𝑟 = 𝐿𝑅𝐴𝑟
𝑤𝑖𝑛𝑡𝑒𝑟 ×
𝑆𝑠𝑢𝑚𝑚𝑒𝑟
𝑆𝑤𝑖𝑛𝑡𝑒𝑟
                                          (5.1) 
𝐻𝑅𝐴𝑟
𝑠𝑢𝑚𝑚𝑒𝑟 = 𝐻𝑅𝐴𝑟
𝑤𝑖𝑛𝑡𝑒𝑟 ×
𝑆𝑤𝑖𝑛𝑡𝑒𝑟
𝑆𝑠𝑢𝑚𝑚𝑒𝑟
                                         (5.2) 
The estimated LRAr and HRAr for a summer day were obtained and are shown in Fig. 
5.4. The averaged LRAr was 23.6% and the averaged HRAr was 34.8%. 
 
Fig. 5.4. LRAr and HRAr of refrigerators over a summer day 
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b) Field investigations on bitumen tanks 
The major factor that influences the ON/OFF state of bitumen tanks is the price of 
electricity. Most bitumen tank owners switch ON their tanks when the price of 
electricity is low in early morning. Therefore, LRA of bitumen tanks (LRAb) is higher 
when the electricity price is low. HRA of bitumen tanks (HRAb) is higher when the 
electricity price is high during the day.  
Field investigations to measure LRAb and HRAb of 76 bitumen tanks were undertaken 
over 1 month (14/09/2013-13/10/2013). The averaged records of LRAb and HRAb at half 
hourly intervals in a day are shown in Fig. 5.5. In the early morning, LRAb was around 
19.3% and HRAb was around 51.8%. During the day, LRAb fell to around 5% and HRAb 
was around 68%. 
 
Fig. 5.5. HRAb and LRAb of bitumen tanks over a day 
Data from field measurements of bitumen tanks in Fig. 5.5 shows that, at any particular 
time, there were a number of units (approximately 28.5%) that were unavailable to 
provide either high frequency response or low frequency response. These tanks were 
unavailable because of having exceeded the maximum number of switches per hour or 
of being outside the temperature limits. 
5.3.3 Model of demand availability 
a) Availability of refrigerators 
Refrigerators that are available for low frequency response and high frequency response 
were modelled based on the thermodynamic model of refrigerators presented in Section 
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3.2. A refrigerator with cavity temperature TCa within the limits of its high set-point 
(Thigh) and low set-point (Tlow) is available for frequency response. The minimum 
ON/OFF time (𝑡𝑂𝑁−𝑠
𝑚𝑖𝑛  and 𝑡𝑂𝐹𝐹−𝑠
𝑚𝑖𝑛 ) of the compressor is required. Therefore, refrigerators 
that are available for low frequency response RLRA and for high frequency response RHRA 
are determined by (5.3)-(5.4). 
𝑅𝐿𝑅𝐴(𝑡) ∈ {(𝑠𝑐(𝑡) = 1) ∩ (𝑇𝑙𝑜𝑤 < 𝑇𝐶𝑎(𝑡) < 𝑇ℎ𝑖𝑔ℎ) ∩ (𝑡𝑂𝑁−𝑠(𝑡) > 𝑡𝑂𝑁−𝑠
𝑚𝑖𝑛 )}           (5.3) 
𝑅𝐻𝑅𝐴(𝑡) ∈ {(𝑠𝑐(𝑡) = 0) ∩ (𝑇𝑙𝑜𝑤 < 𝑇𝐶𝑎(𝑡) < 𝑇ℎ𝑖𝑔ℎ) ∩ (𝑡𝑂𝐹𝐹−𝑠(𝑡) > 𝑡𝑂𝐹𝐹−𝑠
𝑚𝑖𝑛 )}       (5.4) 
where sc is compressor state, 𝑡𝑂𝑁−𝑠 is ON time of a refrigerator and 𝑡𝑂𝐹𝐹−𝑠 is OFF time 
of a refrigerator. 
Therefore, LRAr and HRAr of refrigerators are derived as: 
𝐿𝑅𝐴𝑟(𝑡) =
𝑛𝑢𝑚𝑏𝑒𝑟 𝑜𝑓 𝑟𝑒𝑓𝑟𝑖𝑔𝑒𝑟𝑎𝑡𝑜𝑟𝑠 𝑏𝑒𝑙𝑜𝑛𝑔 𝑡𝑜 𝑅𝐿𝑅𝐴(𝑡)
𝑡𝑜𝑡𝑎𝑙 𝑛𝑢𝑚𝑏𝑒𝑟 𝑜𝑓 𝑟𝑒𝑓𝑟𝑖𝑔𝑒𝑟𝑎𝑡𝑜𝑟𝑠
× 100%           (5.5) 
𝐻𝑅𝐴𝑟(𝑡) =
𝑛𝑢𝑚𝑏𝑒𝑟 𝑜𝑓 𝑟𝑒𝑓𝑟𝑖𝑔𝑒𝑟𝑎𝑡𝑜𝑟𝑠 𝑏𝑒𝑙𝑜𝑛𝑔 𝑡𝑜 𝑅𝐻𝑅𝐴(𝑡)
𝑡𝑜𝑡𝑎𝑙 𝑛𝑢𝑚𝑏𝑒𝑟 𝑜𝑓 𝑟𝑒𝑓𝑟𝑖𝑔𝑒𝑟𝑎𝑡𝑜𝑟𝑠
× 100%         (5.6) 
b) Availability of bitumen tanks 
Bitumen tanks that are available for low frequency response and high frequency 
response were modelled based on the curve-fit model presented in Section 4.3.3. Tank 
temperature (T) within the limits of its high set-point (Thigh) and low set-point (Tlow) is 
equivalent to its tON and tOFF within their ranges of 0-𝑃𝑂𝑁 and 0-𝑃𝑂𝐹𝐹. A tank also has 
constraints of minimum ON/OFF time (𝑡𝑂𝑁−𝑠
𝑚𝑖𝑛  and 𝑡𝑂𝐹𝐹−𝑠
𝑚𝑖𝑛 ) and maximum number of 
switches per hour (𝑁𝑠
𝑚𝑎𝑥). Bitumen tanks available for low frequency response BLRA and 
for high frequency response BHRA are determined by: 
𝐵𝐿𝑅𝐴(𝑡) ∈ {
(𝑠ℎ(𝑡) = 1) ∩ (0 < 𝑡𝑂𝑁(𝑡) < 𝑃𝑂𝑁) ∩ …
(𝑡𝑂𝑁−𝑠(𝑡) > 𝑡𝑂𝑁−𝑠
𝑚𝑖𝑛 ) ∩ (𝑁𝑠(𝑡) < 𝑁𝑠
𝑚𝑎𝑥)
}                            (5.7) 
𝐵𝐻𝑅𝐴(𝑡) ∈ {
(𝑠ℎ(𝑡) = 0) ∩ (0 < 𝑡𝑂𝐹𝐹(𝑡) < 𝑃𝑂𝐹𝐹) ∩ …
(𝑡𝑂𝐹𝐹−𝑠 > 𝑡𝑂𝐹𝐹−𝑠
𝑚𝑖𝑛 ) ∩ (𝑁𝑠(𝑡) < 𝑁𝑠
𝑚𝑎𝑥)
}                          (5.8) 
where sh is heater state, 𝑡𝑂𝑁−𝑠 is ON time of a tank, 𝑡𝑂𝐹𝐹−𝑠 is OFF time of a tank and 𝑁𝑠 
is the number of switches per hour. 
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Therefore, LRAb and HRAb of bitumen tanks are: 
𝐿𝑅𝐴𝑏(𝑡) =
𝑛𝑢𝑚𝑏𝑒𝑟 𝑜𝑓 𝑡𝑎𝑛𝑘𝑠 𝑏𝑒𝑙𝑜𝑛𝑔 𝑡𝑜 𝐵𝐿𝑅𝐴(𝑡)
𝑡𝑜𝑡𝑎𝑙 𝑛𝑢𝑚𝑏𝑒𝑟 𝑜𝑓 𝑡𝑎𝑛𝑘𝑠
× 100%                         (5.9) 
𝐻𝑅𝐴𝑏(𝑡) =
𝑛𝑢𝑚𝑏𝑒𝑟 𝑜𝑓 𝑡𝑎𝑛𝑘𝑠 𝑏𝑒𝑙𝑜𝑛𝑔 𝑡𝑜 𝐵𝐻𝑅𝐴(𝑡)
𝑡𝑜𝑡𝑎𝑙 𝑛𝑢𝑚𝑏𝑒𝑟 𝑜𝑓 𝑡𝑎𝑛𝑘𝑠
× 100%                     (5.10) 
5.4 Demand aggregation for frequency response service 
5.4.1 Potential response from all refrigerators and bitumen tanks 
According to the investigation of Open Energi, there were approximately 40 million 
refrigerators connected to the GB power system in 2008. Approximately 500 bitumen 
tanks were connected to the GB power system in 2012. Each refrigerator has a typical 
power consumption of 0.1 kW and each bitumen tank has a typical power consumption 
of 40 kW. It was assumed that all the refrigerators and bitumen tanks are equipped with 
a type-specific frequency controller. Considering their availability over a day in Section 
5.3.2, the total available load change at different time of day in response to frequency 
was estimated and is shown in Fig. 5.6.  
 
Fig. 5.6. Available frequency response from all refrigerators and bitumen tanks over a day 
According to Fig. 5.6, the potential frequency response from refrigerators and tanks is 
considerable. On a winter day, these refrigerators and tanks were available to provide a 
minimum of 2,000 MW load increase and 500 MW load reduction. On a summer day, a 
minimum of 1,300 MW load increase and 800 MW load reduction were possible. It can 
be observed that the load increase is always greater than load reduction because both 
types of loads have a much longer OFF cycle than ON cycle. 
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5.4.2 Demand aggregation for Firm Frequency Response (FFR) service 
In the GB power system, loads are able to provide frequency response services through 
Frequency Control by Demand Management (FCDM) and Firm Frequency Response 
(FFR) [18]. FCDM is the interruption of contracted demand when frequency 
transgresses the low frequency relay (typically at 49.7 Hz) [26]. This is regarded as a 
static response. However in this thesis, the frequency controller of either refrigerators or 
tanks aims to provide a dynamic response which varies their power consumption in 
proportion to frequency deviations. Therefore, refrigerators and tanks are able to 
provide frequency response service through FFR which includes both dynamic and non-
dynamic response [25].  
It is a technical requirement of FFR service that a minimum amount of 10 MW of 
frequency response is delivered. The power consumption of each refrigerator and of 
each tank is small. Therefore, a load aggregator will need access to a certain minimum 
number of refrigerators and tanks to aggregate so that more than 10 MW of frequency 
response is provided. 
Demand availability at different time of day has to be considered by a load aggregator 
when planning the number of loads to be equipped with a frequency controller. 
Therefore, the number of each type of load to be aggregated for the provision of a 10 
MW FFR service over a day was estimated using their measured demand availability 
shown in Fig. 5.2 and Fig. 5.5.  
In Fig. 5.5, the demand availability over a day is separated into 4 periods: 00:00 – 04:00, 
04:00 – 06:00, 06:00 – 22:00 and 22:00 – 00:00. For each of the four periods, the 
number of refrigerators (Nr) and bitumen tanks (Nb) that are required to be aggregated 
and to provide FFR was estimated using (5.11).  
𝐿𝑅𝐴𝑟 ×𝑁𝑟 × 𝑃𝑟 + 𝐿𝑅𝐴𝑏 × 𝑁𝑏 × 𝑃𝑏 ≥ 10 (𝑀𝑊)                    (5.11) 
P is the power consumption of each load with subscripts r indicating refrigerator and b 
indicating bitumen tank. Pb is 40 kW and Pr is 0.1 kW. The values of LRAr and LRAb 
are the averaged value of the four periods given in Fig. 5.2 and Fig. 5.5. They are listed 
in Table 5.1.  
Equation (5.11) was used to estimate the required number of loads to provide low 
frequency response. Because LRA is always lower than HRA, if the estimated number of 
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loads is able to provide load reduction of greater than 10 MW, it will inevitably provide 
load increase of greater than 10 MW. The estimated combination of Nr and Nb for the 
provision of load reduction of more than 10 MW was calculated and is depicted in Fig. 
5.8. 
TABLE 5.1. LRAr and LRAb at Different Time of a Day 
Period Time of a day LRAr LRAb 
1 00:00 – 04:00 0.145 0.193 
2 04:00 – 06:00 0.138 0.101 
3 06:00 – 22:00 0.163 0.046 
4 22:00 – 00:00 0.164 0.111 
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Fig. 5.7. Scheme of number of tanks and refrigerators to be combined for power reduction of more than 
10 MW 
The curves in Fig. 5.7 provide a scheme to estimate the minimum number of 
refrigerators required if a load aggregator has access to a certain number of bitumen 
tanks. The points in the shaded area show the possible combinations of numbers of 
refrigerators and numbers of bitumen tanks that are necessary to be aggregated in order 
to provide frequency response of greater than 10 MW over a day. For example, the 
intersection point of curve ‘04:00 – 06:00’ and curve ‘06:00 – 22:00’ indicates an 
aggregation of 600 bitumen tanks and 546,179 refrigerators (1.37% of domestic 
refrigerators in the GB power system). If a load aggregator has access to 600 bitumen 
tanks, it requires access to at least 546,179 refrigerators in order to participate in the 
Firm Frequency Response service over a day.  
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The payment structure of FFR service is shown in Table 5.2 [97]. FFR has a four-part 
payment structure. However, a participant does not have to tender for all four types of 
payments. A load aggregator of refrigerators and bitumen tanks in this thesis provides 
dynamic frequency response autonomously without receiving instructions from the 
system operator. Therefore, it can receive the availability fee. 
TABLE 5.2. Payment Structure of Firm Frequency Response Service [97].  
Type of payment Description 
Availability fee (£/hr) 
the hours for which a provider has tendered to make the 
service available for 
Utilisation 
fee 
Window 
Initiation 
fee 
(£/window) 
for each FFR window that National Grid  instructs within 
the tendered frame 
Nomination 
fee (£/hr) 
a holding fee for each hour utilised within FFR nominated 
windows 
Tendered Window 
Revision fee (£/hr) 
National Grid notifies providers of window nominations in 
advance and, if provider allows, this payment is payable if 
National Grid subsequently revises this nomination 
Response Energy fee 
(£/MWh) 
actual response energy provided in the nominated window 
 
A load aggregator is also able to tender for the FFR service for several hours of a day. 
For example, if a load aggregator has access to 600 bitumen tanks and fewer than 
546,179 refrigerators, it is still able to tender for the periods 22:00 – 00:00 and 00:00 – 
04:00 as long as the number of refrigerators is at least the number stipulated by the 
correlating curves in Fig. 5.7. 
5.4.3 Demand aggregation for FFR service: managing uncertainties 
Table 5.1 shows the measured demand availability for frequency response at different 
time of day. However, in practice, there is expected to be a greater level of uncertainties 
in the demand availability. Considering the uncertainties, the number of each type of 
loads to be aggregated was determined for the provision of frequency response of 
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greater than 10 MW with a certain level of confidence. Chance-constrained 
programming [98] was used.  
Chance-constrained programming describes constraints in the form of probable levels of 
attainment or confidence. If 𝛼 is a pre-set confidence level determined by a decision 
maker, this indicates that a constraint is required to have a probability of satisfaction of 
𝛼. 
The chance constraint is generally formulated as [99]: 
?⃗? ∈ {?⃗? ∈ 𝑅𝑛|𝑃𝑟𝑜𝑏𝑎𝑏𝑖𝑙𝑖𝑡𝑦(𝐴?⃗? ≤ ?⃗?) ≥ ?⃗?, ?⃗? ∈ 𝑅𝑚}   (5.12) 
where ?⃗? is an n-directional vector of decision variables, A is an (𝑚 × 𝑛) coefficient 
matrix, ?⃗?  is an m-directional vector and ?⃗? (0 < ?⃗? < 1)  represents the vector of 
confidence level which is the probability for the satisfaction of the defined constraints, 
i.e. 𝐴?⃗? ≤ ?⃗?. 
For the four daily time periods shown in Table 5.1, the averaged values of LRAr (𝜇𝑟) 
and LRAb (𝜇𝑏) were obtained from field measurements. If it is assumed that both LRAr 
and LRAb follow the normal distribution, then the measured average LRAr and LRAb 
represent the expectations of the normal distributions. As the measurements of demand 
availability were carried out on a population of loads for a number of days, their 
standard deviations can be small. The standard deviation was assumed to be 10% of the 
averaged value as shown in (5.13) and (5.14): 
𝜎𝑟 = 0.1 × 𝜇𝑟                                                            (5.13) 
𝜎𝑏 = 0.1 × 𝜇𝑏                                                            (5.14) 
where subscripts r indicating refrigerator and b indicating bitumen tank. LRAr and LRAb 
following the normal distribution are therefore represented by (5.15) and (5.16). n is 1, 
2, 3 or 4 representing the four periods of a day in Table 5.1. Based on the data in Table 
5.1, the expectations and standard deviations are listed in Table 5.3. 
𝐿𝑅𝐴𝑟𝑛~𝑁(𝜇𝑟𝑛, 𝜎𝑟𝑛
2 )                                                    (5.15) 
𝐿𝑅𝐴𝑏𝑛~𝑁(𝜇𝑏𝑛, 𝜎𝑏𝑛
2 )                                                   (5.16) 
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TABLE 5.3. Expectations and Standard Deviations of LRAr and LRAb at Different Time of Day 
Period n Time of a day 𝜇𝑟𝑛 𝜎𝑟𝑛 𝜇𝑏𝑛 𝜎𝑏𝑛 
1 00:00 – 04:00 0.145 0.1𝜇𝑟1 0.193 0.1𝜇𝑏1 
2 04:00 – 06:00 0.138 0.1𝜇𝑟2 0.101 0.1𝜇𝑏2 
3 06:00 – 22:00 0.163 0.1𝜇𝑟3 0.046 0.1𝜇𝑏3 
4 22:00 – 00:00 0.164 0.1𝜇𝑟4 0.111 0.1𝜇𝑏4 
 
Use the following property of a normal distribution [100]: 
 𝐼𝑓 𝑋~𝑁(𝜇, 𝜎2), ∀𝑎, 𝑏 ∈ 𝑅, 𝑡ℎ𝑒𝑛 𝑎𝑋 + 𝑏~𝑁(𝑎𝜇 + 𝑏, (𝑎𝜎)2)  
For period n, aggregated low frequency response of a number of refrigerators (Prtn) each 
having a power rating Pr of 0.1 kW and aggregated low frequency response of a number 
of bitumen tanks (Pbtn) each having a power rating Pb of 40 kW also follow the normal 
distributions: 
𝑃𝑟𝑡𝑛(𝑘𝑊)~𝑁(𝜇𝑟𝑛 × 𝑃𝑟 × 𝑁𝑟𝑛, (𝜎𝑟𝑛 × 𝑃𝑟 ×𝑁𝑟𝑛)
2)                       (5.17) 
𝑃𝑏𝑡𝑛(𝑘𝑊)~𝑁(𝜇𝑏𝑛 × 𝑃𝑏 × 𝑁𝑏𝑛, (𝜎𝑏𝑛 × 𝑃𝑏 ×𝑁𝑏𝑛)
2)                     (5.18) 
where 𝑁𝑟𝑛 is the number of refrigerators required for period n and 𝑁𝑏𝑛 is the number of 
bitumen tanks required for period n. 
𝐹𝑅𝑛  is defined as the total available low frequency response from refrigerators and 
tanks for period n as shown in (5.19). To participate in the FFR service, the constraint, 
i.e. the total frequency response from refrigerators and tanks to be greater than 10 MW 
(10,000 kW), needs to be satisfied. A confidence level was used to describe the 
probability of meeting the constraint. Assuming that a 90% confidence level of the 
provision of 10 MW frequency response is acceptable, equation (5.20) is therefore 
obtained based on the chance-constrained programming illustrated in (5.12).  
𝐹𝑅𝑛 = 𝑃𝑟𝑡𝑛 + 𝑃𝑏𝑡𝑛 (𝑘𝑊)                                          (5.19) 
𝑃𝑟𝑜𝑏𝑎𝑏𝑖𝑙𝑖𝑡𝑦{𝐹𝑅𝑛 − 10,000 𝑘𝑊 ≥ 0} ≥ 90%                        (5.20) 
By combining equations (5.17)-(5.20), 𝑁𝑟𝑛  and 𝑁𝑏𝑛  is unknown and needs to be 
determined. Using the following property of a normal distribution [100]: 
 𝐼𝑓 𝑋~𝑁(𝜇𝑋, 𝜎𝑋
2), 𝑌~𝑁(𝜇𝑌, 𝜎𝑌
2) 𝑎𝑟𝑒 𝑖𝑛𝑑𝑒𝑝𝑒𝑛𝑑𝑒𝑛𝑡 𝑟𝑎𝑛𝑑𝑜𝑚 𝑣𝑎𝑟𝑖𝑎𝑏𝑙𝑒𝑠,  
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𝑡ℎ𝑒𝑛 𝑡ℎ𝑒𝑖𝑟 𝑠𝑢𝑚 ∶ 𝑋 + 𝑌~𝑁(𝜇𝑋 + 𝜇𝑌, 𝜎𝑋
2 + 𝜎𝑌
2)  
Therefore, during each period n, 𝐹𝑅𝑛 − 10,000  (kW) also follows the normal 
distribution: 
𝐹𝑅𝑛 − 10,000~𝑁(𝜇𝐹𝑅𝑛, σ𝐹𝑅𝑛
2 )                                          (5.21) 
𝜇𝐹𝑅𝑛 = 𝜇𝑟𝑛 × 𝑃𝑟 × 𝑁𝑟𝑛 + 𝜇𝑏𝑛 × 𝑃𝑏 × 𝑁𝑏𝑛 − 10000                     (5.22) 
𝜎𝐹𝑅𝑛
2 = (𝜎𝑟𝑛 × 𝑃𝑟 × 𝑁𝑟𝑛)
2 + (𝜎𝑏𝑛 × 𝑃𝑏 × 𝑁𝑏𝑛)
2                           (5.23) 
Equation (5.21) was standardized to the standard normal distribution using the 
following rule. 
 𝐷𝑒𝑓𝑖𝑛𝑒 𝑎 𝑠𝑡𝑎𝑛𝑑𝑎𝑟𝑑𝑖𝑠𝑒𝑑 𝑟𝑎𝑛𝑑𝑜𝑚 𝑣𝑎𝑟𝑖𝑎𝑏𝑙𝑒 𝑍 𝑒𝑞𝑢𝑖𝑣𝑎𝑙𝑒𝑛𝑡 𝑡𝑜 [101]: 
𝑍 =
𝑋 − 𝜇
𝜎
~𝑁(0,1) 
𝑤ℎ𝑒𝑟𝑒 𝑋 𝑖𝑠 𝑎 𝑟𝑎𝑛𝑑𝑜𝑚 𝑣𝑎𝑟𝑖𝑎𝑏𝑙𝑒 𝑎𝑛𝑑 𝑋~𝑁(𝜇, 𝜎2). 
Therefore, random variable 𝐹𝑅𝑛 − 10,000 in (5.21) was standardized: 
𝑍 =
𝐹𝑅𝑛 − 10000 − 𝜇𝐹𝑅𝑛
𝜎𝐹𝑅𝑛
                                              (5.24) 
Equation (5.20) was then converted to standard normal distribution as shown in (5.25): 
𝑃𝑟𝑜𝑏𝑎𝑏𝑖𝑙𝑖𝑡𝑦 {𝑍 ≥
0 − 𝜇𝐹𝑅𝑛
𝜎𝐹𝑅𝑛
} ≥ 90%                                (5.25) 
According to the table of standard normal distribution in Appendix IV, for a probability 
of 90% (Z0.9), the value of Z in Fig. 5.8 [102] is 1.28. Equation (5.26) is therefore 
obtained. By substituting (5.22) and (5.23) into (5.26), the relationship between Nbn and 
Nrn was estimated. Fig. 5.9 shows the relationship for the four periods over a day. 
0 − 𝜇𝐹𝑅𝑛
𝜎𝐹𝑅𝑛
≤ −1.28                                                (5.26) 
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Fig. 5.8. Standard normal distribution curve  
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Fig. 5.9. Scheme of number of tanks and refrigerators to be combined for power reduction of more than 
10 MW considering 90% confidence level 
Therefore, if a load aggregator has access to a certain number of bitumen tanks, the 
number of refrigerators required to be aggregated is estimated taking into account 
uncertainties in the measurements of LRAr and LRAb. The points in the shaded area 
show the possible combinations of numbers of refrigerators and numbers of bitumen 
tanks that are necessary to be aggregated in order to provide frequency response of more 
than 10 MW over a day with a probability of greater than 90%. Compared with Fig. 5.7, 
with same number of tanks, the number of required refrigerators is greater in Fig. 5.9 as 
uncertainties in real conditions, i.e. the standard deviations of the measurements, are 
considered. This can be visualised in Fig. 5.10. 
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Fig. 5.10. Differences (shaded area) in the number of refrigerators and bitumen tanks with and without the 
consideration of uncertainties. 
5.5 Case studies 
5.5.1 Reduce the deviations of grid frequency 
This case study was carried out to investigate the capability of the type-specific 
frequency controller of refrigerators and of tanks to reduce frequency deviations as 
discussed in Section 5.2.  
The power system model for this case study is shown in Fig. 5.11. The refrigerator 
model presented in Section 3.2 representing 40 million refrigerators with a power rating 
of 0.1 kW was connected to the power system model. The tank model presented in 
Section 4.3 representing 500 bitumen tanks each with a power rating of 40 kW was also 
connected.  
System inertia Heq was set to 3.1 s [37] in order to represent a future power system with 
significant generation connected through converters (i.e. 30% of generation capacity is 
wind generation). System demand was set to 20 GW. The effect of frequency sensitive 
loads was lumped into the damping constant D and was set to be 1 pu.  
The droop control of generator governors was disabled in this case study assuming that 
generators were operating in a limited frequency-sensitive mode [38]. The system 
response to a generation or load change is therefore determined by Heq, D and also the 
refrigerators and tanks if they are equipped with their frequency controller.  
CHAPTER 5 
 
133 
 
A wind generation profile including wind forecast (MW) and wind generation (MW) on 
25 Aug 2014 was obtained from EIRGRID [103]. The difference between the forecasted 
wind generation and the measured wind generation (ΔPwind), as shown in Fig. 5.12, was 
injected to the power system model representing unforeseen changes in power 
generation from wind.  
In Fig. 5.11(a), refrigerators and bitumen tanks were not equipped with their frequency 
controllers. In Fig. 5.11(b), the type-specific frequency controllers of refrigerators and 
bitumen tanks were used. To show the capability of their frequency controllers to reduce 
the grid frequency deviations, simulation results of models in Fig. 5.11(a) and in Fig. 
5.11(b) are compared in Figs. 5.13-5.16. 
ΔPwind = Pwind_forecast − Pwind_generation 
(a) Loads with frequency controller disabled

Power System
1
2Heqs+D
∑ 
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ΔPload

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
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f
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1
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(b) Loads with frequency controller enabled
Tanks with 
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Fig. 5.11. Power system model with refrigerators and bitumen tanks connected 
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Fig. 5.12. Power change (Δ𝑃𝑤𝑖𝑛𝑑) injected to the power system 
 
  
Fig. 5.13. Variation of grid frequency with and without frequency response from loads 
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Fig. 5.14. Power consumption of refrigerators with and without the frequency controller  
 
 
Fig. 5.15. Power consumption of tanks with and without the frequency controller  
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Fig. 5.16. Total power consumption of refrigerators and tanks with and without their type-specific 
frequency controller  
Fig. 5.13 compares the deviations of grid frequency in the two simulations. With the 
frequency controllers of refrigerators and tanks equipped, frequency deviations reduced 
significantly compared to the case experienced without the frequency controllers. 
Fig. 5.14 compares variations in power consumption of refrigerators. With the 
frequency controller, because the deviations of grid frequency were small (i.e. around 
50 ± 0.2 Hz in Fig. 5.15 compared to the set-points in the frequency controller 50 ± 0.5 
Hz), variations in the power consumption of refrigerators were not significant compared 
to the case ‘without frequency controller’. Furthermore, refrigerators inherently have 
load change during the day as indicated in the case ‘without frequency controller’. 
Therefore, the capability of the frequency controller of refrigerators is observed by 
relating Fig. 5.14 to Fig. 5.13:  
 When grid frequency in the case of ‘with frequency controller’ is lower than that 
of ‘without frequency controller’, power consumption of refrigerators in the case 
of ‘with frequency controller’ is greater than in the case of ‘without frequency 
controller’. This indicates that with the frequency controller, refrigerators 
increase their power consumption and reduce the rise in frequency compared to 
the case ‘without frequency controller’. 
 When frequency in the case of ‘with frequency controller’ is higher than that of 
‘without frequency controller’, power consumption of refrigerators in the case of 
‘with frequency controller’ is lower than in the case of ‘without frequency 
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controller’. This means that with the frequency controller, refrigerators reduce 
their power consumption and reduce the drop in frequency. 
Hence, refrigerators that were equipped with their frequency controller contributed to 
the reduction of frequency deviations. 
Fig. 5.15 compares variations in power consumption of tanks with and without their 
frequency controller. It can be seen that, with the frequency controller, power 
consumption of tanks tracks deviations of grid frequency in Fig. 5.13 ‘with frequency 
controller’. The load change of tanks dynamically contributed to the reduction of 
frequency deviations. Fig. 5.16 gives the total load change of refrigerators and tanks in 
response to grid frequency. 
5.5.2 Demand aggregation for Firm Frequency Response service 
A case study was carried out to investigate the aggregation of a certain number of 
refrigerators and bitumen tanks to provide more than 10 MW of frequency response for 
the FFR service as discussed in Section 5.4. The case included an aggregation of 
622,980 refrigerators (0.1 kW/ refrigerator) and 591 bitumen tanks (40 kW/ tank) as 
according to the intersection point of curve 04:00 – 06:00 and curve 06:00 – 22:00 in 
Fig. 5.10.  
The model of demand availability, i.e. LRA and HRA of refrigerators and bitumen tanks, 
was fitted to the field measurements that were depicted in Section 5.3.2. Initial values of 
LRAr and HRAr at 05:00 in Fig. 5.2 were used. Initial values of LRAb and HRAb of tanks 
at 05:00 in Fig. 5.5 were used. In addition, for the aggregated refrigerator models, a 
diversity factor div of 0.8 was chosen as discussed in Section 3.2. 
Simulations were undertaken by injecting the frequency profile in Fig. 5.17 into the 
model at 05:00. The frequency profile is that of a severe low frequency incident which 
occurred in the GB power system on 28 May 2008 [22]. Frequency was assumed to be 
at 50 Hz before and after the frequency incident period. Simulation results are shown in 
Figs. 5.18-5.21. Zoomed figures in Fig. 5.19 and in Fig. 5.20 give the results of HRA 
and LRA of refrigerators and of tanks during the depression of grid frequency at 05:00– 
05:30. 
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Fig. 5.17. Injected frequency input 
 
Fig. 5.18. Variation of aggregated power consumption of loads at 05:00 – 05:30 during the frequency 
incident 
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Fig. 5.19. Variations of HRAr and LRAr of refrigerators 
 
Fig. 5.20. Variations of HRAb and LRAb of bitumen tanks 
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Fig. 5.21. Variations of aggregated power consumption of loads during and after the frequency incident 
Fig. 5.18 shows variations of aggregated power consumption of refrigerators and tanks 
(see right axis) during the depressed frequency (see left axis). The aggregated power 
consumption reduced immediately in proportion to drops in frequency. When frequency 
dropped to below 49.5 Hz (pre-set minimum trigger frequency FOFF), all available loads 
were switched OFF. The total power reduction of loads during the incident was 11.072 
MW. Therefore, a combination of 591 bitumen tanks and 622,980 refrigerators was able 
to provide more than 10 MW of frequency response to the power system. The number 
of refrigerators was relatively large because power consumption of each unit was small 
(0.1 kW) and LRAr was only 15% at 05:00, as shown in Fig. 5.11. Power consumption 
of loads started to recover when frequency recovered and reached 49.5 Hz at around 
05:15, as shown in Fig. 5.18. 
Fig. 5.19 shows variations in LRA and HRA of refrigerators. LRAr varied dynamically 
with the deviations of frequency. When frequency became lower than 49.5 Hz, LRAr 
reduced to zero which indicates that the response of refrigerators was exhausted. 
Refrigerators that are available for either high or low frequency response are required to 
be at a temperature within their high and low set-points. Therefore, following the drop 
of frequency, a number of refrigerators entered OFF-state if their temperature was 
within the high and low set-points. This led to increases in HRAr with a decreasing LRAr. 
The minimum OFF time of 5 min is shown in zoomed figures. Between the time when 
LRAr became zero and the end of the 5-min minimum OFF time, HRAr did not increase. 
LRAr and HRAr started to recover by switching ON early OFF-state refrigerators 
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following the frequency recovery as illustrated in Section 3.3. An increase in LRAr up to 
19% after the frequency incident is shown. This was caused by the reconnections of 
refrigerators which took place in order to complement their lost thermal energy during 
the period of depressed frequency (05:00 – 05:30) and also to ensure that they were 
ready to contribute to frequency control in the event of any future drops in frequency.  
Fig. 5.20 shows variations in LRA and HRA of bitumen tanks. LRAb varied with the 
deviations of grid frequency and reduced to zero when frequency dropped to below 49.5 
Hz. The influence of frequency drop on HRAb was slight because tanks were controlled 
to be OFF if frequency remains low. Following the recovery of frequency, tanks 
reverted back ON. LRAb recovered while HRAb did not increase as loads reverted back 
ON. The decrease in LRAb and increase in HRAb after the frequency incident was caused 
by the inherent variations of load availability with time. 
Fig. 5.21 shows the total power consumption of loads after the frequency incident. The 
large fall in frequency caused refrigerators to be switched OFF almost simultaneously. 
This reduced the diversity of refrigerator loads. As frequency recovered, refrigerators 
were reconnected. This caused total power consumption to become greater than its pre-
event level. However, as a diversity factor (div) of 0.8 was used, the increase in power 
consumption above it pre-event level was small, as illustrated previously in Fig. 3.29, 
Section 3.5. 
5.5.3 Aggregated demand response in a future power system 
A simulation was carried out on a scenario of 40 million refrigerators (0.1 kW/ 
refrigerator) and 500 tanks (40 kW/ tank) connected to a future power system.  
The refrigerator model was that developed in Chapter 3 with an LRAr of 14.3% and 
HRAr of 55.8% at 04:00 in the morning. The tank model was the curve-fit model that 
developed in Chapter 4 with an LRAb of 21.9% and HRAb of 51.8% at 04:00 in the 
morning. The demand availability at 04:00 was chosen because, at around that time, 
system demand was estimated to be the lowest of a day in 2025 [104].  
The power system model was illustrated in Section 3.4. The inertia of the power system 
was set to 3.1 s representing a future power system with more generation connected 
through converters. A low system demand of 20 GW was assumed.  
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The expected maximum loss of generation in the GB power system after April 2014 is 
1,800 MW. A loss in generation of 1,800 MW (ΔPloss = 0.09 pu) was applied to the 
power system model at 90 s. Simulation results are shown in Figs. 5.22-5.26.  
 
Fig. 5.22. Variations of grid frequency 
 
Fig. 5.23. Change of power output of generators and power consumption of loads 
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Fig. 5.24. Power consumption of loads after the frequency incident 
 
Fig. 5.25. Variations of HRA and LRA of refrigerators during and after the frequency incident 
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Fig. 5.26. Variations of HRA and LRA of bitumen tanks during and after the frequency incident 
Fig. 5.22 shows variations of grid frequency after the generation loss of 1,800 MW. 
With the load change (ΔPload) of both refrigerators and bitumen tanks, the drop of 
frequency was halted when frequency reached 49.39 Hz at 92 s. Without the load 
change, the frequency drop was not halted until frequency reached 48.96 Hz at 94 s. The 
steady-state limit of frequency in the GB power system is 50 ± 0.5 Hz. Simulation 
results show that immediate frequency response from refrigerators and tanks reduces the 
length of time that frequency is out of its steady-state limits.  
Fig. 5.23 shows the change of power output of generators (see the left axis) and total 
power consumption of refrigerators and tanks (see the right axis). The 40 million 
refrigerators and 500 tanks gave an immediate load reduction of 576.38 MW following 
the frequency drop to 49.39 Hz. When output of generators reached the steady state at 
30 s after the frequency drop, the power change of generators was reduced by around 
542.79 MW compared with the case experienced without load reduction.  
Fig. 5.24 shows the total power consumption of both types of loads (see the left axis) 
and variations of grid frequency (see the right axis) after the severe frequency incident. 
The interrupted loads started to be reconnected gradually following frequency recovery. 
Power consumption of loads increased to be higher than the pre-event level at around 30 
min after the frequency incident. This was caused by the reconnections of refrigerators 
which took place in order to complement their lost thermal energy when frequency had 
returned to its normal range. 
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Fig. 5.25 and Fig. 5.26 show variations of demand availability (LRAr, HRAr, LRAb and 
HRAb) during and after the frequency drop. As illustrated in the previous case study 
(Section 5.5.2), following the frequency drop to below 49.5 Hz, LRA of both 
refrigerators and tanks reached zero indicating that all available loads were switched 
OFF. Following the recovery of frequency, demand availability also recovered in order 
to provide any possible future frequency response.  
5.6 Conclusions 
Comparison of the frequency controllers of refrigerators and bitumen tanks showed that, 
with type-specific frequency controllers, both types of loads will be capable of 
providing dynamic response to frequency deviations similar to the droop control of 
frequency-sensitive generators. Hence, the higher the number of refrigerators and tanks 
that are aggregated, the larger the spinning reserve capacity of frequency-sensitive 
generators they can replace. A case study was carried out to validate the capability of 
the frequency controllers. 
Field investigations showed that the availability of both refrigerators and bitumen tanks 
to provide frequency response varies with time. Therefore, at different time of day, the 
possible amount of load change from the two types of loads can be predicted based on 
the measurements from field investigations. Considering the measured demand 
availability and using chance-constrained programming, the number of refrigerators and 
bitumen tanks to be aggregated in order to provide more than 10 MW of frequency 
response with a certain confidence level was estimated. A load aggregator is then able 
to provide FFR service to the GB power system operator by installing the frequency 
controllers for a minimum population of refrigerators and bitumen tanks.  
The availability of refrigerators and bitumen tanks for frequency response were 
modelled. A case study showed that load changes reduced frequency deviations 
continuously and repetitively. The aggregated loads are technically feasible to 
participate in the FFR service. A load aggregator can receive availability fees through 
the tender for the FFR service.  
A case study of a future GB power system with more generation connected through 
converters and frequency controller of refrigerators and bitumen tanks deployed at scale 
was carried out. Results showed that after a loss of generation, with the load change of 
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approximately 576 MW from 40 million refrigerators and 500 bitumen tanks in the GB 
power system, the drop in frequency was halted quickly and reduced significantly. The 
frequency response from loads was faster than that from frequency-sensitive generators. 
The change of power output of generators was also reduced. Hence, the fast frequency 
response from loads will yield benefits in the future power system in which there will be 
a reduction in system inertia due to the increasing use of converter connected generation.  
Therefore, refrigerators and bitumen tanks equipped with frequency controllers are able 
to replace the spinning reserve capacity of frequency-sensitive generators. If certain 
numbers of refrigerators and bitumen tanks are aggregated, the aggregated frequency 
response is visible to the system operator. The aggregated loads are then able to 
participate in the FFR service of the GB power system. 
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Chapter 6 Conclusions 
 
 
 
Conclusions 
 
 
The conclusions drawn from the research work in previous chapters are summarised. 
Contributions of the thesis are outlined. Possible future work is suggested. Publications 
are listed. 
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6.1 Conclusions 
Dynamic Demand Technology (DDT) avoids the use of expensive Information and 
Communication Technology and provides fully automatic and rapid control of grid 
frequency without any adverse impact on the normal use of loads. DDT was applied to 
domestic refrigerators and industrial bitumen tanks enabling them to reduce the 
deviations of grid frequency and reduce the spinning reserve capacity of frequency-
sensitive generators. The feasibility of these loads to participate in frequency response 
services was analysed. 
6.1.1 Domestic refrigerators for frequency control  
A thermodynamic model of refrigerators was developed and verified against tests 
conducted by Open Energi on a number of refrigerators at the premises of the Indesit 
Company. A population of refrigerators was then modelled with randomised refrigerator 
mass and size. Their initial temperature and ON/OFF state were also randomised. An 
aggregated model of refrigerators representing all 40 million refrigerators connected to 
the present GB power system was then developed. 
The aggregated model of refrigerators was connected to a simplified GB power system 
model. Case studies showed that following a sudden loss in generation, the maximum 
drop of grid frequency was limited by reducing the power consumption of refrigerators. 
The increase of power output of frequency-sensitive generators caused by the drop in 
frequency was reduced. Following a sudden loss in demand, the maximum rise of grid 
frequency was controlled by increasing the power consumption of refrigerators. The 
decrease of power output of frequency-sensitive generators caused by the rise in 
frequency was reduced. 
Results from the simulations showed that the power consumption of domestic 
refrigerators was controlled by deviations of grid frequency proportionally without 
undermining their primary function of cold storage. Domestic refrigerators with the 
capability of grid frequency control were able to reduce frequency deviations in a 
manner similar to and faster than that of frequency-sensitive generators. If such 
capability of grid frequency control is deployed on refrigerators at scale, an effective 
means of grid frequency control will be provided. The requirements for the spinning 
reserve capacity of frequency-sensitive generators will be reduced. 
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6.1.2 Industrial bitumen tanks for frequency control 
A thermodynamic model of bitumen tanks was developed and validated through field 
tests conducted by Open Energi. A simplified model of the duty cycles of bitumen tanks 
was also developed using the same field measurements. The accuracy and 
computational time of the two models were compared. The simplified model was used 
for subsequent studies because it was accurate enough and its computational time was 
shorter. 
The simplified models of multiple bitumen tanks were aggregated to study the control 
of GB power system frequency. Power system frequency profiles including a frequency 
rise to 50.5 Hz and a frequency drop to 49.2 Hz were injected to the frequency 
controllers of tanks in the model. The same power system frequency profiles were also 
injected to the frequency controller of tanks in the field tests by Open Energi to validate 
their capability of frequency control. The behaviour of the aggregated tank models and 
that of the tanks in the field tests was similar. 
Case studies were carried out by connecting the aggregated model of 5,000 tanks to a 
simplified GB power system model. Following a sudden loss in generation, the drop of 
grid frequency was limited by the reduction in the power consumption of bitumen tanks. 
The increase of the power output of frequency-sensitive generators was reduced. 
Following a sudden loss in demand, the rise of grid frequency was controlled by the 
increase in the power consumption of bitumen tanks. The decrease of power output of 
frequency-sensitive generators was reduced. 
The load reduction obtained from 5,000 bitumen tanks was 72 MW. Even though this is 
small in the context of the GB power system, if frequency control can be employed on 
other industrial heating loads, their contributions to grid frequency control will be 
significant. The power consumption of bitumen tanks was controlled by deviations of 
grid frequency proportionally without undermining their storage of hot bitumen. These 
tanks provided the grid frequency control in a way similar to and faster than the 
frequency-sensitive generators. Therefore, a large scale deployment of such frequency 
responsive bitumen tanks will reduce reliance on the frequency-sensitive generators. 
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6.1.3 Demand aggregation for frequency response services 
The models of domestic refrigerators each having a typical power consumption of 0.1 
kW and bitumen tanks each having a power consumption of 40 kW were aggregated to 
participate in the Firm Frequency Response service. This service requires a participant 
to deliver a minimum frequency response of 10 MW.  
The availability of refrigerators and bitumen tanks for grid frequency control was 
defined as the percentage of these loads that was available to be switched ON/OFF in 
response to frequency deviations. Their availability was measured through a different 
set of field tests carried out by Open Energi at different times of day. Uncertainties in 
the availability of these loads for frequency control were analysed. Based on the 
measured availability and the analysis of uncertainties, the number of refrigerators and 
bitumen tanks that should be aggregated to obtain more than 10 MW of response was 
calculated over a day with a pre-defined confidence level. 
An aggregated model consisting of the calculated number of bitumen tank models and 
refrigerator models was developed. Their availability for grid frequency control was 
also modelled. The profile of a recorded severe frequency incident was used to 
investigate the response of the aggregated loads. Results verified that the aggregated 
loads delivered more than 10 MW of response.  
A case study was also carried out for the future GB power system with reduced system 
inertia. Simulation results indicated that with the use of dynamic demand, the frequency 
drop after a sudden loss of generation was halted quickly and the magnitude of the drop 
was reduced significantly. Requirements for more frequency-sensitive generation will 
be reduced if such dynamic demand is deployed at scale. 
The method of using domestic refrigerators for grid frequency control is able to be used 
by other loads with short ON/OFF cycles. Similarly other loads with long ON/OFF 
cycles are able to be used for grid frequency control with the technique demonstrated on 
bitumen tanks.  
In conclusion, the capability of frequency control from these loads will reduce the need 
for costly generation reserve capacity from frequency-sensitive generators. Benefits 
such as the reduction of the system operating costs and reduction in Green House Gas 
emissions will be achieved.  
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The financial value that a load aggregator can achieve can be roughly estimated. 
According to the monthly report of National Grid, for the year 2012, National Grid paid 
£192.6 million for the total frequency response volume of 18533 GWh. It is assumed 
that the load aggregator has the capability of providing 10 MW of frequency response 
for the year (8,760 hours). Therefore, the benefits it earns can be calculated: 
Benefit(£) =
£192.6M ∙ 10 MW ∙ 8760 h
18533 GWh
= £0.91𝑀 
It can be seen, the benefit for the demand aggregator to provide frequency response 
service is significant. If there are 622,980 refrigerators and 591 bitumen tanks to 
provide the 10 MW of frequency response, each of the units will be rewarded by 
approximately £21 assuming a lifetime of 15 years. Considering the £3 cost of installing 
the frequency controller, each of the units will earn £18. 
This rough evaluation gives little consideration on the benefits of the service that may 
come from reduced carbon emissions. Future work can be carried out for detailed study 
on the benefits of dynamic demand. 
Therefore, it is expected that policy makers will look closely at the use of dynamic 
demand to improve the efficiency of power supply and reduce the carbon emission of 
partly-loaded fossil fuel generators. 
6.2 Contributions of the thesis 
The contributions of the thesis are listed: 
(a) Modelling and experimental validation 
A thermodynamic model of domestic refrigerators was developed in 
Matlab/Simulink. The model was validated by Open Energi through tests on a 
number of refrigerators at the premises of the Indesit Company.  
A thermodynamic model of bitumen tanks was developed in Matlab/Simulink 
and validated by Open Energi through field tests. A simplified model of the duty 
cycles of bitumen tanks was developed in Matlab/Simulink based on the same 
field measurements. The simplified model of bitumen tanks was verified to be 
accurate in comparison with the thermodynamic model.  
CHAPTER 6 
 
152 
 
A simplified GB power system model for the study of grid frequency control 
was developed in DIgSILENT PowerFactory.  
A Dynamic Link Library (dll) interface between DIgSILENT PowerFactory and 
Matlab/Simulink was implemented. The interface platform enables the load 
models developed in Matlab/Simulink to be connected to the GB power system 
model for simulation studies. 
(b) Capability of domestic refrigerators to provide grid frequency control 
The capability of domestic refrigerators to provide grid frequency control was 
obtained by connecting an aggregated model of 40 million refrigerators to the 
simplified GB power system model. Simulation results showed that 40 million 
refrigerators provided around 500 MW of load reduction following a drop of 
grid frequency to 49.5 Hz. Refrigerators were able to provide grid frequency 
control in a manner similar and faster than that of frequency-sensitive generators.  
Reliance on spinning reserve from frequency-sensitive generators was reduced 
with the implementation of frequency control on refrigerators.  
(c) Capability of industrial bitumen tanks to provide grid frequency control 
The capability of bitumen tanks to provide grid frequency control was obtained 
by connecting an aggregated model of 5,000 tanks to the GB power system 
model. Simulation results showed that 5,000 tanks provided around 72 MW of 
load reduction following a drop of grid frequency to 49.4 Hz. The tanks were 
able to provide grid frequency control in a manner similar and faster than that of 
frequency-sensitive generators. Reliance on spinning reserve from frequency-
sensitive generators was reduced with the capability of frequency control from 
such industrial heating loads. 
(d) Demand aggregation for the participation of Firm Frequency Response service 
The availability of refrigerators and bitumen tanks to provide frequency control 
at different time of day was obtained through field tests carried out by Open 
Energi. The number of refrigerators and bitumen tanks to be aggregated was 
then determined so that more than the required 10 MW of frequency response 
was delivered over a day with a pre-defined confidence level. An aggregation of 
loads was able to participate in the Firm Frequency Response service. 
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2. M. Cheng, J. Wu, S. Galsworthy, U. L. Carlos, W. Hung and N. Jenkins, ‘Power 
system frequency response from the control of bitumen tanks’, IEEE Transactions on 
Power Syst.  --Accepted 
3. M. Cheng, J. Wu, S. Galsworthy, N. Jenkins and W. Hung, ‘Availability of load to 
provide frequency response in the Great Britain power system’, 18
th
 Power Systems 
Computation Conference (PSCC), Wroclaw, Aug 2014. 
 
6.4 Future work 
The following future work is proposed: 
(a) Financial value of the dynamic demand services 
This thesis mainly focuses on the technical feasibility of dynamic demand to 
provide frequency response service in the view of demand aggregator. In the future 
work, more detailed evaluation of the financial value of dynamic demand is 
interesting. In addition to a detailed evaluation of the benefits to the demand 
aggregator, the benefits to National Grid of replacing the spinning reserve capacity 
of conventional generators are necessary. This may also include the savings in the 
area of reducing carbon emissions. It would also be interesting and necessary to 
design some regulatory framework for the novel dynamic demand services. 
(b) Investigate the possibility of demand to participate in different balancing services 
Dynamic demand allows demand to provide dynamic response to the power system. 
However, there are also other balancing services such as the Frequency Control by 
Demand Management and Short Term Operating Reserve in the power system in 
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which demand is able to participate. It is proposed to investigate whether a load is 
able to participate in more than one service without conflicts.  
(c) Virtual energy storage system for grid frequency control 
In this study, two types of loads were studied. Other load types that may be 
possible for the provision of grid frequency control such as melting pots are 
candidates to be studied. In addition, energy storage units such as flywheels are 
also good options. The frequency controller developed in this thesis can be 
generalised so that it is able to be applied to different devices. As different devices 
have different physical characteristics, there will be coordination amongst different 
devices. This constructs a virtual energy storage system which can be used for 
frequency control and can also be easily changed to provide power smooth as a 
back-up of renewable energy generation. The frequency response from the virtual 
energy storage system will be more constant and reliable and it will reduce the 
capacity of the costly spinning reserve from the frequency-sensitive generators 
with greater confidence.  
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Appendix I 
This appendix analyses the influence of ambient temperature on the thermodynamics of 
refrigerators. 
The refrigerator model developed in Chapter 3 was used for simulation. Four set of 
simulation were carried out with ambient temperature to be 22 °C, 20 °C, 18 °C and 
16 °C. The cavity temperature, evaporator temperature and ON/OFF state of the 
refrigerator are given by Fig. I1- Fig. I3. 
 
Fig. I1. Cavity temperature of a refrigerator at different ambient temperature 
 
Fig. I2. Evaporator temperature of a refrigerator at different ambient temperature 
 
Fig. I3. ON/OFF of a refrigerator at different ambient temperature 
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It can be seen, the ambient temperature leads to significant impacts on the thermal 
behaviour of a refrigerator. Hence, this explains the differences between the real 
measurements and simulation in Fig. 3.2. 
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Appendix II 
This appendix analyses the influence of temperature set-points on the behaviour of 
refrigerators for grid frequency control. 
1. Different temperature set-points  
Temperature set-points (Thigh and Tlow) are set as shown in Table II1. The ambient 
temperature was 22 ºC in all the cases. A frequency drop from 50 Hz to 49.5 Hz was 
injected to 1,000 refrigerator models at 10 s. The simulation results are given in Fig. II1. 
Table II1. Temperature set-points for each simulation 
 1 2 3 4 
Thigh (ºC) 8.5 7.5 6.5 5.5 
Tlow (ºC) 7.5 6.5 5.5 4.5 
 
 
Fig. II1. Power consumption of refrigerators with different temperature set-points  
As can be seen, temperature set-point of refrigerators has an impact of the initial power 
consumption of refrigerators. Because the ambient temperature was same at 22 ºC in all 
cases, refrigerators with lower temperature set-point require more power to cool down 
in order to reach the set-point. In addition, the temperature set-points show little impact 
on the power change following the frequency drop. Hence, the temperature set-points 
has little impact on the amount of frequency response of refrigerators.   
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The difference between Thigh and Tlow was set to 1 ºC in this thesis. This represents the 
worst scenario that the frequency response from refrigerators will be the smallest caused 
by the limitation of its temperature set-points. Hence, it is expected that the frequency 
response provided by refrigerators in reality will be more. 
Simulations were carried out with the temperature difference between Thigh and Tlow. 
Temperature set-points (Thigh and Tlow) are set as shown in Table II2. The ambient 
temperature was 22 ºC in all the cases. A frequency drop from 50 Hz to 49.5 Hz was 
injected to 1,000 refrigerator models at 10 s. The simulation results are given in Fig. II2. 
Table II2. Differences between Thigh and Tlow for each simulation 
Differences between 
Thigh and Tlow (ºC) 
1 2 3 
Thigh (ºC) 8.5 9 9.5 
Tlow (ºC) 7.5 7 6.5 
 
 
Fig. II2. Power consumption of refrigerators with different differences between Thigh and Tlow 
As shown in Fig. II2, the greater the differences between the temperature set-points, the 
more reduction in the power consumption of refrigerators following the frequency drop. 
Therefore, the wider the temperature control band of refrigerators, the more frequency 
response is expected.  
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Appendix III 
This appendix evaluated the general ON/OFF period of refrigerators and bitumen tanks. 
Thermodynamics of both loads can be simply represented by first order differential 
equations. When switch ON a refrigerator, it is a cooling process that leads to 
temperature decay. When switch ON a bitumen tank, it is a heating process that leads to 
temperature increase. The physical parameters of refrigerators and bitumen tanks that 
are used for the evaluation are given in Table III.1. 
Table III.1. Parameters for a refrigerator and a bitumen tank 
Physical Parameters Calculations 
Parameters 
U 
(Wm
-2
K
-1
) 
A 
(m
2
) 
cv 
(Jkg
-1
K
-1
) 
m 
(kg) 
P 
(W) 
On 
period 
Off 
period 
Refrigerator 0.61 3.5 4000 10 100 
18.5 
min 
48.1 
min 
Bitumen 
Tanks 
0.57 110.27 920 10,000 50,000 1.9 h 8.4 h 
 
A. Refrigerator 
Based on the analysis of thermodynamics in Chapter 3, a first order equation (III.1) is 
obtained: 
𝑑𝑇
𝑑𝑡
=
𝑈𝐴(𝑇amb − 𝑇)
𝑐𝑣𝑚
−
𝑃𝑠
𝑐𝑣𝑚
                                                          (III. 1) 
where T (K) represents the inside temperature of a refrigerator. P (W) is the power 
consumption. s is the ON/OFF state. cv (Jkg
-1
K
-1
) represents specific heat capacity. U 
(Wm
-2
K
-1
) is the overall heat coefficient. A (m
2
) is the area. m (kg) is thermal mass. 
Tamb is the ambient temperature. These physical parameters are given in Table III.1 for 
this evaluation. 
For the ON-period, s is 1 and temperature starts to decay. To calculate the ON-period, it 
is equivalent to calculate the time for the temperature to decrease from Thigh to Tlow. It is 
assumed Tlow to be 6 ºC (279.15 K), Thigh to be 8 ºC (281.15 K) and Tamb to be 20 ºC 
(293.15 K).  
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The integration of (III.1) can be obtained as shown in (III.2): 
∆𝑡 = −
𝑐𝑣𝑚
𝑈𝐴
∫
1
𝑇 − 𝑇𝑎𝑚𝑏 +
𝑃
𝑈𝐴⁄
𝑇𝑙𝑜𝑤
𝑇ℎ𝑖𝑔ℎ
𝑑𝑇                                (III. 2) 
Taking the parameters in Table III.1 into (III.2), it can be calculated that the ON period 
Δt is 18.5 min. 
For the OFF-period, s is 0 and temperature starts to increase. To calculate the OFF-
period, it is equivalent to calculate the time for the temperature to increase from Tlow to 
Thigh.  
The integration of (III.1) (with s=0) can be obtained as shown in (III.3): 
∆𝑡 = −
𝑐𝑣𝑚
𝑈𝐴
∫
1
𝑇 − 𝑇𝑎𝑚𝑏
𝑇ℎ𝑖𝑔ℎ
𝑇𝑙𝑜𝑤
𝑑𝑇                                       (III. 3) 
Taking the parameters in Table III.1 into (III.3), it can be calculated that the OFF period 
Δt is 48.1 min. 
B. Bitumen Tank 
Based on the analysis of thermodynamics in Chapter 4, a first order equation (III.4) is 
obtained: 
𝑑𝑇
𝑑𝑡
=
𝑃𝑠
𝑐𝑣𝑚
−
𝑈𝐴(𝑇 − 𝑇amb)
𝑐𝑣𝑚
                                                      (III. 4) 
where T (K) represents the inside temperature of a tank. P (W) is the power 
consumption. s is the ON/OFF state. cv (Jkg
-1
K
-1
) represents specific heat capacity. U 
(Wm
-2
K
-1
) is the overall heat coefficient. A (m
2
) is the area. m (kg) is thermal mass. 
Tamb is the ambient temperature. These physical parameters are given in Table III.1 for 
this evaluation. 
For the ON-period, s is 1 and temperature starts to increase. To calculate the ON-period, 
it is equivalent to calculate the time for the temperature to increase from Tlow to Thigh. It 
is assumed Tlow to be 150 ºC (423.15 K), Thigh to be 180 ºC (453.15 K) and Tamb to be 20 
ºC (293.15 K).  
The integration of (III.4) can be obtained as shown in (III.5): 
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∆𝑡 = −
𝑐𝑣𝑚
𝑈𝐴
∫
1
𝑇 − 𝑇𝑎𝑚𝑏 −
𝑃
𝑈𝐴⁄
𝑇ℎ𝑖𝑔ℎ
𝑇𝑙𝑜𝑤
𝑑𝑇                                (III. 5) 
Taking the parameters in Table III.1 into (III.5), it can be calculated that the ON period 
Δt is 1.9 h. 
For the OFF-period, s is 0 and temperature starts to decay. To calculate the OFF-period, 
it is equivalent to calculate the time for the temperature to decrease from Thigh to Tlow. 
The integration of (III.4) (with s=0) can be obtained as shown in (III.6): 
∆𝑡 = −
𝑐𝑣𝑚
𝑈𝐴
∫
1
𝑇 − 𝑇𝑎𝑚𝑏
𝑇𝑙𝑜𝑤
𝑇ℎ𝑖𝑔ℎ
𝑑𝑇                                     (III. 6) 
Taking the parameters in Table III.1 into (III.6), it can be calculated that the ON period 
Δt is 8.4 h. 
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Appendix IV 
This appendix presents the table for the values of standard normal distribution. 
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